<table>
<thead>
<tr>
<th><strong>Docket Number:</strong></th>
<th>19-SPPE-01</th>
</tr>
</thead>
<tbody>
<tr>
<td><strong>Project Title:</strong></td>
<td>Laurelwood Data Center (MECP I Santa Clara I, LLC)</td>
</tr>
<tr>
<td><strong>TN #:</strong></td>
<td>231933</td>
</tr>
<tr>
<td><strong>Document Title:</strong></td>
<td>Errata to Committee Proposed Decision</td>
</tr>
<tr>
<td><strong>Description:</strong></td>
<td>N/A</td>
</tr>
<tr>
<td><strong>Filer:</strong></td>
<td>Cody Goldthrite</td>
</tr>
<tr>
<td><strong>Organization:</strong></td>
<td>California Energy Commission</td>
</tr>
<tr>
<td><strong>Submitter Role:</strong></td>
<td>Commission Staff</td>
</tr>
<tr>
<td><strong>Submission Date:</strong></td>
<td>2/4/2020 9:13:00 AM</td>
</tr>
<tr>
<td><strong>Docketed Date:</strong></td>
<td>2/4/2020</td>
</tr>
</tbody>
</table>
ERRATA TO COMMITTEE PROPOSED DECISION

After reviewing the comments submitted by the parties and members of the public, we incorporate the following changes into the January 24, 2020 Committee Proposed Decision (Proposed Decision) for the Laurelwood Data Center Small Power Plant Exemption:

1. On page 5, under the heading, “Data Center,” revise the first paragraph to read as follows:

   The Data Center consists of two, four multi-story buildings. Building 1 is an approximately 279,744-250,560-square-foot structure with a common building that connects with Building 2 supporting amenities including elevators, restrooms, lobby, staging, and storage. Building 2 is an approximately 348,800 283,392-square-foot structure with two connected office/common spaces supporting amenities including elevators, restrooms, lobby, staging, and storage. Both buildings include loading docks, generator yards, bioswales, paved surface parking lots, and landscaping.¹¹

   Revise footnote 16 as follows:

   Ex. 28, p. 1-1 2-1.

2. On page 5, under the heading, “Data Center,” revise the first sentence of the second paragraph to read as follows:

   The buildings will create a combined electrical load of up to 99 MW.

3. On page 6, revise the source line for Table 1 as follows:

   (Source: Ex. 8, p. 2-6, Table 2-4. [Note: standby generator as used in the source document refers to the Backup Generators.])

¹ Where text is revised, additions are shown in bold underline, and deletions are shown in strikeout.
4. On page 13, revise Condition of Exemption PD-1 as follows:

**Condition of Exemption PD-1. Notice of Events Affecting Electrical Demand of the Facility.**

5. The granting of the Small Power Plant Exemption for the Laurelwood Data Center project is specifically conditioned on the existing configuration of the Laurelwood Data Center and that its demand for electricity does not exceed 100 megawatts. The Project Owner may not alter the configuration or equipment of the Laurelwood Data Center if the demand for electricity would then increase or if generation would exceed **greater than** 99 megawatts. If the Project Owner desires to alter the configuration or equipment of the Laurelwood Data Center that may result in an increase in electrical demand, any such alteration, change, or modification shall be subject to the requirements set forth in the regulations of the California Energy Commission relating to changes in project design, operation, or performance and amendments to Commission Decisions, as they may exist at that time.

6. On page 13, revise Condition of Exemption PD-2 as follows:

**Condition of Exemption PD-2. Notice of Events Affecting Off-Site Distribution of Energy Generated by the Facility.**

7. The granting of the Small Power Plant Exemption for the Laurelwood Data Center project is specifically conditioned on the power generated being used exclusively by the Laurelwood Data Center. At no time shall the owner of the Laurelwood Data Center allow the power to be generated to be used for any other facility, property, or use, including, but not limited to, delivery to the **offsite** electric distribution system without the express written approval of the California Energy Commission.

**Verification.** The Project Owner shall notify the Executive Director of the California Energy Commission of any proposed change to the distribution of power **offsite** from the backup generators at the Laurelwood Data Center at least ninety (90) days prior to the change being effective.

8. On page 17, revise the last sentence on the page as follows:

**Table 2** shows the ambient air quality standards for these criteria pollutants **relevant to the Project**.

9. On page 19, make the following deletion and addition of text:

Second, staff modeled the impact of testing and maintenance emissions on ambient air quality and compared the resulting concentrations to the ambient air quality standards, as summarized in **Table 4**, using the Applicant’s revised limit of 21 hours per generator per year. The short-term (i.e. 1-hour, 8-hour, and 24-hour) and long-term (annual) impacts of the project were all analyzed according to the averaging period of each standard and the Applicant’s proposed testing and maintenance schedule for each hour, each day, and
each year. The annual impacts were analyzed using the Applicant’s revised limit of 21 hours per generator per year for testing and maintenance purposes. Pages 5.3-18 and 5.3-19 of the IS/PMND include a more detailed description of how the modeling was done for short-term and long-term impacts.

10. On page 27, revise the first paragraph as follows:

As set forth above, Staff modeled annual impacts of the Project assuming 21 hours per generator per year for testing and maintenance purposes and we have adopted Condition of Exemption PD-3 to limit the Project to 21 hours per generator per year for testing and maintenance. The uncontested evidence is that actual testing will only require 12.3 hours per generator per year.[retain existing footnote] Even if we were to assume that the approximately 7.5 hour outage previously experienced by data centers is reasonably foreseeable and aggregate that outage with the actual number of testing hours, the analysis conducted sufficiently addresses the potential impacts from both the testing and maintenance operations and the reasonably foreseeable emergency operations of the Backup Generators. As shown in Tables 3 and 4, the NOx emissions, as offset, do not exceed the threshold of significance of 10 tpy. We therefore find that the reasonably foreseeable emergency operations of the Backup generators will not cause a significant impact to air quality.

11. On page 27 and continuing on to page 28, revise the last paragraph as follows:

We therefore find that the IS/PMND adequately analyzed the emissions of the testing and maintenance of the Backup Generators. We further find that emissions from the testing and operation maintenance of the Backup Generators would not be significant or exceed the thresholds established by BAAQMD.

12. On page 30, under the heading, “Stationary Sources,” revise the second sentence of the first paragraph as follows:

For commercial/industrial land use development projects, BAAQMD has adopted a numeric threshold of 1,100 million metric tons of CO2e per year (MTCO2e/yr) and a qualitative threshold of complying with a qualified greenhouse gas reduction strategy.

13. On page 34, last paragraph on the page, revise the second sentence as follows:

It relied on AERMOD modeling, with HARP2 to determine cancer, chronic, and acute health risks of TACs from the Project, which is capable of accounting for existing air quality including emissions from existing projects.
14. On page 37, revise the first full paragraph to reach as follows:

Staff also noted that the Project would require review by the Federal Aviation Administration (FAA) for any construction or alteration of navigable airspace exceeding 200 feet above ground level mean sea level (AGL AMSL). It also requires notification for construction or alterations within 20,000 feet of an airport with a runway more than 3,200 feet in length if the height of the construction or alteration exceeds a slope of 100 to 1 extending outward and upward from the nearest point of the nearest runway of the airport. If a project’s height exceeds 200 feet or exceeds the 100:1 surface, the project applicant must submit a copy of FAA Form 7460-1, Notice of Proposed Construction or Alteration, to the FAA. The threshold for the FAA notification 100:1 surface exceedance height would be 82 feet for the project site. With a maximum project height of 117.5 feet AGL AMSL, the project Project would exceed the FAA notification 100:1 surface threshold of 82 feet at the project site Project Site. As a result, the project applicant Applicant would need to submit Form 7460-1, Notice of Proposed Construction or Alteration, to the FAA. The City of Santa Clara, as the permitting agency, would ensure consistency with this policy.208

15. On page 44, revise the first sentence of the third paragraph as follows:

To be adequate, an initial study shall contain a description of the project, including the location of the project, and identify the environmental setting in which the project will occur. The project description of a negative declaration must contain (1) the precise location and boundaries of the proposed project; (2) a statement of the objectives sought by the proposed project, including the underlying purpose; (3) a general description of the project’s technical, economic, and environmental characteristics; and (4) a statement briefly describing the intended uses of the EIR.
16. On page 44, revise existing footnote 246 as follows:

246 Guidelines, § 45424 15063(b).

NOTE: All footnotes are to be renumbered as may be required by the changes adopted above.

Dated: February 4, 2020, at Sacramento, California

Original Signed by:

____________________________

KAREN DOUGLAS
Commissioner and Presiding Member
Laurelwood Data Center SPPE Committee

Dated: February 4, 2020, at Sacramento, California

Original Signed by:

____________________________

JANE A. SCOTT
Vice Chair and Associate Member
Laurelwood Data Center SPPE Committee