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Notes: Regarding Single Line Drawings 3/21/16 
 
Supplemental Information to Data Request 55 - Response: Figure 3-1b, the power block single line 
drawing, has been revised to provide the generator breaker ratings, iso-phase bus duct ratings, and 
generator MVA ratings.  
 
The single line revision also changes the steam turbine generator voltage rating from 18 kV to 20kV. 
 
Please note that the steam turbine iso-phase bus duct rating of 11,000A shown on the revised power 
block single line drawing is different from the rating of 12,500A provided to the CEC in TN# 210662. The 
single line’s rating of 11,000A is the correct value. The change in the ampacity is related to the change in 
steam turbine generator voltage from 18kV to 20kV. 
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