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Unrealistic Weekend Hours

While the 8 total hours of occupancy for teaching labs over the weekends is reasonable, there will be research labs 
that meet the 1:35 fume hood density criteria. Weekend occupancy for those types of research environments is far 
more likely to be 8-12 hours per day, or 16-24 total hours of occupancy per weekend.
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