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California Energy Commission 

2019 Building Energy Efficiency Standards Lead 
Commissioner Hearing  For 45-Day Language 

California Energy Commission 
Hearing Room A  

(Arthur Rosenfeld Room) 
 

February 6, 2018 
 

Thao Chau 
 

Subchapter 6 
Section 141.1 
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SUBCHAPTER 6 
NONRESIDENTIAL, HIGH-RISE RESIDENTIAL, AND 

HOTEL/MOTEL OCCUPANCIES –  
ADDITIONS, ALTERATIONS, AND REPAIRS  
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§141.0(b)2A – Alterations, Prescriptive 

§141.0(b)2A – Prescriptive Approach 
• Changes made to provide consistency in phrasing 
• Changes made in order to clarify what constitutes a “repair” 

 

§141.0(b)2B – Roof Alterations 
• Minor changes made in order to clarify that the Exceptions 

are dependent on weight  
 

Presenter
Presentation Notes
141.0(b)2A – Minor changes made to create consistency in phrasing, and clarified in a note what constitutes a fenestration repair.141.0(b)2B - Removed the term ‘thermal mass’ from Exception 2 to Section 141.0(b)2Bi and ii.



California Energy Commission 

§141.0(b) – Alterations, Prescriptive 

• Merged §141.0(b)2I, J and K - Entire Luminaires 
Alterations, Luminaire Component Modifications, 
and Lighting Wiring Alterations respectively to 
Simplify Altered Indoor Lighting Systems. 

•  §141.0(b)2Iii -  Align Option 2 to require same 
controls as Option 3. 

• §141.0(b)2Iiii -  Option 3: limit of ≤ 5,000 sqft. 40% 
uniform lighting power reduction applies for all 
occupancies instead of 35%/50% split reduction 
 
 
 
 
 

Presenter
Presentation Notes
As an effort to simplify the nonresidential lighting alterations code language for better code implementation, instead of the current three different sections of three different types of alterations in 141.0(b)2I, J, and K, which are Entire Luminaires Alterations, Luminaire Component Modifications, and Lighting Wiring Alterations, we merge them into a single new Altered Indoor Lighting Systems.Since Option 2 and Option 3 are different compliance alternatives from Option 1, we align Option 2 to require the same controls as Option 3. Multi level controls, daylighting controls, and demand responsive controls are not required for Options 2 and 3. All three option control requirements are in the updated Table 141.0-E.An important new limit of 5,000 sqft project is now imposed on Option 3. Projects complying using Option 3 cannot exceed this limit.  Continuing the effort to streamline compliances, 40% uniform lighting power reduction applies for all occupancies instead of the current 35%/50% split reduction depending on building types.



California Energy Commission 

Presenter
Presentation Notes
Continuing the effort to simplify the code, Table 141.0-E also was reworked. In this table, every control requirement is listed depending on which option a project chooses to comply with. We also combine control requirement columns for Options 2 and 3 since they are proposed to share the same requirements.
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How to submit written comments 

• We strongly encourage submitting written comments via e-file. 
Comments on the proposed 2019 Energy Code can be submitted to: 
https://efiling.energy.ca.gov/EComment/EComment.aspx?docketnumb
er=17-BSTD-02.  

• Comments on the proposed 2019 CALGreen can be submitted to: 
https://efiling.energy.ca.gov/EComment/EComment.aspx?docketnumb
er=17-BSTD-03. 

• Comments can also be submitted physically or by e-mail, here: 
California Energy Commission 

Dockets Office, MS-4 
Re:  Docket No. 17-BSTD-02 (for CALGreen, 03) 

1516 Ninth Street  
Sacramento, CA  95814-5512 

Docket@energy.ca.gov 

Presenter
Presentation Notes
We strongly encourage folks submitting comments to use our e-filing system: this is a fully automated system that ensures each comment is docketed into our proceeding.  If you need to submit information or documents via physical mail, the mailing address of our Dockets office is below.  Lastly, if for any reason the e-filing website is unavailable, you can submit comments to our Dockets office via e-mail.The final deadline for all written comments is March 5th by 5:00 PM.  It’s easy to remember: March 5, by 5.  Oral comments can also be made to the Commissioners at the Business Meeting where the adoption of the 2019 Standards is considered.  We’re going to repeat this after each Section, just in case anyone has tuned in just for that portion of the Workshop.  I’d like to now open the floor to public comments on this Subchapter.
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