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BACK UP GENERATOR

PRECAST CONCRETE SAND OIL 
/ WATER SEPARATOR. PROVIDE 
WITH (2) MANWAY ACCESS 
CHAMBERS COMPLETE WITH 
EXTENSION RINGS AND 
TRAFFIC RATED MANHOLE 
COVERS.

6,800 GALLON UL 2085 FUEL 
TANKS DOUBLE STEEL WALLS W/ 
CONCRETE WITHIN INTERSTITIAL 
SPACE AND BUILT-IN 
CONTINUOUS MONITORING FOR 
LEAKS. DIRECT FILL WITHIN 
ENCLOSURE COMPLETE 
OVERFILL PROTECTION AND 
INTEGRAL 10 GALLON 
CONTAINMENT BASIN FOR FILL 
CONNECTION.

STRUCTURAL 
MAT SLAB

REMOVABLE 
GALVANIZED 
STEEL GRATING

6" TALL 
HOUSEKEEPING 
PAD

TYP.

5' - 0"

CONCRETE PAVING

3' - 0"3' - 0"

GRADE

OVERHEAD 
CABLE BUS

4
' 
- 

7
"

PRIMARY AND REDUNDANT 
MANUALLY OPERATED SUMP 
PUMPS ON EMERGENCY 
POWER SUPPLY FOR USE TO 
DRAIN DEPRESSED SLAB AREA. 
DISCHARGE PIPED TO 1500 
GALLON CAPACITY SAND OIL / 
WATER SEPARATOR

CONCRETE 
STEM WALL

OIL SHEEN LINE PIPED 
BETWEEN UNITS & MOUNTED 
ON THE WALL

GRAVITY EMERGENCY 
OVERFLOW 3' FROM BOTTOM

PUMP OUTLET TO SEPARATOR IN 
CASE OF OIL SHEEN

PUMP SURFACE OUTLET TO 
DRIVE AISLES

NORTH

0' 4' 8' 16'2'

3/32" = 1'-0"
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