










Hydrogen Energy California (HECA)
Kern County, California

 FIGURE 2-45

PRELIMINARY STORM WATER DRAINAGE PLAN
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Source:
Fluor; HECA-SCS, 2012 AFC Update; Preliminary Storm Water Drainage Plan;
Drawing No: A4UV-000-10-SK-0002, Rev. D (4/11/12)
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NOTE= 
1. WHERE DISTANCES ARE PROHIBITIVE FOR GRAVITY FLOW, 

SUMPS AND PUMPS WIUL BE USED TO CONVEY RUNOFF 
TO THE APPROPRIATE DRAINAGE FACILITY FOR WATER 
TREATMENT OR RETENTION. 

2. COLLECTION SUMPS FOR SETTLEMENT OF SOLIDS AND 
REUSE OF CLARIFIED WATER WILL BE PROVIDED AT 
SOLIDS HANDLING FACILrllES AT VARIOUS LOCATIONS. 

3. UNCONTAMINATED RUN-OFF FROM UNDEVELOPED AREAS WITHIN 
THE PROJECT SITE AND OUTSIDE THE MAIN PLANT AREA AS WELL 
AS TEMPORARY USE AREAS WILL DRAIN BY SHEET FLOW TO 
DITCHES LOCATED ALONG AREA BOUNDARIES AND PLANT ROADS. 
CULVERTS WILL CONVEY FLOW UNDERNEATH PLANT ROADS AT 
CROSSING POINTS. RUNOFF COLLECTED IN THIS SYSTEM WILL 
DISCHARGE TO CLEAN STORM WATER RETENTION BASINS. 
EXISTING DRAINAGE PATTERNS OUTSIDE THE PROJECT SITE WILL 
REMAIN UNDISTURBED. EXCESS OFFSrTE RUNOFF WILL FOULOW 
EXISTING DRAINAGE PATTERNS TO CONVEY FLOW AROUND THE 
srrE. EXISTING DRAINAGE DITCHES LOCATED AT THE SITE PROPER) 
BOUNDARY WILL BE IMPROVED WHERE NECESSARY. 
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Hydrogen Energy California (HECA)
Kern County, California

 FIGURE 2-46

CONTROL SYSTEM BLOCK DIAGRAM
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Source:
Fluor; HECA-SCS, 2012 AFC Update; Control System Block Diagram;
Drawing No: A4UV-000-70-DG-0001, Rev. 0 (2/14/12)
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Hydrogen Energy California (HECA)
Kern County, California

 FIGURE 2-47

PRELIMINARY EMISSIONS SOURCES PLOT PLAN
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Source:
Fluor; HECA-SCS, 2012 AFC Update; Preliminary Emissions Sources Plot Plan;
Drawing No: A4UV-000-50-SK-0002, Rev. E (4/04/12)
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t F ROCESS WATER 

,;, 'SECURITY FENCE 

~~GEN CY EGRESS _JI I I 

DWA #20001: (CALCULATED) NORTHING EASTING 

STATE PLANE COORD. 2312983.492 6151072.772 

NAD83 ZONE V (U.S. FEET) 

LATITUDE: 35"20'25.11200" LONGITUDE: 119"22'36.21665" 

LATITUDE: 35.340309" LONGITUDE: 119.37672" 

Pl ANI COOBIJNAIF MID MD IN M'llES 
f-- < 

PREVAILING j ~ ~
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1. PLANT COORDINATES IN FEET EQUATE TO E. '51XXXXX AND N. 2MYrN 
OF" CAUFORNIA STATE PLANE COORDIIIM.TE SYSTEM (NAO 8J ZONE V.) 

WIND ~ g 2. PLANT El...f.VATION 100.00' EQUATE TO ~• N!JOlf. MSL (flM.VDM.) 
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i~ 
J. ACCURACY /TOLERANCE OF EMISSION POINT{S) COOROINi\TES 

ARE WITHIN A SO FOOT RADIUS OF' SOURCE POINT NOTED. 

4-. LOCATK>N Of EMISSION POINTS ARE SUBJECT TO COMPLETION 
OF DEl'AILED DESIGN B'I' UCENSORS AND EQUIPMENT SUPPLIERS. 

5. SEE SHEETS 2 THROUGH 9 FOR INFORMATION ON COMPOSITION 
AND FUlW RATE FROM EACH SOURCE. 

S. EMISSION POINT IS SHOWN FOR INFORIMTION ONLY. ZERO 
EMISSIONS ARE EXPECTED DURING STEADY STATE OPERATION. 

fB EMl~O~S SO!lBCES 
SOURCE ~ .... , .. 

ASU COOLING TOWER 48053'--0" 9557'-8" ,.. 
POWER BLOCK COOUNG TOWER 4n:n·-o· 8813'-o· ,,. 
PROCESS COOLING TOWER 48460'-o· as13•-o· ,,. 
EMERGENCY ENGIJIES (GENERATORS) 47067'--s· 9884'-o· 20' 

HRSG STACK 46924'-o· 10035•-o· 213' 

EMERGENCY ENGINE (FIRE WATER PUMP) 46789'-o· 9348'-o· 20' 

NJXIL.IARY BOILER (NOTE 8) 48924'-o• 9730'-o• 80' 

TAIL GAS THERMAL. OXIDIZER •n13•-1· 10681'-o· 185' 

CO2 VENT (NOTE 6) 47501•-o· 10208'-o· 200' 

SRU FIARE 472e7'-o· 11147'-o· 250' 

GASIFICATION FLARE 47287'-o· 111!5tt-o· 200' 

RECTISOL Fl.ARE 47610'-o· 11153•-o· 250' 

FEEDSTOCK DRYER 47140•--3• 1001J'-J· ,,.. 
UREA PLANT HP ABSORBER 478!50'-o· gse1·-o· 1,0' 

UREA PLANT LP ABSORBER 47802'-o· 9575•-o· 50' 

UREA PASTIUATION VENT 49075•-o· 9521•-o· 50' 

FEEDSTOCK RAIL UNl..lW)ING VENT 49035•-o· 9804'-o· ,O' 

FEEDSTOCK TRANSFER TOWER 48726'-o· 10805'-o· 100' 

FEEDSTOCK CRUSHER VENT 47208'-o· ,oeos·-o· 100' 

FEEDSTOCK TRUCK UNI..O\DING VENT 506J1'--0· ga10·-o· 00' 

FEEDSTOCK TRANSFER TOWER B 49833'-o· 9806'-o· 100' 

UREA LOADING VENT 1 48a02'-0· lil&s1·-o· ,O' 

UREA LOADING VENT 2 48942'--o· 9687'-o· ,o' 

GASIFICATION SOLIDS P.-D 47323•-1· 9868'-r N/A 

NITRIC ACID ABSORBER VENT 4n97•-o· 9373•-o· .... 
AMMONIUM NITRATE SCRUBBER VENT 4ne1·--o· 9392•-o· 40' 

GASIFICATION SOLIDS 'TRANSFER TOWER 47322•-2· 9929•-4• ,O' 

GASIFICA.TION SOLIDS l..lW)ING VENT 48932'-8· lillil28'-6· ,O' 

URD. BUCKEi' ELEVA.TOR 48196'--o• 9-485'-o• 50' 

UREA TRANSFER TOWER 1 48370'-o· 9574•-o· 100' 

UR:D. TRANSFER: TOWER 2 48580'-o· 9574'-o· 100' 

URD. TRANSFER TOWER 3 48370'-o· 9354•-o· 100' 

URD. TRANSFER: TOWER 4 48580'-o· 9354•-o· 100' 

UR:D. TRANSFER: TOWER 5 48875'-o· 9469'-o· 100' 

AMMONIA UNIT STARTUP HEATER 47495•-o· 9500•-o· 80' 

YUJB SIBIICDIBES/ EAIHPYEHI AND P.NKS 

DESCRIPTION 

A ASU MAIN AIR COMPRESSOR ENCLOSURE 

LIQUID OXYGEN STORAGE: (LOX) TANK 

AIR SEPARAllON COWMN CAN 20D 

F FEEDSTOCK BARN 100 

G GASIFICATION STRUCTURE ,.. 
0 COMBUSTION nJRBINE GENERATOR STRUCRJRE 5D 

HEAT RECOVERY STEAM GENERATOR STRLICnJRE .. 
FLARE K.O. DRUMS (01Y 3) 

POWER DISTRIBUTION CENTERS 

AGR ME1lW«JI... WASH COWMN 2'5 

T AGR REFRIGERATDI cotiFRESSOR STRUCTURE 40 

RAW WATER TANK 100'DIA X 48'H 

TREATED WATER TANK 95'DIA. X 40'H 

PURIFIED WATER TANK 75'DIA. X 48'H 

Bt.CKWASH TANK ~'DIA X 48'H 

UTIUTY WATER TANK 50'DIA. X 32'H 

DEMINERA.I.IZED WATER STORAGE TANK 52'DIA. X 40'H 

FIREWATER STORAGE TANK 110'DIA X 48'H 

UREA STORAGE ( 4 DOMES) 182'DIA X 70'H 

Z METHANOL. STORAGE: TANK 40'DIA. X 40'H 

AMMONIA. STORAGE (2 TANKS) 90'01A. X 70'H 

UAN STORAGE (3 TANKS) 120'01A X 48'H 

UREA REa.AIM L..Ot.OOUT BUILDING 

SUL.FUR STORAGE TANK 30'DIA. X 24'H 

o 100' 200' <00' BOO' 1000' 

URS 



Hydrogen Energy California (HECA)
Kern County, California

 FIGURE 2-48

OVERALL BLOCK FLOW DIAGRAM
WITH EMISSION SOURCES
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Source:
Fluor; HECA-SCS, 2012 AFC Update; Overall Block Flow Diagram With Emission Sources;
Drawing No: A4UV-000-25-BFD-0002, Rev. 1 (3/29/12)
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Hydrogen Energy California (HECA)
Kern County, California

 FIGURE 2-49

PRELIMINARY PAVING PLAN
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Source:
Fluor; HECA-SCS, 2012 AFC Update; Preliminary Paving Plan;
Drawing No: A4UV-000-10-SK-0003, Rev. C (4/11/12)
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I - - - ~ ~t-t---~V 

0 
STORM 
ER 
ENTION @] 

METHANO 
STORAGE 

T l 1 1 SITI SECURITY FENCE l I I T 

POTABLE 
WATER 

N12900 

TRANSMISSION LINES TO 
PG&E SWITCHING STATION 

N.11900 

POTABLE WATER 
METERING 

RD. 

N00900 

N08900 

LEGEND 
D 
DJ 
~ 

ll;Hll 

TOP 

B~M 

ASPHALT CONCRETE PAVEMENT 

CONCRETE PAVEMENT 

CRUSHED ROCK SURFACING 

IMPERMEABLE LINER 

EARTHEN BERM 

NOTE= 
1. PAVING SYMBOLOGY SHOWN DEPICTS PROPOSED 

SURFACE TREATMENT FOR DELINEATED AREA. 

2. PAVED DRIVEWAYS, WALKWAYS AND CRANE ACCESS 
LOCATIONS WILL BE PROVIDED TO SUPPORT PLANT 
OPERATIONS AND MAINTENANCE. THESE FEATURES WILL 
BE IDENTIFIED AND SIZED DURING SUBSEQUENT DESIGN 
AND WILL BE DETAILED ON THE APPROPRIATE 
CIVIL/STRUCTURAL ENGINEERING DRAWINGS. 
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 FIGURE 2-50

PRELIMINARY GRADING PLAN
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Source:
Fluor; HECA-SCS, 2012 AFC Update; Preliminary Grading Plan;
Drawing No: A4UV-000-10-SK-0001, Rev. C (4/11/12)
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!EL 288.5! H.P. GRADE ELEVATION 
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UNSUITABLE MATERL.\L FROM CLEAR & GRUB 

EXCAVATED FILL MATERIAL 

4249 SURVEY MONUMENT POINT NUMBER 

EARTHWORK VOLUME 
EXCAVATION• I IMPORT' 
850,000 CY I 500,000 CY 

• SEE NOTES 

NOTE= 
1. EARTHWORK QUANTITIES ARE APPROXIMATE AND ARE 
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3. Section 3 Facility Closure 

Facility closure of the Project can be either temporary or permanent.  Facility closure will 
include plans for all structures on the 453 surface acres, underground objects, and associated 
linear facilities such as transmission lines, pipelines, and the railroad spur associated with 
Alternative 1. 

Facility closure can result from two circumstances:  (1) the Project is closed suddenly or 
unexpectedly due to unplanned circumstances, such as a natural disaster or other unplanned 
event; or (2) the Project is closed in a planned, orderly manner, such as at the end of its useful 
economic or mechanical life or due to gradual obsolescence.  Temporary and permanent closure 
processes are discussed in the following sections. 

3.1 TEMPORARY CLOSURE 

Temporary or unplanned closure can result from a variety of unforeseen circumstances ranging 
from natural disaster to economic forces.  For a short-term unplanned closure, the Project will be 
kept as is, ready to resume operating when the unplanned closure event is resolved or ceases to 
restrict operations. 

Depending on the expected duration of the shut-down, chemicals may need to be drained from 
storage tanks and other equipment in accordance with prudent safety practices.  The Project will 
develop a site-specific Emergency Action Plan/Emergency Response Plan, as described in 
Section 5.7, Worker Safety and Health.  Premature closure or unexpected cessation of plant 
operations will be outlined in the Project’s closure plan.  The plan will outline steps to secure 
hazardous and non-hazardous materials and wastes.  Such steps will be consistent with best 
management practices and the Hazardous Materials Business Plan (HMBP) described in 
Section 5.12, Hazardous Materials Handling.  All waste (hazardous and non-hazardous) will be 
disposed of according to the laws, ordinances, regulations, and standards (LORS) that are in 
effect at the time of the closure.  Additionally, appropriate notification will be made to 
authorities and the public.  Additional details regarding the management and disposition of 
hazardous and non-hazardous wastes are provided in Section 5.13, Waste Management.  Project 
Site security will be retained so that the Project Site will remain secure from trespassers.  With 
the implementation of these measures, impacts related to a temporary plant closure will be less 
than significant. 

3.2 PERMANENT CLOSURE 

The design life of the Project is 25 years.  However, if the Project is economically viable at the 
end of the 25-year operating period, it could continue to operate for a longer period of time.  As 
Integrated Gasification Combined Cycle projects continue to upgrade their generation equipment 
and maintain the equipment to industry standards, there is every expectation that the Project will 
have value beyond its planned life.  However, it is also possible that the Project could become 
economically non-competitive before 25 years has transpired, forcing early decommissioning.  
Whether or not the Project is closed before or after 25 years, procedures set forth in a 
decommissioning plan will be implemented.  The decommissioning plan to be prepared is 
described below. 
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To protect public health, safety, and the environment, the decommissioning plan will be 
submitted to the California Energy Commission (CEC) for review prior to commencement of 
permanent closure measures.  Such measures may range from extensive mothballing to removal 
of all equipment and appurtenances, depending on circumstances at the time.  However, future 
conditions that will affect decommissioning decisions are largely unknown at this time.  It is 
therefore appropriate to present decommissioning details to the CEC and other jurisdictional 
agencies when more information is available and the time for permanent closure has drawn 
closer.  With the implementation of the closure mitigation measures below, impacts related to 
permanent facility closure will be less than significant. 

Closure Mitigation 

At the time of Project closure, decommissioning will be completed in a manner that protects the 
health and safety of the public and workforce and that will have no significant environmental 
impacts.  One year prior to a planned closure, HECA LLC will submit a specific 
decommissioning plan that will include the following: 

 Identification, discussion, and scheduling of the proposed decommissioning activities of the 
Project with the CEC and other appropriate regulatory agencies. 

 Description of the measures to be taken that will ensure the safe shut-down and 
decommissioning of all equipment, including the draining and cleaning of all tankage and the 
removal of any hazardous materials or waste, inactive feedstock storage, etc. 

 Identification of all applicable LORS in effect at the time and how the specific 
decommissioning will be accomplished in accordance with LORS. 

 Required notifications to federal, state, and local agencies, including the CEC. 

 Consideration of reuse of the land as opposed to taking additional land for future industrial or 
commercial purposes.  Once land is used for industrial or commercial purposes, it rarely 
reverts back to its natural state.  If the Project Site is to return to its agricultural state, the 
specific decommissioning plan will include discussion covering the removal of all above-
ground and underground objects and material and an erosion control plan that is consistent 
with sound land management practices.  In general, the proposed decommissioning measures 
will attempt to maximize recycling of all facility components.  Unused chemicals and oils 
will be sold or shipped back to the suppliers where practicable.  Those not sold back will be 
collected and disposed of in appropriate landfills or waste collection facilities if they cannot 
be recycled.  Until decommissioning activities have been completed security for the Project 
Site will be maintained. 

In the event of an unplanned closure due to earthquake damage, natural disaster, or other 
circumstances, the Project owner will meet with the CEC and local agencies and submit a 
detailed decommissioning closure plan in a timely manner.  No decommissioning plan will be 
submitted for a temporary shut-down. 
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4. Section 4 Electrical Transmission 

4.1 PROJECT DESCRIPTION 

Hydrogen Energy California LLC (HECA LLC) is proposing an Integrated Gasification 
Combined Cycle (IGCC) polygeneration project (hereafter referred to as HECA or the Project).  
The Project intends to connect to the Pacific Gas and Electric Company (PG&E) Midway 
Substation via 230-kilovolt (kV) Midway–Wheeler Ridge transmission line and a new PG&E 
switching station.  The PG&E Midway–Wheeler Ridge lines were selected as the Project’s 
preferred interconnection point because of its proximity to the Project Site, accessibility, and to 
avoid the significant congestion at the Midway Substation identified in previous studies and 
reports.  Additional details pertaining to the Large-Generator Interconnection Procedure (LGIP) 
are included in Appendix C.  The new PG&E switching station will be approximately 2 miles 
east of the Project Site.  A 230-kV, single-pole, double-circuit capacity transmission line is 
planned to connect the Project to the PG&E switching station.  This line is to be constructed 
using a single-shaft, galvanized tubular-steel structure with a braced-post insulation system.  One 
circuit will be on each side of the structure.  Deadend and angle structures will be similar 
tubular-steel structures with horizontal davit arms to hold the conductors.  The line will 
incorporate two optical shield wires.  These will be used for both operational communications 
for the power line and for lightning shielding. 

4.2 ROUTE SELECTION 

The transmission line route between the Project Site and the new PG&E switching station to 
connect the Project with PG&E via the existing Midway–Wheeler Ridge 230 kV lines is shown 
on Figure 4-1, Route Alternatives. 

The transmission-line route leaves the Project Site east to Tupman Road, continuing north to 
near Adohr Road, then east to the new PG&E switching station near Elk Valley Road. 

Considerations for the selection of this route are listed below: 

 Feasibility of Land Acquisition.  This route involves a minimum number of landowners.  
Negotiations with them by the Project have been successful in gaining agreements for the 
transmission line rights-of-way. 

 Safety and Proximity to Potential Sensitive Receptors (i.e., residences, schools, daycare 
centers, etc.).  There are no residences or other occupied buildings along the entire route. 

 Overall Economic Feasibility.  Due to the close proximity of the interconnection point with 
the Project Site, the identified route provides the shortest and most direct transmission line 
available.  Options of interconnecting directly with the Midway Substation were reviewed; 
due to identified congestion in and around the substation, as well as the considerably longer 
line length, those options were eliminated. 

The Project will build the transmission line to result in a less-than-significant impact. 

Appendix C, Transmission Network Upgrade, describes the status of the Project’s 
Interconnection Study, currently ongoing with the California Independent System Operator 
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(CAISO), which is assessing the feasibility and associated impacts of providing the grid 
connection for the Project. 

4.3 STRUCTURE SELECTION 

4.3.1 General 

The type of transmission-line structure was selected based on aesthetics, economics, ease of 
construction, and to minimize the effect on the land for crop production after construction is 
complete.  The Project has selected the single-pole, tangent structure because this structure has 
less potential impact on the environment than the lattice steel tower structure. 

An example drawing of the single-pole, tangent structure is shown on Figure 4-2, Tangent 
Structure.  An example deadend structure is shown on Figure 4-3, Deadend Structure.  The 
single-pole, tangent structure with braced-post insulators is an attractive alternative to a lattice 
steel tower.  This pole design blends in with the surrounding area, as it is similar to an existing 
230-kV line near the Project Site. 

The single-pole, tangent structure is economical to fabricate, deliver, and erect.  Because it is 
built in two or three pieces, it can be delivered by truck.  Construction requires only one 
foundation, unlike a lattice structure.  A lattice structure also has many small pieces that must be 
fabricated individually and then assembled at the site.  This is further discussed in Section 4.7, 
Comparison of Tubular Structures and Lattice Towers. 

The single-pole, tangent structures, once erected, take up less ground area at the base of each 
pole.  The single-pole structure requires approximately a 6- to 8-foot-diameter area at the base; 
whereas a four-legged lattice structure may require a 25- or 30-foot-square area.  The space 
within the lattice structure, between the legs, is not usable for crop production. 

4.3.2 Structure Weights and Dimensions 

Table 4-1, Tangent Structure, shows the approximate height and weight for a typical tangent 
structure used on this Project.  Table 4-2, Deadend Structure, shows the height and weight for a 
deadend structure. 

4.4 CONDUCTOR SELECTION 

4.4.1 Introduction 

The conductor selected for the preliminary design is 1,272-thousand-circular-mil (kcmil) 
aluminum conductor steel-reinforced stranding (ACSR).  This conductor is also referred to as 
Bittern ACSR.  The ACSR class of conductor has been in use since the 1930s.  The overall 
diameter of the conductor is approximately 1.35inches. 

The selection of this conductor considered several factors, including ampacity, weight, strength, 
sag, cost, application, and consistency with the Project objectives.  Bittern ACSR was selected 
based on these factors.  Other conductor types considered included aluminum-steel–supported 
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conductor with trapezoidal stranding for the aluminum strands (ACSS), and aluminum conductor 
composite core (ACCC) conductor family.  ACCC conductors have an outer layer of annealed 
trapezoidal strands and an inner layer consisting of polymer-bound carbon fibers encased in a 
fiberglass tube.  No steel is used.  The cost of ACCC is about three times the cost of ACSR.  
With no significant advantages of ACCC or ACSS over ACSR, the widely used Bittern ACSR 
conductor type was selected. 

4.4.2 Sag and Tension Table 

The sag and tension table for the Bittern conductor is shown on Figure 4-4, Sag and Tension 
Data – Bittern. 

4.4.3 Conductor Electrical and Mechanical Characteristics 

The conductor characteristics are described in Table 4-3, Characteristics of Bittern ACSR. 

4.5 OPTICAL GROUND WIRE 

4.5.1 Optical Ground Wire Selection 

Currently, two optical ground wires (OPGW) are planned.  The OPGW conductor selected is an 
outer layer of alternating aluminum-clad steel and aluminum wire strands, an aluminum pipe and 
stainless-steel tube under the outer layer, and 48 strands of single-mode optical fiber inside the 
stainless tube.  The OPGW has the characteristics as shown in Table 4-4, Characteristics of the 
Optical Ground Wire. 

The sag and tension table for the OPGW is shown on Figure 4-5, Sag and Tension Data – 
GW4810. 

The OPGW positioning will be designed to provide 30-degree shielding for lightning protection 
of the transmission conductors. 

4.6 INSULATOR SELECTION 

The insulator configuration for the tangent structures is a braced post insulator assembly.  The 
braced-post assembly consists of a horizontal post insulator with an additional insulator extending 
from the end of the horizontal post insulator up at an angle to the pole.  This type of insulation 
system was selected based on aesthetics to match a similar line in the area of the proposed line.  It 
was also selected to meet the electrical insulation characteristics and mechanical strength 
requirements necessary to support the selected conductor.  This insulation system allows for an 
attractive, economical, and compact design.  These insulators are available from at least three 
suppliers.  A drawing of a typical braced-post insulator assembly is shown on Figure 4-6, 
Rodurflex Insulating Crossarm.  The corresponding combined-loading chart is shown on 
Figure 4-7, Combined-Load Chart. 
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4.7 COMPARISON OF TUBULAR STRUCTURES AND LATTICE TOWERS 

4.7.1 Lattice Structures 

Single-pole, tangent structures (fabricated from steel) and lattice steel towers are both commonly 
used for transmission line supporting structures.  The lattice steel towers have been around for 
many years and have been used for lines from 35 kV through 765 kV.  Steel poles have gained 
popularity more recently and are generally used for 15 kV to 345 kV lines.  The lattice structure 
has been used where larger loads, more line-to-ground clearance, or longer spans are desired.  
Lattice structures tend to be more economical when larger and taller structures are required.  
Lattice structures tend to be used in rural or open, unpopulated areas where spans can be 
lengthened.  Towers come in many small pieces.  Each of the many pieces must be separately 
manufactured.  At each site, each piece must be tracked, accounted for, and assembled into the 
finished tower.  The tower legs take up much more space than the tapered pole, and the space 
within the legs typically cannot be used for crop production. 

4.7.2 Tangent Structures 

The Project intends to use single-pole, tangent structures for the transmission towers for the reasons 
listed below.  Single-pole, tangent structures—also known as tapered-steel-pole structures—present a 
much cleaner appearance than the lattice-type structures.  The most common finish on steel poles is 
simply bare galvanizing.  The galvanizing on the pole, although initially appearing as a bright, shiny 
surface, will rapidly fade to a dull gray appearance.  Allowing the steel to oxidize can also be used as 
a method to blend the pole structure into the surrounding features while, at the same time, the 
oxidation protects the steel from corrosion.  Steel-pole structures have been largely accepted by the 
public as being more aesthetically pleasing than the lattice-type structures.  However, the public is 
more accepting of the same type of structures being used on the same right-of-way (ROW).  The 
mixing of steel poles and lattice structures causes a perceived visual conflict.  The pole structure 
tends to accent the size and complexity of the adjacent lattice structure, and the presence of the lattice 
structures detract from the simplicity of the steel-pole structure. 

A subjective comparison of various features of the lattice and tubular-steel structures is shown in 
Table 4-5, Comparison of Lattice and Tubular Steel Structures. 

4.8 CONSTRUCTION METHODS AND IMPACTS 

4.8.1 Construction Methods 

Construction of the line will require installing approximately 26 (15 off site and 11 on site) 
tubular-steel transmission structures and the supporting foundations.  Construction will also 
involve stringing the conductor and OPGW.  After the line is completed, regular preventive 
maintenance and inspections will be required.  An occasional unscheduled repair may also be 
required. 

The line will be built using conventional methods with off-road heavy equipment.  The heavy 
equipment will include truck-mounted foundation-hole drilling equipment, dump trucks, flat-bed 
tractor-trailer units to bring in reinforcing cages and other supplies, concrete trucks, and 
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concrete-pumping trucks.  Truck-mounted mobile cranes will be required to set the structures.  
Smaller support vehicles such as pickups and other service vehicles will also be required.  
Medium-sized earth-moving equipment will be needed to load surplus spoil material for removal 
from the site.  Specialized truck-mounted equipment will be used for pulling in and sagging the 
conductors and shield wires. 

Temporary primitive roads will need to be constructed within the transmission line ROW, except 
where the line runs parallel to existing roads.  A small area around each structure site will need 
to be disturbed temporarily during the construction period.  Diagrams of the construction sites at 
each structure, wire stringing (pulling) sites, and other temporary construction areas can be better 
defined once a final route option and preliminary line design is available.  The approximate area 
that may be temporarily disturbed is quantified in Section 4.8.3.  Roadway matting may be used 
on the road and around the area of each structure to minimize the effects of the construction 
vehicles and the construction activity.  The construction is likely to impact the crop production 
for a relatively short period of time.  Because the time to construct the entire transmission line is 
estimated to be approximately 3 months, crop production may be impacted intermittently during 
this time. 

After construction has been completed, the line will require a minimal amount of maintenance.  
Most of the maintenance will be routine and can be scheduled during periods when damage to 
the crops and the land can be minimized.  Maintenance activities can be planned to occur during 
the dryer periods of the year to minimize soil and crop damage.  Again, roadway matting may be 
used to reduce crop and soil damage, if necessary. 

When construction and maintenance activities have been completed, any soil and crop damage 
can be repaired by tilling to loosen the soil and then replanting. 

4.8.2 Permanent Right-of-Way 

A typical 230-kV transmission line ROW for this type of line is 100 feet wide, 50 feet on each 
side.  A 100-foot-wide ROW is assumed for the Project design.  The total acreage for this ROW 
would be approximately 25.5 acres, based on a 2.1-mile total line route; however, the permanent 
disturbance would be comprised only of the poles. 

A 6-foot-diameter area will be needed permanently at the base of each structure.  Assuming 
26 structures, (15 off site and 11 on site), the total area affected will be only about 745 square 
feet total (424 square feet off site [0.01 acre] and 311 square feet on site). 

4.8.3 Land Disturbance during Construction 

During construction, an up-to-25-foot-diameter area around each structure will be required to 
install the structure foundation and to set the structure.  Assuming 15 structures off site (26 total), 
the off-site area disturbed for this activity will be approximately 3.8 acres. 

In addition to the area above, construction vehicles will need to drive the ROW for construction.  
This will require a total area of approximately 6.4 acres, assuming a 25-foot-wide temporary 
roadway along the entire line, based on a 2.1-mile line route.  Part of the line may be adjacent to 
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existing roadways.  In these areas, it is possible that no temporary roadway will be required.  
This will reduce the total acreage required for roadway stated above. 

Potential impacts associated with the construction and maintenance of the transmission line are 
addressed by discipline (e.g., biological, cultural, visual) in the respective sections of this AFC 
Amendment. 

4.9 ELECTRIC AND MAGNETIC EFFECTS 

4.9.1 Introduction 

The electric and magnetic effects studied included audible noise, electric fields, magnetic fields, 
and radio influence. 

Audible noise and radio influence are effects caused by corona.  Corona is a luminous discharge 
caused by ionization of the air surrounding an energized conductor, conductor fittings, and 
connectors.  These discharges are caused by the voltage gradient at the discharge points 
exceeding a certain critical value. 

Corona discharges are affected by altitude, humidity, weather, line voltage, conductor 
irregularities on the surfaces of the conductors, and the shape of and irregularities on conductor 
fittings and connectors.  The configuration and spacing of the line conductors also has an effect. 

Corona effects can be controlled by carefully selecting line conductors and other components for 
the Project during the detailed design process.  Also, corona discharges can be controlled by 
carefully handling the conductor to prevent damage and surface irregularities.  Care should also 
be taken to make sure that unprotected sharp edges such as conductor ends are not left after the 
construction is complete. 

The most effective approach that can be used during the preliminary design to minimize corona 
effects is to select an appropriate conductor.  For this preliminary design, a conductor with a 
diameter of approximately 1.35 inches was selected.  For 230 kV, at the altitude of this Project 
(less than 500 feet), the minimum conductor diameter considered appropriate is approximately 
1.11 inches.  Audible noise is the crackling sound that a person hears when standing under or 
near a transmission line.  This noise will vary in amplitude (intensity) and will lessen with the 
observer’s increased distance from the line.  The amplitude will also vary, increasing during 
periods of high humidity in the air and precipitation, including rain, sleet, and snow.  Again, the 
noise will decrease as the observer moves away from the line. 

Radio influence is the buzzing and crackling one might hear coming from the speaker of an 
amplitude modulation (AM) broadcast receiver.  The influence is typically observed when 
listening to an AM broadcast band receiver near a transmission line.  Nearby amateur radio 
stations using AM signal receivers may possibly also experience, to a lesser extent, the radio 
influence from the line.  Amateur radio stations typically use higher frequencies.  The radio 
influence is attenuated more quickly as the received frequency and distance from the 
transmission line is increased.  Frequency modulation (FM) modulated signals, unless very 
weak, will not be affected by the line.  With the advent of, and increased use of, new 
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technologies such as digital radio, digital television, satellite radio, and MP3 players, the 
significance of the radio influence has greatly diminished. 

The U.S. Federal Communications Commission, in the Code of Federal Regulations (CFR) 47, 
Part 15, designates electrical lines as incidental emitters of radio frequency signals.  These 
emitters must not interfere with licensed communications services that are operating in their 
designated service area.  Should interference occur, the emitting source is responsible for 
mitigating the interference.  In general, interference from transmission lines in lightly populated 
areas has not proven to be a significant issue. 

Electric and magnetic fields are produced during the operation of a transmission line.  These 
fields are not heard as audible or radio noise.  However, the electric and magnetic fields may be 
experienced in other ways.  For example, a person may experience a tingling of the skin or a 
frizzing of the hair when near a transmission line.  A person entering or exiting a vehicle parked 
under a transmission line may experience a noticeable but innocuous shock as the person touches 
the vehicle.  Voltages can be induced into fences, railroad tracks, waterlines, etc., which are of 
concern but can be mitigated successfully. 

An alternating electric field is generated by the voltage on the energized conductors of the 
transmission line.  Because this line is a double-circuit line, there are six conductors, one for 
each phase of a three-phase circuit, and two circuits.  Conductors at the top of the structure are 
also used for lightning protection and communications.  These conductors are not energized and 
are not considered in the electric field calculations. 

The electric field near the ground produced by the transmission line is influenced by the voltage 
of the line, the number and configuration of the conductors in relationship to each other and the 
ground, and the electrical phasing of the conductors in one circuit compared to the other circuit.  
The electric field strength will be different if one or two circuits are energized. 

An alternating magnetic field is generated by the current flowing in the energized conductors of 
the transmission line.  The magnetic field is influenced by the current flowing in the line, as well 
as the other factors mentioned in the electric field paragraph above.  The line voltage is not a 
direct factor for the magnetic field.  The magnetic field strength will be different if one or two 
circuits are energized and loaded. 

4.9.2 Mitigation of Electric and Magnetic Effects 

The State of California requires no-cost or low-cost mitigation of the effects of transmission 
lines.  In the case of electric and magnetic effects, mitigation was performed in two basic ways.  
First, because the power flows of the two circuits are in opposite directions, the same top-to-
bottom phasing arrangement of the conductors leads to the lowest magnetic fields.  The phasing 
of the conductors for each circuit in relationship to the other circuit is shown in the assumptions 
table, Table 4-6, Conductor Geometry.  The phasing arrangement shown has the effect of 
lowering the magnetic fields while increasing the electric field, audible noise and radio influence 
levels.  So, one must decide which of the conditions are most important and merit being reduced. 
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Another way the preliminary design has attempted to lower the electric and magnetic field levels 
is to move the conductors away from the observer.  This is accomplished when additional 
clearance above that which is required is provided.  The California General Order 95 (GO-95) 
requires a minimum conductor clearance to ground of 30 feet for a 230-kV line.  The preliminary 
line design calls for a clearance of 40 feet for a 700-foot span.  The additional clearance is also 
included to make it more difficult for farm machinery and other farming operations to contact or 
to come close to the conductors. 

4.9.3 Assumptions for Electrical and Magnetic Effects Calculations 

Several assumptions must be made to predict the levels for each of the electric and magnetic 
effects.  These assumptions are described below. 

Table 4-6, Conductor Geometry, describes the configuration, geometry, and phasing of the 
conductors on the transmission line. 

Only the potential electric and magnetic effects of the subject transmission line are considered in 
this analysis.  The existing electric and magnetic fields (EMFs) at the Project Site boundary were 
assumed to be zero, because the Project Site is in a rural undeveloped area without facilities in 
close proximity that might emit such EMFs. 

A diagram for this geometry is shown on Figure 4-8, Conductor Location Diagram. 

The audible noise calculations assume an L50 rain condition, which is not a heavy rain but a 
moderate, steady rain.  The audible noise calculation assumes a system voltage of 242 kV, which 
is 105 percent of the nominal 230-kV system voltage.  The calculations also assume an altitude 
of 500 feet or less for the Project.  Calculations are made for 5 feet above ground, which 
corresponds to the approximate height of a human ear.  This is also the typical elevation used for 
the sensor for a measuring instrument.  The calculations have been run for two conditions:  when 
one circuit is in service and when both circuits are in service. 

Similarly, the electric field calculations assume a system voltage of 242 kV and a Project altitude 
of less than 500 feet.  The calculation assumes a height of 3.28 feet above the ground.  
Calculations for one circuit in service and two circuits in service were performed. 

The magnetic field calculations were performed using the maximum current available based on 
the net output of the facility.  Using the plant’s net capacity of 300 megawatts (MW) and a 
power factor of 0.90, the maximum line current is calculated as 837 amps.  Two calculations 
were performed, one with both transmission line circuits in service, and one calculation with 
only one generator circuit in service.  With only one generator line in service, 837 amps will 
flow in one line and the other line will have no current flow.  The Project expects operation with 
both circuits in service.  The condition where only one circuit would be in service would be rare 
and would occur for a relatively short period of time.  The magnetic field calculations assume an 
observer height of 3.28 feet above the ground. 

The radio influence calculations were performed assuming a system voltage of 242 kV and a 
Project altitude of 500 feet or less.  The calculations assume an observer height of 3.28 feet 

URS 



SECTIONFOUR Electrical Transmission 

R:\12 HECA\AFC Amd\4_0 Elec Trans.docx 4-9 

above the ground.  The calculations were conducted at a frequency of 1,000 kilohertz, which is 
the approximate center of the AM broadcast band in the United States. 

4.9.4 Results 

The results shown below are for values at the edge of the ROW, which is assumed to be 50 feet 
from the centerline.  Two cases are depicted:  first with only the HECA Export Circuit energized 
and loaded, with the air separation unit (ASU) circuit de-energized and not loaded; second with 
both HECA and ASU circuits energized and loaded to their maximum planned values, 300 MW 
and 100 MW, respectively. 

Table 4-7, Audible Noise Levels, shows the audible noise levels for the line at the edge of the 
ROW.  A graph of the audible noise levels is shown on Figure 4-9, Audible Noise. 

Table 4-8, Electric Fields, shows the electric field levels for the line at the edge of the ROW.  A 
graph of electric field levels is shown on Figure 4-10, Electric Field. 

Table 4-9, Magnetic Fields, shows the magnetic field levels for the line at the edge of the ROW.  
A graph of the magnetic field levels is shown on Figure 4-11, Magnetic Field. 

Table 4-10, Radio Influence, shows the radio influence levels for the line at the edge of the 
ROW.  A graph of the radio influence levels is shown on Figure 4-12, Radio Influence. 

The Project will not cause any significant human health impacts related to EMF exposure.  No 
state standards exist for EMF exposure, and available evidence has not established a link 
between EMF exposure and significant health impacts.  Long-term residential EMF exposure 
from the proposed Project lines will be reduced with the implementation of design and 
management measures recommended by the California Public Utilities Commission (CPUC) to 
reduce EMF exposure.  On-site worker or public exposure will be short term and at levels 
expected for lines of similar design and current-carrying capacity, which does not pose a 
significant human health hazard.  As a result, impacts related to EMF exposure will be less than 
significant. 

4.10 AVIATION SAFETY 

Federal Aviation Administration (FAA) Regulations, Title 14 CFR, Part 77, establishes standards 
for determining obstructions in navigable airspace in the vicinity of airports that are available for 
public use and are listed in the Airport/Facility Directory.  These regulations set forth 
requirements for notification of proposed obstruction that extends above the earth’s surface.  
FAA notification is required for any potential obstruction structure erected over 200 feet in 
height above ground level.  Notification is required if the obstruction is greater than specified 
heights and falls within any restricted airspace in the approach to airports.  For airports with 
runways longer than 3,200 feet, the restricted space extends 20,000 feet (3.3 nautical miles) from 
the runway, with no obstruction greater than a 100:1 ratio of the distance from the runway.  For 
airports with runways measuring 3,200 feet or less, the restricted space extends 10,000 feet 
(1.7 nautical miles) with a 50:1 ratio of the distance from the runway.  For heliports, the 
restricted space extends 5,000 feet (0.8 nautical mile) with a 25:1 ratio. 
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Buttonwillow Airport is the sole airport within the 20,000-foot restricted space.  It is 
approximately 3.5 miles southwest from the Midway Substation, and the runway length is 
3,260 feet.  Based on this information, notification will be required only if any structure for the 
transmission line exceeds approximately 160 feet in height and is 3 miles from the Buttonwillow 
Airport.  As shown on Figure 4-3, the maximum height of the proposed deadend structure is 
expected to be 115 feet; therefore, the transmission-line structures will not exceed a height of 
160 feet. 

After the Buttonwillow Airport, the next three airports closest to the Project are the Ford City, 
Bakersfield, and Gottlieb airports.  The Ford City Airport is located approximately 14 miles 
south of Tupman; the Bakersfield Airport is located approximately 22 miles east of Tupman; and 
the Gottlieb Airport (private) is located approximately 14 miles east of Buttonwillow.  None of 
these airports is close enough to pose any height notification issues.  As a result, impacts related 
to aviation safety will not be significant. 

4.11 ENVIRONMENTAL CONSEQUENCES 

The Project transmission line will not result in significant environmental impacts.  The Project 
transmission line and related facilities are not close enough to an airport to pose an aviation 
hazard according to current FAA criteria.  The potential for nuisance shocks will be minimized 
through grounding the Project’s support structures.  There are no permanently occupied 
buildings along the alignment.  EMF, audible noise, and radio influence will be mitigated by 
constructing the line at least 75 feet from existing occupied buildings and other field-reducing 
measures required by standard industry practices.  Industry standard approaches reasonably 
ensure that the Project’s lines will not have a significant environmental impact on public health 
and safety, nor cause any significant impacts related to radio/television communications 
interference, audible noise, fire hazards, nuisance, or hazardous shocks. 

With the implementation of recommended mitigation measures and best management and design 
practices, the Project will conform with all applicable LORS relating to Transmission Line 
Safety and Nuisance, and will not result in any significant impacts. 

4.12 APPLICABLE LAWS, ORDINANCES, REGULATIONS, AND STANDARDS 

This section provides a list of LORS that apply to the interconnecting transmission line and 
engineering.  The following compilation of LORS is in response to Section (h) of Appendix B 
attached to Article 6, of Chapter 6, of Title 20 of the California Code of Regulations (CCR).  
Inclusion of these data is further outlined in the California Energy Commission’s (CEC) 
publication entitled “Rules of Practice and Procedure & Power Plant Site Certification 
Regulations.” 

4.12.1 Design and Construction 

Table 4-11, Design and Construction LORS, lists the applicable LORS for the design and 
construction of the transmission line and substations. 
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4.12.2 Electric and Magnetic Fields 

The applicable LORS pertaining to electric and magnetic field interference are tabulated in 
Table 4-12, Electric and Magnetic Fields. 

4.12.3 Hazardous Shock 

Table 4-13, Hazardous Shock LORS, lists the LORS regarding hazardous shock protection for 
the Project. 

4.12.4 Communication Interference 

The applicable LORS pertaining to communication interference are tabulated in Table 4-14, 
Communications Interference LORS. 

4.12.5 Aviation Safety 

Table 4-15, Aviation Safety LORS, lists the aviation safety LORS that may apply to the 
construction and operation of the Project transmission line. 

4.12.6 Fire Hazard 

Table 4-16, Fire Hazard LORS, tabulates the LORS governing fire hazard protection for the 
Project transmission line. 

4.12.7 Project Transmission Line Jurisdiction 

Table 4-17, Jurisdiction, identifies national, state, and local agencies with jurisdiction to issue 
permits or approvals, conduct inspections, and/or enforce the above-referenced LORS.  
Table 4-17 also identifies the associated responsibilities of these agencies as they relate to the 
construction and operation of the Project transmission line. 

  

URS 



SECTIONFOUR Electrical Transmission 

 4-12 R:\12 HECA\AFC Amd\4_0 Elec Trans.docx 

Table 4-1 
Tangent Structure 

Structure height above ground 110 feet 

Structure weight 10,000 pounds, including anchor bolts 

Source:  HECA, 2012. 

 

 

Table 4-2 
Deadend Structure 

Structure height above ground 115 feet 

Structure weight 23,500 pounds, including anchor bolts 

Source:  HECA, 2012. 

 

 

Table 4-3 
Characteristics of Bittern ACSR 

Cross-sectional area 1,272,000 Kcmil 

Outer diameter 1.345 inches 

Rated breaking strength 34,100 pounds 

Stranding 45/7 (aluminum/steel) 

Current rating (25°C ambient) 1184 amps at 75°C 

Current rating (25°C ambient) 1,350 amps at 100°C 

Current rating (48°C ambient) 797 amps at 75°C 

Current rating (48°C ambient) 1,202 amps at 100°C 

Source:  HECA, 2012. 
Notes: 
ACSR = aluminum conductor steel reinforced 
°C = degrees Celsius 
kcmil = thousand circular mils 
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Table 4-4 
Characteristics of the Optical Ground Wire 

Fault current capability 56 thousand amps 

Overall area  0.2208 square inch 

Outside diameter 0.646 inch 

Weight per 1,000 feet 422 pounds 

Fibers included 48 

Type of fiber Single-mode 

Rated breaking strength 18,053 pounds 

Maximum reel ship length 6,000/7,000 feet (wood/steel) 

Source:  HECA, 2012. 
 

 

 

Table 4-5 
Comparison of Lattice and Tubular Steel Structures 

Feature Lattice Structures Tubular Steel Structures 

Voltage  34.5 to 765 kilovolts 15 to 345 kilovolts 

Aesthetics Less favorable Good 

Components Many Few 

Right-of-way  Wider Narrower 

Span lengths Longer Shorter 

Land space for structure Larger (20 to 30 feet square) Smaller (10 to 15 feet in diameter) 

Height Above 125 to 150 feet Below 125 to 150 feet 

Construction complexity Many pieces—longer to assemble 
and install 

Fewer pieces—assembled and 
installed more quickly 

Foundation requirements Simpler (grillage in some cases, no 
concrete required), but need four 
separate excavations 

More complex (single concrete pier 
foundation with rebar, 6 to 10 feet in 
diameter with 20 to 30 feet depth) 
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Table 4-6 
Conductor Geometry  

 Phase Conductor A Phase Conductor B Phase Conductor C 

Circuit No. 1 HECA Export (300 MW Maximum) to Grid 

Above ground  69 feet 58 feet 47 feet 

From centerline  8 feet (left) 8 feet (left) 8 feet (left) 

Phasing 0 degrees 240 degrees 120 degrees 

Circuit No. 2 PG&E Supply (-100 MW Maximum) from Grid 

Above ground  69 feet 58 feet 47feet 

From centerline  8 feet (right) 8 feet (right) 8 feet (right) 

Phasing 0 degrees 240 degrees 120 degrees 

Source:  HECA, 2012. 
Notes: 
MW = megawatt 
PG&E = Pacific Gas and Electric Company 

 

Table 4-7 
Audible Noise Levels  

 Level at Edge of ROW  

HECA circuit in service only 45.7 dBA 

Both ASU and HECA circuits in service 46.7 dBA 

Source:  HECA, 2012. 
Notes: 
ASU = air separation unit 
dBA = A-weighted sound pressure level 
ROW = right–of-way 

 

Table 4-8 
Electric Fields 

Only HECA circuit in service. 0.344 kV/meter 

Both ASU and HECA circuits in service. 0.461 kV/meter 

Source:  HECA, 2012. 
Notes: 
ASU = air separation unit 
kV = kilovolts 
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Table 4-9 
Magnetic Fields 

Only HECA circuit in service  22.2 milligauss 

Both ASU and HECA circuits in service 17.6 milligauss 

Source:  HECA, 2012. 
Notes: 
ASU = air separation unit 

 

Table 4-10 
Radio Influence 

Only HECA circuit in service  61.2 dB-microvolt/meter 

Both ASU and HECA circuits in service 60.3 dB-microvolt/meter 

Source:  HECA, 2012. 
Notes: 
ASU = air separation unit 
dB = decibels 

 

Table 4-11 
Design and Construction LORS 

LORS Applicable To 
AFC 

Reference 

GO-95, CPUC, “Rules for Overhead 
Electric Line Construction” 

The CPUC rule covers required clearances, grounding 
techniques, maintenance, and inspection requirements. 

Sections 4.2, 
4.3, 4.4, 4.5, 
4.6 

Title 8, CCR, § 2700 et seq.  “High 
Voltage Electrical Safety Orders” 

Establishes essential requirements and minimum 
standards for installation, operation, and maintenance of 
electrical installation and equipment to provide practical 
safety and freedom from danger. 

Sections 4.3, 
4.5 

GO-128, CPUC, “Rules for 
Construction of Underground 
Electric Supply and Communications 
Systems” 

Establishes requirements and minimum standards to be 
used for the station AC power and communications 
circuits. 

Sections 4.5.1, 
4.5.2 

GO-52, CPUC, “Construction and 
Operation of Power and 
Communication Lines” 

Applies to the design of facilities to provide or mitigate 
inductive interference. 

Sections 4.9.1, 
4.9.2, 4.9.3 

Suggestive Practices for Raptor 
Protection on Power Lines, April 
1996 

Provides guidelines to avoid or reduce raptor collision 
and electrocution. 

Sections 4.3.1, 
4.3.2 

 
Notes: 
AC = alternating current 
CCR = California Code of Regulations 
CPUC = California Public Utilities Commission 
GO = General Order 
LORS = laws, ordinances, regulations, and standards 
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Table 4-12 
Electric and Magnetic Fields 

LORS Applicable To AFC Reference 

Decision 93-11-013 of the CPUC. CPUC position on EMF reduction. Sections 4.9.1, 
4.9.2, 4.9.3 

GO-131, CPUC, Rules for Planning and 
Construction of Electric Generation, Line, 
and Substation Facilities in California. 

CPUC construction-application requirements, 
including requirements related to EMF 
reduction. 

Sections 4.9.1, 
4.9.2, 4.9.3 

Pacific Gas & Electric Company, 
“Transmission Line EMF Design 
Guidelines.”  

Large local electric utility’s guidelines for EMF 
reduction through structure design, conductor 
configuration, circuit phasing, and load 
balancing.  (In keeping with CPUC D.93-11-013 
and GO-131.) 

Sections 4.9.1, 
4.9.2, 4.9.3 

ANSI/IEEE 644-1994 “Standard 
Procedures for Measurement of Power 
Frequency Electric and Magnetic Fields 
from AC Power Lines.” 

Standard procedure for measuring EMF from an 
electric line that is in service. 

Sections 4.9.1, 
4.9.2, 4.9.3 

Notes: 
AC = alternating current 
AFC = Application for Certification 
ANSI/IEEE = American National Standards Institute/Institute of Electrical and Electronic Engineers 
CPUC = California Public Utilities Commission 
EMF = electromagnetic field 
GO = General Order 
LORS = laws, ordinances, regulations, and standards 

 
 

Table 4-13 
Hazardous Shock LORS 

LORS Applicable To AFC Reference 

Title 8 CCR § 2700 et seq.  “High 
Voltage Electrical Safety Orders.” 

Establishes essential requirements and minimum 
standards for installation, operation, and 
maintenance of electrical equipment to provide 
practical safety and freedom from danger. 

Sections 4.3, 4.4, 
4.4, 4.4, 4.8 

National Electrical Safety Code 
(NESC), ANSI C2, § 9, Article 92, 
Paragraph E; Article 93, Paragraph C. 

Covers grounding methods for electrical supply and 
communications facilities. 

Sections 4.5, 4.6 

Notes: 
AFC = Application for Certification 
ANSI = American National Standards Institute 
CCR = California Code of Regulations 
LORS = laws, ordinances, regulations, and standards 
NES = National Electrical Safety Code 
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Table 4-14 
Communications Interference LORS 

LORS Applicable To AFC Reference 

Title 47 CFR § 15.25, “Operating 
Requirements, Incidental Radiation” 

Prohibits operations of any device emitting 
incidental radiation that causes interference to 
communications.  The regulation also requires 
mitigation for any device that causes interference. 

Sections 4.8.1, 
4.9.1, 4.9.2, 4.9.3, 
4.9.4 

General Order 52 (GO-52), CPUC Covers all aspects of the construction, operation, 
and maintenance of power and communication 
lines, and specifically applies to the prevention or 
mitigation of inductive interference. 

Sections 4.9.1, 
4.9.2, 4.9.3 

CEC staff, Radio Interference and 
Television Interference (RI-TVI) 
Criteria (Kern River Cogeneration) 
Project 82-AFC-2, Final Decision, 
Compliance Plan 13-7 

Prescribes CEC’s RI-TVI mitigation requirements, 
developed and adopted by CEC in past siting cases. 

Sections 4.8.1, 
4.9.1, 4.9.2, 4.9.3, 
4.9.4 

Notes: 
AFC = Application for Certification 
CEC = California Energy Commission 
CPUC = California Public Utilities Commission 
LORS = laws, ordinances, regulations, and standards 
RI-TVI = Radio Interference and Television Interference 

 

Table 4-15 
Aviation Safety LORS 

LORS Applicable To AFC Reference 

Title 14 CFR Part 77 “Objects 
Affecting Navigable Airspace” 

Describes the criteria used to determine whether a 
“Notice of Proposed Construction or Alteration” 
(NPCA, FAA Form 7460-1) is required for 
potential obstruction hazards. 

Section 4.10 

FAA Advisory Circular 
No. 70/7460-1G, “Obstruction 
Marking and Lighting” 

Describes the FAA standards for marking and 
lighting of obstructions as identified by Federal 
Aviation Regulations Part 77. 

Section 4.10 

PUC, § 21656-§ 21660 Discusses the permit requirements for construction 
of possible obstructions in the vicinity of aircraft 
landing areas, in navigable airspace, and near the 
boundary of airports. 

Section 4.10 

Notes: 
AFC = Application for Certification 
CFR = Code of Federal Regulations 
FAA = Federal Aviation Administration 
LORS = laws, ordinances, regulations, and standards 
NPCA = Notice of Proposed Construction or Alteration 
PUC = Public Utilities Code 

 

  

URS 



SECTIONFOUR Electrical Transmission 

 4-18 R:\12 HECA\AFC Amd\4_0 Elec Trans.docx 

Table 4-16 
Fire Hazard LORS 

LORS Applicable to AFC Reference 

Title 14 CCR § 1250 § 1258, “Fire 
Prevention Standards for Electric 
Utilities” 

Provides specific exemptions from electrical pole 
and tower firebreak and electrical conductor 
clearance standards, and specifies when and where 
standards apply. 

Sections 4.1, 4.2 

General Order 95 (GO-95), CPUC, 
“Rules for Overhead Electric Line 
Construction” § 35 

CPUC rule covers all aspects of design, 
construction, operation, and maintenance of 
electrical transmission line and fire safety (hazards). 

Sections 4.2, 4.3, 
4.4, 4.5 

Notes: 
AFC = Application for Certification 
CCR = California Code of Regulations 
CPUC = California Public Utilities Commission 
GO = General Orders 
LORS = laws, ordinances, regulations, and standards 

 

Table 4-17 
Jurisdiction 

Agency Contact Responsibility 

California Energy 
Commission (CEC) 

1516 Ninth Street 
Sacramento, CA   95814 

Has jurisdiction over new transmission lines associated with 
thermal power plants that are 50 MW or more (PRC 25500).

Has jurisdiction of lines out of a thermal power plant to the 
interconnection point to the utility grid (PRC 25107). 

Has jurisdiction over modifications of existing facilities that 
increase peak operating voltage or peak kW capacity 25 
percent (PRC 25123). 

Regulates construction and operation of overhead 
transmission lines.  (General Order No. 95 and 131-D) 
(those not regulated by CEC) 

Regulates construction and operation of power and 
communications lines for the prevention of inductive 
interference (General Order No. 52). 

Federal Aviation 
Administration 

Western-Pacific Region 
15000 Aviation Boulevard
Hawthorne, CA 90250 

Establishes regulations for marking and lighting of 
obstructions in navigable airspace (AC No. 70/7460-1G). 

California Independent 
System Operator  

Folsom, CA Provides final interconnection approval. 

Federal Communications 
Commission  

445 12th Street, SW 
Washington, DC 20554 

Enforces regulations for incidental emitters of radio 
frequency energy such as electrical transmission lines. 

Notes: 
AC = Advisory Circular 
PRC = Public Resources Code 
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 ALUMINUM COMPANY OF AMERICA SAG AND TENSION DATA 

                                    Sag Chart 
                                     Bittern 

 Conductor BITTERN         1272.0 Kcmil      45/ 7 Stranding ACSR
 C:\SAG10W\HECA1.PRF                         Time:11:30AM Date:02/27/2012 
 Area=    1.0680 Sq. In    Dia= 1.345 In    Wt= 1.434 Lb/F   RTS=   34100 Lb
 Data from Chart No. 1-957
 English  Units 

 Span=     500.0 Feet    Calif Light Load Zone 
 Creep IS a Factor 
     Design Points                      Final                Initial 
  Temp    Ice   Wind    K     Weight    Sag   Tension        Sag   Tension 
    F      In    Psf   Lb/F    Lb/F      Ft       Lb          Ft       Lb
   25.    .00   8.00   .00    1.691     6.07     8712.       4.52    11699.
   70.    .00  20.00   .00    2.661     9.36     8899.       7.57    11000.
   25.    .00    .00   .00    1.434     5.55     8073.       3.95    11355.*
   60.    .00    .00   .00    1.434     7.19     6238.       4.84     9255.
   90.    .00    .00   .00    1.434     8.64     5197.       5.86     7654.
  120.    .00    .00   .00    1.434    10.03     4479.       7.06     6352.
  167.    .00    .00   .00    1.434    12.03     3736.       9.10     4933.
  212.    .00    .00   .00    1.434    13.17     3416.      11.00     4085.
 *  Design Condition 

 Span=     600.0 Feet    Calif Light Load Zone 
 Creep IS a Factor 
     Design Points                      Final                Initial 
  Temp    Ice   Wind    K     Weight    Sag   Tension        Sag   Tension 
    F      In    Psf   Lb/F    Lb/F      Ft       Lb          Ft       Lb
   25.    .00   8.00   .00    1.691     8.54     8918.       6.45    11810.
   70.    .00  20.00   .00    2.661    12.40     9676.      10.28    11667.
   25.    .00    .00   .00    1.434     7.92     8158.       5.69    11355.*
   60.    .00    .00   .00    1.434     9.81     6586.       6.85     9426.
   90.    .00    .00   .00    1.434    11.43     5655.       8.09     7987.
  120.    .00    .00   .00    1.434    12.99     4981.       9.48     6815.
  167.    .00    .00   .00    1.434    15.25     4246.      11.77     5492.
  212.    .00    .00   .00    1.434    17.00     3812.      13.91     4653.
 *  Design Condition 

Span=     700.0 Feet    Calif Light Load Zone 
 Creep IS a Factor 
     Design Points                      Final                Initial 
  Temp    Ice   Wind    K     Weight    Sag   Tension        Sag   Tension 
    F      In    Psf   Lb/F    Lb/F      Ft       Lb          Ft       Lb
   25.    .00   8.00   .00    1.691    11.34     9146.       8.70    11922.
   70.    .00  20.00   .00    2.661    15.74    10385.      13.29    12284.
   25.    .00    .00   .00    1.434    10.62     8282.       7.74    11355.*
   60.    .00    .00   .00    1.434    12.73     6910.       9.17     9590.
   90.    .00    .00   .00    1.434    14.51     6065.      10.61     8291.
  120.    .00    .00   .00    1.434    16.22     5431.      12.17     7226.
  167.    .00    .00   .00    1.434    18.71     4711.      14.70     5988.
  212.    .00    .00   .00    1.434    20.91     4220.      17.06     5166.
 *  Design Condition 

                                    Sag Chart 
                                     Bittern 
 Conductor BITTERN         1272.0 Kcmil      45/ 7 Stranding ACSR
 C:\SAG10W\HECA1.PRF                         Time:11:30AM Date:02/27/2012 

 Span=     800.0 Feet    Calif Light Load Zone 
 Creep IS a Factor 
     Design Points                      Final                Initial 
  Temp    Ice   Wind    K     Weight    Sag   Tension        Sag   Tension 
    F      In    Psf   Lb/F    Lb/F      Ft       Lb          Ft       Lb
   25.    .00   8.00   .00    1.691    14.45     9379.      11.26    12031.
   70.    .00  20.00   .00    2.661    19.35    11037.      16.60    12852.
   25.    .00    .00   .00    1.434    13.63     8427.      10.11    11355.*
   60.    .00    .00   .00    1.434    15.94     7210.      11.79     9743.
   90.    .00    .00   .00    1.434    17.87     6437.      13.41     8565.
  120.    .00    .00   .00    1.434    19.71     5838.      15.14     7592.
  167.    .00    .00   .00    1.434    22.43     5137.      17.89     6430.
  212.    .00    .00   .00    1.434    24.84     4643.      20.44     5631.
 *  Design Condition 

 Span=     900.0 Feet    Calif Light Load Zone 
 Creep IS a Factor 
     Design Points                      Final                Initial 
  Temp    Ice   Wind    K     Weight    Sag   Tension        Sag   Tension 
    F      In    Psf   Lb/F    Lb/F      Ft       Lb          Ft       Lb
   25.    .00   8.00   .00    1.691    17.96     9555.      14.24    12044.
   70.    .00  20.00   .00    2.661    23.32    11595.      20.30    13309.
   25.    .00    .00   .00    1.434    17.06     8525.*     12.91    11258.
   60.    .00    .00   .00    1.434    19.54     7448.      14.84     9801.
   90.    .00    .00   .00    1.434    21.60     6744.      16.64     8742.
  120.    .00    .00   .00    1.434    23.57     6184.      18.51     7860.
  167.    .00    .00   .00    1.434    26.48     5509.      21.46     6785.
  212.    .00    .00   .00    1.434    29.07     5022.      24.20     6022.
 *  Design Condition 

 Span=    1000.0 Feet    Calif Light Load Zone 
 Creep IS a Factor 
     Design Points                      Final                Initial 
  Temp    Ice   Wind    K     Weight    Sag   Tension        Sag   Tension 
    F      In    Psf   Lb/F    Lb/F      Ft       Lb          Ft       Lb
   25.    .00   8.00   .00    1.691    22.03     9620.      17.82    11882.
   70.    .00  20.00   .00    2.661    27.79    12020.      24.54    13597.
   25.    .00    .00   .00    1.434    21.08     8525.*     16.34    10984.
   60.    .00    .00   .00    1.434    23.70     7587.      18.52     9698.
   90.    .00    .00   .00    1.434    25.86     6957.      20.49     8768.
  120.    .00    .00   .00    1.434    27.93     6444.      22.50     7989.
  167.    .00    .00   .00    1.434    31.01     5810.      25.63     7019.
  212.    .00    .00   .00    1.434    33.77     5340.      28.52     6312.
 *  Design Condition 

Source: Aluminum Company of America, 2012

Hydrogen Energy California (HECA)
Kern County, California

SAG AND TENSION DATA - BITTERN
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ALUMINUM COMPANY OF AMERICA SAG AND TENSION DATA

HEI TRANSMISSION LINE
230KV DOUBLE CIRCUIT TRANSMISSION LINE

OPGW Catalog #: GW4810 34/ 52 mm2/ 646

Area= .2208 Sq. In Dia= .646 In Wt= .422 Lb/F RTS= 18053 Lb
Data from Chart No. 1-1439
English Units

Span= 700.0 Feet Calif Light Load Zone
Creep is NOT a Factor

laitinIlaniFstnioPngiseD
Temp Ice Wind K Weight Sag Tension RTS Sag Tension RTS

F In Psf Lb/F Lb/F Ft Lb % Ft Lb %
25. .00 8.00 .00 .603 11.54 3204. 17.7 10.97 3371. 18.7
60. .00 23.00 .00 1.308 17.03 4720. 26.1 17.03 4720. 26.1
25. .00 .00 .00 .422 9.86 2624. 14.5 9.00 2874. 15.9
60. .00 .00 .00 .422 11.62* 2228. 12.3 10.52 2459. 13.6
90. .00 .00 .00 .422 13.14 1971. 10.9 11.91 2174. 12.0

120. .00 .00 .00 .422 14.62 1772. 9.8 13.31 1945. 10.8
167. .00 .00 .00 .422 16.83 1540. 8.5 15.48 1674. 9.3
212. .00 .00 .00 .422 18.81 1380. 7.6 17.46 1485. 8.2

* Design Condition
Certain information such as the data, opinions or recommendations set
forth herein or given by AFL representatives, is intended as a general
guide only. Each installation of overhead electrical conductor,
underground electrical conductor, and/or conductor accessories involves
special conditions creating problems that require individual solutions
and, therefore, the recipient of this information has the sole
responsibility in connection with the use of the information. AFL does
not assume any liability in connection with such information.

Source:
Commonwealth Associates, Inc.

Hydrogen Energy California (HECA)
Kern County, California

April 2012
28068052

 FIGURE 4-5

SAG AND TENSION DATA – GW4810
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Source:
LAPP Insulator GmbH & Co. 
Rodurflex® Insulating crossarm, Service voltage 230 kV
Dwg No. 06K6499_A / CBP2-064-227-01 (Sept 2006)
Commonwealth Associates, Inc.

Hydrogen Energy California (HECA)
Kern County, California

April 2012
28068052

 FIGURE 4-6

RODURFLEX INSULATING CROSSARM
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90 kN (20250 I bs) 
45 kN ( 10125 lbs) 

990 kV 
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560 kV 
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100 µV 
163 kV 

57.7 kg (127.2 lbs) 
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 FIGURE 4-7

COMBINED LOAD CHART
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DIMENSIONS SHOWN FOR TYPICAL 
TANGENT STRUCTURE FOR 700-FOOT SPANS

Hydrogen Energy California (HECA)
Kern County, California

April 2012
28068052

 FIGURE 4-8

CONDUCTOR LOCATION DIAGRAM
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Source:
SAIC; HECA 230kV Double Circuit Line
Conductor Location Diagram, April 2012

Note:
Phase positions and structure dimensions shown 
are preliminary, dependent on final transmission 
line design.
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 FIGURE 4-9

AUDIBLE NOISE
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 FIGURE 4-10

ELECTRIC FIELD
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 FIGURE 4-12

RADIO INFLUENCE
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