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Airscan Expert 

7.2  
1A. This section should be clarified it's not clear whether the size of the VSD should be 

for one base load compressor, all the base load compressors, or the compressors that 
are running  
5B. The section should include the calculation for determining the velocity based on flow 

and pipe diameter 


