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Figure 17.   Generator exciter shaft fracture surface.
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Figure 25.    Borescope image of the HRH 2 manual stop / check valve disk (upper image) 
and CRV 1 basket (lower image) from the HRH 2 piping.
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Figure 26.    Borescope image of the CRV 1 basket (upper image) and the HRH 1 manual 
stop / check valve disk (lower image).
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Figure 27.   Borescope image of the HRH 1 piping showing oxide exfoliation (upper image) 
downstream of the manual stop / check valve and the CRV 2 basket (lower 

image).
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Figure 28.    Borescope image of the CRV 2 basket showing oxide exfoliation. 
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Figure 29.    Views of the HRSG 1 CRH stop valve. 
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Figure 30.   Views of the HRSG 1 CRH stop valve seat area (upper image) and the oxide 
exfoliation on the CRV 2 basket (lower image).
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Figure 31.   Views of oxide exfoliation on the CRV 2 basket (upper image) and the CRV 2 
intercept valve stem with runout measurements (lower image).
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Figure 32.   Views of the CRV 2 intercept valve stem with runout measurements and witness 
marks.
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Figure 33.   Views of the CRV 2 stop valve bushings (upper image) and stem witness marks 
(lower image).
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Figure 34.   View of the CRV 2 stop valve bonnet with oxide exfoliation.
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Figure 35.    Images from the Bay Valves service center showing the HRSG 1 CRH stop 
valve (upper image) as received and disassembled gearbox (lower image).
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Figure 36.   Additional images from the Bay Valves service center showing the disassembled 
gearbox.
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Figure 37.    Images from the Bay Valves service center showing the HRSG 1 CRH stop 
valve damaged gearbox bearing components. 




