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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name UEC/EUI Saturation Peak-to-Energy 
Factor

PG&E Residential Single Family Water Heating Existing 3,292                  10% 0.1135
PG&E Residential Single Family Clothes Dryer Existing 731                     53% 0.1536
PG&E Residential Single Family Other Existing 2,056                  100% 0.1262
PG&E Residential Single Family Cooking Existing 561                     56% 0.3195
PG&E Residential Single Family Refrigerator Existing 1,034                  122% 0.1157
PG&E Residential Single Family Freezer Existing 992                     31% 0.1167
PG&E Residential Single Family Swimming Pool Pump Existing 2,742                  12% 0.1068
PG&E Residential Single Family Space Heat Existing 3,235                  6%
PG&E Residential Single Family Furnace Fan Existing 216                     68%
PG&E Residential Single Family Space Cooling Existing 978                     65% 1.8856
PG&E Residential Single Family Lighting Existing 1,800                  100% 0.1262
PG&E Residential Multi Family Water Heating Existing 1,718                  9% 0.1005
PG&E Residential Multi Family Clothes Dryer Existing 530                     28% 0.1536
PG&E Residential Multi Family Other Existing 1,220                  100% 0.1262
PG&E Residential Multi Family Cooking Existing 403                     69% 0.3195
PG&E Residential Multi Family Refrigerator Existing 912                     104% 0.1157
PG&E Residential Multi Family Freezer Existing 916                     7% 0.1167
PG&E Residential Multi Family Swimming Pool Pump Existing -                      0%
PG&E Residential Multi Family Space Heat Existing 1,603                  29%
PG&E Residential Multi Family Furnace Fan Existing 89                       36%
PG&E Residential Multi Family Space Cooling Existing 493                     44% 2.0678
PG&E Residential Multi Family Lighting Existing 1,200                  100% 0.1262
PG&E Commercial College Cooling Existing 1.92                    72.7% 0.6395
PG&E Commercial College Heating Existing 0.58                    83.1% 0.0680
PG&E Commercial College Vent Existing 3.13                    92.4% 0.1633
PG&E Commercial College WaterHeat Existing 0.50                    31.4% 0.1886
PG&E Commercial College Com Cooking Existing 0.42                    80.2% 0.1841
PG&E Commercial College Refrig Existing 0.67                    75.3% 0.1183
PG&E Commercial College IntLight Existing 3.79                    100.0% 0.1638
PG&E Commercial College OfficeEquip Existing 0.49                    100.0% 0.1402
PG&E Commercial College ExtLight Existing 0.83                    93.6% 0.0073
PG&E Commercial College Misc Existing 1.12                    100.0% 0.1140g g
PG&E Commercial Food Store Cooling Existing 3.14                    69.5% 0.6388
PG&E Commercial Food Store Heating Existing 0.21                    12.1% 0.0029
PG&E Commercial Food Store Vent Existing 3.12                    77.2% 0.1460
PG&E Commercial Food Store WaterHeat Existing 0.93                    14.8% 0.1417
PG&E Commercial Food Store Com Cooking Existing 2.67                    82.7% 0.1280
PG&E Commercial Food Store Refrig Existing 23.00                  100.0% 0.1332
PG&E Commercial Food Store IntLight Existing 8.10                    100.0% 0.1429
PG&E Commercial Food Store OfficeEquip Existing 0.37                    99.1% 0.1586
PG&E Commercial Food Store ExtLight Existing 0.88                    98.1% 0.0239
PG&E Commercial Food Store Misc Existing 1.25                    100.0% 0.1498
PG&E Commercial Health Cooling Existing 3.59                    87.4% 0.5537
PG&E Commercial Health Heating Existing 0.94                    79.3% 0.0329
PG&E Commercial Health Vent Existing 4.23                    97.0% 0.1383
PG&E Commercial Health WaterHeat Existing 0.21                    26.9% 0.1247
PG&E Commercial Health Com Cooking Existing 0.54                    100.0% 0.1602
PG&E Commercial Health Refrig Existing 0.70                    100.0% 0.1219
PG&E Commercial Health IntLight Existing 4.55                    100.0% 0.1436
PG&E Commercial Health OfficeEquip Existing 0.78                    100.0% 0.1343
PG&E Commercial Health ExtLight Existing 0.51                    96.7% 0.0131
PG&E Commercial Health Misc Existing 3.42                    100.0% 0.1326
PG&E Commercial Large Office Cooling Existing 3.37                    92.2% 0.5893
PG&E Commercial Large Office Heating Existing 0.67                    77.2% 0.0415
PG&E Commercial Large Office Vent Existing 3.12                    95.5% 0.2870
PG&E Commercial Large Office WaterHeat Existing 0.21                    52.9% 0.1183
PG&E Commercial Large Office Com Cooking Existing 0.13                    98.7% 0.1554
PG&E Commercial Large Office Refrig Existing 0.35                    98.0% 0.1193
PG&E Commercial Large Office IntLight Existing 4.24                    100.0% 0.1665
PG&E Commercial Large Office OfficeEquip Existing 3.72                    100.0% 0.1242
PG&E Commercial Large Office ExtLight Existing 0.35                    92.7% 0.0146
PG&E Commercial Large Office Misc Existing 1.31                    100.0% 0.1228
PG&E Commercial Lodging Cooling Existing 1.88                    80.8% 0.5630
PG&E Commercial Lodging Heating Existing 0.52                    89.9% 0.0036
PG&E Commercial Lodging Vent Existing 1.61                    94.1% 0.1334
PG&E Commercial Lodging WaterHeat Existing 1.01                    4.6% 0.1202
PG&E Commercial Lodging Com Cooking Existing 0.65                    92.8% 0.1601
PG&E Commercial Lodging Refrig Existing 0.76                    100.0% 0.1224
PG&E Commercial Lodging IntLight Existing 2.87                    100.0% 0.1286
PG&E Commercial Lodging OfficeEquip Existing 0.13                    93.4% 0.1254
PG&E Commercial Lodging ExtLight Existing 0.63                    88.2% 0.0104
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PG&E Commercial Lodging Misc Existing 1.32                    100.0% 0.1473
PG&E Commercial Miscellaneous Cooling Existing 1.38                    57.7% 0.9560
PG&E Commercial Miscellaneous Heating Existing 0.50                    21.2% 0.0032
PG&E Commercial Miscellaneous Vent Existing 1.34                    69.5% 0.2249
PG&E Commercial Miscellaneous WaterHeat Existing 0.32                    35.3% 0.1474
PG&E Commercial Miscellaneous Com Cooking Existing 0.39                    77.8% 0.1751
PG&E Commercial Miscellaneous Refrig Existing 1.01                    83.6% 0.1254
PG&E Commercial Miscellaneous IntLight Existing 2.75                    98.9% 0.1539
PG&E Commercial Miscellaneous OfficeEquip Existing 0.42                    92.0% 0.1442
PG&E Commercial Miscellaneous ExtLight Existing 1.03                    93.9% 0.0619
PG&E Commercial Miscellaneous Misc Existing 1.97                    100.0% 0.1495
PG&E Commercial Refrigerated Warehouse Cooling Existing 2.38                    9.7% 0.6717
PG&E Commercial Refrigerated Warehouse Heating Existing 0.56                    4.0% 0.0014
PG&E Commercial Refrigerated Warehouse Vent Existing 2.35                    10.4% 0.2919
PG&E Commercial Refrigerated Warehouse WaterHeat Existing 0.04                    63.8% 0.1421
PG&E Commercial Refrigerated Warehouse Com Cooking Existing 0.04                    80.5% 0.1461
PG&E Commercial Refrigerated Warehouse Refrig Existing 12.48                  100.0% 0.1771
PG&E Commercial Refrigerated Warehouse IntLight Existing 2.49                    100.0% 0.1581
PG&E Commercial Refrigerated Warehouse OfficeEquip Existing 0.18                    98.6% 0.1642
PG&E Commercial Refrigerated Warehouse ExtLight Existing 0.36                    100.0% 0.0162
PG&E Commercial Refrigerated Warehouse Misc Existing 2.43                    100.0% 0.1575
PG&E Commercial Restaurant Cooling Existing 5.72                    61.7% 0.7148
PG&E Commercial Restaurant Heating Existing 0.18                    8.7% 0.0000
PG&E Commercial Restaurant Vent Existing 2.74                    75.2% 0.3175
PG&E Commercial Restaurant WaterHeat Existing 2.14                    14.0% 0.1335
PG&E Commercial Restaurant Com Cooking Existing 9.42                    100.0% 0.1887
PG&E Commercial Restaurant Refrig Existing 9.10                    100.0% 0.1259
PG&E Commercial Restaurant IntLight Existing 5.71                    100.0% 0.1864
PG&E Commercial Restaurant OfficeEquip Existing 0.54                    98.1% 0.1946
PG&E Commercial Restaurant ExtLight Existing 1.65                    87.8% 0.0662
PG&E Commercial Restaurant Misc Existing 1.00                    100.0% 0.1857
PG&E Commercial Retail Cooling Existing 2.03                    77.7% 0.8049g g
PG&E Commercial Retail Heating Existing 0.70                    15.8% 0.0008
PG&E Commercial Retail Vent Existing 1.93                    84.3% 0.1898
PG&E Commercial Retail WaterHeat Existing 0.22                    52.5% 0.1369
PG&E Commercial Retail Com Cooking Existing 0.25                    81.7% 0.1580
PG&E Commercial Retail Refrig Existing 1.15                    84.3% 0.1283
PG&E Commercial Retail IntLight Existing 5.33                    100.0% 0.1612
PG&E Commercial Retail OfficeEquip Existing 0.49                    100.0% 0.1609
PG&E Commercial Retail ExtLight Existing 0.75                    82.7% 0.0745
PG&E Commercial Retail Misc Existing 1.15                    100.0% 0.1615
PG&E Commercial School Cooling Existing 1.15                    72.8% 0.5953
PG&E Commercial School Heating Existing 0.17                    66.1% 0.0000
PG&E Commercial School Vent Existing 0.94                    97.9% 0.1451
PG&E Commercial School WaterHeat Existing 0.16                    35.5% 0.0543
PG&E Commercial School Com Cooking Existing 0.22                    99.6% 0.0390
PG&E Commercial School Refrig Existing 0.49                    99.6% 0.1145
PG&E Commercial School IntLight Existing 2.73                    100.0% 0.0764
PG&E Commercial School OfficeEquip Existing 0.36                    100.0% 0.0617
PG&E Commercial School ExtLight Existing 0.77                    95.8% 0.0163
PG&E Commercial School Misc Existing 0.37                    100.0% 0.0434
PG&E Commercial Small Office Cooling Existing 2.87                    86.1% 1.0747
PG&E Commercial Small Office Heating Existing 0.75                    32.1% 0.0000
PG&E Commercial Small Office Vent Existing 1.61                    88.7% 0.2722
PG&E Commercial Small Office WaterHeat Existing 0.31                    65.3% 0.1260
PG&E Commercial Small Office Com Cooking Existing 0.06                    95.8% 0.1234
PG&E Commercial Small Office Refrig Existing 0.53                    94.0% 0.1152
PG&E Commercial Small Office IntLight Existing 3.80                    100.0% 0.1668
PG&E Commercial Small Office OfficeEquip Existing 2.91                    98.4% 0.1341
PG&E Commercial Small Office ExtLight Existing 0.88                    82.3% 0.0109
PG&E Commercial Small Office Misc Existing 1.21                    100.0% 0.1360
PG&E Commercial Unrefrigerated Warehouse Cooling Existing 0.76                    33.7% 1.2849
PG&E Commercial Unrefrigerated Warehouse Heating Existing 0.31                    8.6% 0.0000
PG&E Commercial Unrefrigerated Warehouse Vent Existing 0.38                    47.4% 0.3186
PG&E Commercial Unrefrigerated Warehouse WaterHeat Existing 0.07                    60.1% 0.1380
PG&E Commercial Unrefrigerated Warehouse Com Cooking Existing 0.02                    91.0% 0.1313
PG&E Commercial Unrefrigerated Warehouse Refrig Existing 0.32                    88.9% 0.1282
PG&E Commercial Unrefrigerated Warehouse IntLight Existing 2.50                    100.0% 0.1572
PG&E Commercial Unrefrigerated Warehouse OfficeEquip Existing 0.25                    97.1% 0.1557
PG&E Commercial Unrefrigerated Warehouse ExtLight Existing 0.45                    88.3% 0.0124
PG&E Commercial Unrefrigerated Warehouse Misc Existing 0.93                    100.0% 0.1703
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PG&E Industrial Industrial Proc Heat Existing 1122958806 100% 0.1381
PG&E Industrial Industrial Proc Cool Existing 1277829846 100% 0.1944
PG&E Industrial Industrial Pumps Existing 1930729920 100% 0.2437
PG&E Industrial Industrial Fans Existing 929440557.4 100% 0.1341
PG&E Industrial Industrial Comp Air Existing 1070905040 100% 0.1377
PG&E Industrial Industrial Proc Drives Existing 2227319969 100% 0.1330
PG&E Industrial Industrial Ind Lighting Existing 1069000864 100% 0.1859
PG&E Industrial Industrial Refrigeration Existing 1075942510 100% 0.1360
PG&E Industrial Industrial Ind Other Existing 790551456.5 100% 0.1409
PG&E Industrial Ag Existing 5461880178 100% 0.2216
PG&E Industrial Construction Existing 0 100%
PG&E Industrial Mining Existing 1745982073 100% 0.1490
PG&E Industrial TCU Existing 4214308105 100% 0.1319
SCE Residential Single Family Water Heating Existing 3,386                  3% 0.1063
SCE Residential Single Family Clothes Dryer Existing 800                     19% 0.1765
SCE Residential Single Family Other Existing 2,145                  100% 0.1006
SCE Residential Single Family Cooking Existing 958                     24% 0.1888
SCE Residential Single Family Refrigerator Existing 1,098                  123% 0.1135
SCE Residential Single Family Freezer Existing 1,040                  20% 0.1291
SCE Residential Single Family Swimming Pool Pump Existing 2,941                  14% 0.2067
SCE Residential Single Family Space Heat Existing 2,471                  3%
SCE Residential Single Family Furnace Fan Existing 140                     67%
SCE Residential Single Family Space Cooling Existing 1,295                  79% 1.7246
SCE Residential Single Family Lighting Existing 1,800                  100% 0.1224
SCE Residential Multi Family Water Heating Existing 1,892                  9% 0.0865
SCE Residential Multi Family Clothes Dryer Existing 636                     17% 0.1765
SCE Residential Multi Family Other Existing 1,204                  100% 0.1006
SCE Residential Multi Family Cooking Existing 612                     32% 0.1888
SCE Residential Multi Family Refrigerator Existing 1,027                  104% 0.1135
SCE Residential Multi Family Freezer Existing 1,110                  6% 0.1291
SCE Residential Multi Family Swimming Pool Pump Existing -                      0%
SCE Residential Multi Family Space Heat Existing 1,135                  17%y p g
SCE Residential Multi Family Furnace Fan Existing 53                       35%
SCE Residential Multi Family Space Cooling Existing 730                     63% 1.7607
SCE Residential Multi Family Lighting Existing 1,200                  100% 0.1224
SCE Commercial College Cooling Existing 2.37                    89.9% 0.4083
SCE Commercial College Heating Existing 1.43                    82.8% 0.0650
SCE Commercial College Vent Existing 2.16                    92.2% 0.1527
SCE Commercial College WaterHeat Existing 0.31                    45.8% 0.1669
SCE Commercial College Com Cooking Existing 0.21                    75.9% 0.1956
SCE Commercial College Refrig Existing 0.31                    99.4% 0.1245
SCE Commercial College IntLight Existing 4.51                    100.0% 0.1834
SCE Commercial College OfficeEquip Existing 1.13                    100.0% 0.1705
SCE Commercial College ExtLight Existing 0.70                    96.7% 0.0000
SCE Commercial College Misc Existing 1.40                    100.0% 0.1840
SCE Commercial Food Store Cooling Existing 6.02                    59.5% 0.3825
SCE Commercial Food Store Heating Existing 0.91                    17.0% 0.0006
SCE Commercial Food Store Vent Existing 4.50                    61.7% 0.1360
SCE Commercial Food Store WaterHeat Existing 0.38                    39.5% 0.1494
SCE Commercial Food Store Com Cooking Existing 2.01                    84.1% 0.1256
SCE Commercial Food Store Refrig Existing 21.74                  100.0% 0.1366
SCE Commercial Food Store IntLight Existing 9.00                    100.0% 0.1364
SCE Commercial Food Store OfficeEquip Existing 0.38                    97.8% 0.1635
SCE Commercial Food Store ExtLight Existing 1.21                    85.4% 0.0155
SCE Commercial Food Store Misc Existing 1.21                    100.0% 0.1394
SCE Commercial Health Cooling Existing 4.65                    91.7% 0.4045
SCE Commercial Health Heating Existing 1.11                    68.3% 0.0472
SCE Commercial Health Vent Existing 4.41                    95.2% 0.1609
SCE Commercial Health WaterHeat Existing 0.47                    18.8% 0.1307
SCE Commercial Health Com Cooking Existing 0.42                    97.9% 0.1845
SCE Commercial Health Refrig Existing 0.74                    99.5% 0.1232
SCE Commercial Health IntLight Existing 4.91                    100.0% 0.1675
SCE Commercial Health OfficeEquip Existing 0.91                    99.8% 0.1735
SCE Commercial Health ExtLight Existing 0.69                    97.7% 0.0092
SCE Commercial Health Misc Existing 3.37                    100.0% 0.1610
SCE Commercial Large Office Cooling Existing 4.26                    92.8% 0.5396
SCE Commercial Large Office Heating Existing 0.33                    78.1% 0.0334
SCE Commercial Large Office Vent Existing 3.21                    93.9% 0.2509
SCE Commercial Large Office WaterHeat Existing 0.24                    47.0% 0.1341
SCE Commercial Large Office Com Cooking Existing 0.10                    97.5% 0.1827
SCE Commercial Large Office Refrig Existing 0.39                    98.5% 0.1231
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SCE Commercial Large Office IntLight Existing 4.70                    100.0% 0.1827
SCE Commercial Large Office OfficeEquip Existing 3.37                    100.0% 0.1521
SCE Commercial Large Office ExtLight Existing 0.71                    98.7% 0.0204
SCE Commercial Large Office Misc Existing 1.32                    100.0% 0.1629
SCE Commercial Lodging Cooling Existing 3.44                    87.6% 0.3564
SCE Commercial Lodging Heating Existing 0.42                    81.7% 0.0305
SCE Commercial Lodging Vent Existing 1.89                    92.3% 0.1508
SCE Commercial Lodging WaterHeat Existing -                      0.0% 0.0000
SCE Commercial Lodging Com Cooking Existing 0.75                    94.8% 0.1621
SCE Commercial Lodging Refrig Existing 0.98                    99.4% 0.1237
SCE Commercial Lodging IntLight Existing 3.65                    100.0% 0.1235
SCE Commercial Lodging OfficeEquip Existing 0.24                    99.0% 0.1484
SCE Commercial Lodging ExtLight Existing 0.73                    94.8% 0.0081
SCE Commercial Lodging Misc Existing 1.91                    100.0% 0.1388
SCE Commercial Miscellaneous Cooling Existing 2.26                    61.0% 0.5588
SCE Commercial Miscellaneous Heating Existing 0.29                    24.1% 0.0202
SCE Commercial Miscellaneous Vent Existing 1.09                    67.4% 0.1996
SCE Commercial Miscellaneous WaterHeat Existing 0.35                    40.8% 0.1426
SCE Commercial Miscellaneous Com Cooking Existing 0.27                    94.2% 0.1732
SCE Commercial Miscellaneous Refrig Existing 0.94                    94.9% 0.1251
SCE Commercial Miscellaneous IntLight Existing 2.42                    100.0% 0.1915
SCE Commercial Miscellaneous OfficeEquip Existing 0.30                    95.9% 0.1867
SCE Commercial Miscellaneous ExtLight Existing 1.36                    76.9% 0.0103
SCE Commercial Miscellaneous Misc Existing 2.64                    100.0% 0.1747
SCE Commercial Refrigerated Warehouse Cooling Existing 2.95                    17.0% 0.5442
SCE Commercial Refrigerated Warehouse Heating Existing 0.31                    2.8% 0.0000
SCE Commercial Refrigerated Warehouse Vent Existing 0.88                    17.0% 0.2359
SCE Commercial Refrigerated Warehouse WaterHeat Existing 0.03                    41.3% 0.1703
SCE Commercial Refrigerated Warehouse Com Cooking Existing 0.04                    96.6% 0.2168
SCE Commercial Refrigerated Warehouse Refrig Existing 15.08                  100.0% 0.1390
SCE Commercial Refrigerated Warehouse IntLight Existing 3.23                    100.0% 0.1677
SCE Commercial Refrigerated Warehouse OfficeEquip Existing 0.13                    100.0% 0.1781g q p g
SCE Commercial Refrigerated Warehouse ExtLight Existing 0.33                    91.6% 0.0000
SCE Commercial Refrigerated Warehouse Misc Existing 2.96                    100.0% 0.1649
SCE Commercial Restaurant Cooling Existing 10.10                  77.6% 0.4141
SCE Commercial Restaurant Heating Existing 0.18                    16.4% 0.0044
SCE Commercial Restaurant Vent Existing 5.24                    78.2% 0.1596
SCE Commercial Restaurant WaterHeat Existing 2.50                    17.8% 0.1699
SCE Commercial Restaurant Com Cooking Existing 11.25                  100.0% 0.1674
SCE Commercial Restaurant Refrig Existing 10.41                  100.0% 0.1256
SCE Commercial Restaurant IntLight Existing 7.12                    100.0% 0.1699
SCE Commercial Restaurant OfficeEquip Existing 0.72                    99.5% 0.1651
SCE Commercial Restaurant ExtLight Existing 3.13                    87.5% 0.0184
SCE Commercial Restaurant Misc Existing 1.54                    100.0% 0.1725
SCE Commercial Retail Cooling Existing 3.97                    70.2% 0.5251
SCE Commercial Retail Heating Existing 0.15                    25.0% 0.0000
SCE Commercial Retail Vent Existing 2.69                    71.9% 0.2026
SCE Commercial Retail WaterHeat Existing 0.23                    55.6% 0.1667
SCE Commercial Retail Com Cooking Existing 0.24                    93.6% 0.1950
SCE Commercial Retail Refrig Existing 1.06                    94.3% 0.1279
SCE Commercial Retail IntLight Existing 6.59                    100.0% 0.1752
SCE Commercial Retail OfficeEquip Existing 0.48                    100.0% 0.1797
SCE Commercial Retail ExtLight Existing 1.34                    79.9% 0.0023
SCE Commercial Retail Misc Existing 1.11                    100.0% 0.1696
SCE Commercial School Cooling Existing 1.97                    80.1% 0.3488
SCE Commercial School Heating Existing 0.18                    49.3% 0.0033
SCE Commercial School Vent Existing 1.09                    93.3% 0.1511
SCE Commercial School WaterHeat Existing 0.30                    47.3% 0.0896
SCE Commercial School Com Cooking Existing 0.17                    94.9% 0.0724
SCE Commercial School Refrig Existing 0.54                    98.8% 0.1205
SCE Commercial School IntLight Existing 3.08                    100.0% 0.1195
SCE Commercial School OfficeEquip Existing 0.49                    100.0% 0.0843
SCE Commercial School ExtLight Existing 0.75                    98.4% 0.0000
SCE Commercial School Misc Existing 0.38                    100.0% 0.0638
SCE Commercial Small Office Cooling Existing 3.12                    93.3% 0.6324
SCE Commercial Small Office Heating Existing 0.23                    44.5% 0.0000
SCE Commercial Small Office Vent Existing 1.31                    93.9% 0.2424
SCE Commercial Small Office WaterHeat Existing 0.46                    51.4% 0.1440
SCE Commercial Small Office Com Cooking Existing 0.13                    92.3% 0.2063
SCE Commercial Small Office Refrig Existing 0.60                    95.5% 0.1194
SCE Commercial Small Office IntLight Existing 3.87                    100.0% 0.2268
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SCE Commercial Small Office OfficeEquip Existing 1.63                    99.9% 0.2278
SCE Commercial Small Office ExtLight Existing 1.69                    72.7% 0.0000
SCE Commercial Small Office Misc Existing 1.35                    100.0% 0.1887
SCE Commercial Unrefrigerated Warehouse Cooling Existing 1.96                    17.5% 0.6195
SCE Commercial Unrefrigerated Warehouse Heating Existing 0.34                    10.8% 0.0018
SCE Commercial Unrefrigerated Warehouse Vent Existing 1.66                    19.4% 0.1757
SCE Commercial Unrefrigerated Warehouse WaterHeat Existing 0.06                    75.1% 0.1792
SCE Commercial Unrefrigerated Warehouse Com Cooking Existing 0.02                    92.6% 0.2006
SCE Commercial Unrefrigerated Warehouse Refrig Existing 0.28                    94.5% 0.1237
SCE Commercial Unrefrigerated Warehouse IntLight Existing 2.11                    100.0% 0.1903
SCE Commercial Unrefrigerated Warehouse OfficeEquip Existing 0.23                    100.0% 0.1912
SCE Commercial Unrefrigerated Warehouse ExtLight Existing 0.22                    95.7% 0.0043
SCE Commercial Unrefrigerated Warehouse Misc Existing 0.72                    100.0% 0.1825
SCE Industrial Industrial Proc Heat Existing 1646012453 100% 0.1305
SCE Industrial Industrial Proc Cool Existing 1580236307 100% 0.1854
SCE Industrial Industrial Pumps Existing 2121685364 100% 0.1262
SCE Industrial Industrial Fans Existing 1181978500 100% 0.1267
SCE Industrial Industrial Comp Air Existing 1160564193 100% 0.1309
SCE Industrial Industrial Proc Drives Existing 2945808969 100% 0.1254
SCE Industrial Industrial Ind Lighting Existing 1393696484 100% 0.1761
SCE Industrial Industrial Refrigeration Existing 1044782071 100% 0.1292
SCE Industrial Industrial Ind Other Existing 1040890434 100% 0.1343
SCE Industrial Ag Existing 4288044306 100% 0.1501
SCE Industrial Construction Existing 0 100%
SCE Industrial Mining Existing 1917155230 100% 0.1305
SCE Industrial TCU Existing 4329617795 100% 0.1234
SDG&E Residential Single Family Water Heating Existing 3,253                  5% 0.0955
SDG&E Residential Single Family Clothes Dryer Existing 712                     27% 0.1520
SDG&E Residential Single Family Other Existing 1,969                  100% 0.1252
SDG&E Residential Single Family Cooking Existing 581                     44% 0.1650
SDG&E Residential Single Family Refrigerator Existing 1,038                  124% 0.1035
SDG&E Residential Single Family Freezer Existing 903                     23% 0.1166g y g
SDG&E Residential Single Family Swimming Pool Pump Existing 2,729                  18% 0.1780
SDG&E Residential Single Family Space Heat Existing 2,033                  6%
SDG&E Residential Single Family Furnace Fan Existing 110                     73%
SDG&E Residential Single Family Space Cooling Existing 933                     48% 2.2637
SDG&E Residential Single Family Lighting Existing 1,800                  100% 0.1067
SDG&E Residential Multi Family Water Heating Existing 1,439                  9% 0.0778
SDG&E Residential Multi Family Clothes Dryer Existing 604                     26% 0.1520
SDG&E Residential Multi Family Other Existing 1,004                  100% 0.1252
SDG&E Residential Multi Family Cooking Existing 384                     58% 0.1650
SDG&E Residential Multi Family Refrigerator Existing 920                     103% 0.1035
SDG&E Residential Multi Family Freezer Existing 852                     6% 0.1166
SDG&E Residential Multi Family Swimming Pool Pump Existing -                      0%
SDG&E Residential Multi Family Space Heat Existing 581                     41%
SDG&E Residential Multi Family Furnace Fan Existing 43                       35%
SDG&E Residential Multi Family Space Cooling Existing 268                     46% 2.2637
SDG&E Residential Multi Family Lighting Existing 1,200                  100% 0.1067
SDG&E Commercial College Cooling Existing 2.96                    80.9% 0.4083
SDG&E Commercial College Heating Existing 0.97                    81.9% 0.0922
SDG&E Commercial College Vent Existing 0.93                    81.9% 0.2252
SDG&E Commercial College WaterHeat Existing 0.02                    97.7% 0.1717
SDG&E Commercial College Com Cooking Existing 0.36                    100.0% 0.1526
SDG&E Commercial College Refrig Existing 0.59                    100.0% 0.1244
SDG&E Commercial College IntLight Existing 3.25                    100.0% 0.1918
SDG&E Commercial College OfficeEquip Existing 0.53                    100.0% 0.1705
SDG&E Commercial College ExtLight Existing 1.41                    99.6% 0.0027
SDG&E Commercial College Misc Existing 1.22                    100.0% 0.1840
SDG&E Commercial Food Store Cooling Existing 3.93                    54.8% 0.3825
SDG&E Commercial Food Store Heating Existing 0.16                    12.2% 0.0000
SDG&E Commercial Food Store Vent Existing 3.99                    54.8% 0.1352
SDG&E Commercial Food Store WaterHeat Existing 0.56                    14.0% 0.1569
SDG&E Commercial Food Store Com Cooking Existing 1.54                    92.3% 0.1186
SDG&E Commercial Food Store Refrig Existing 22.80                  100.0% 0.1277
SDG&E Commercial Food Store IntLight Existing 7.81                    100.0% 0.1312
SDG&E Commercial Food Store OfficeEquip Existing 0.40                    100.0% 0.1543
SDG&E Commercial Food Store ExtLight Existing 1.13                    88.0% 0.0407
SDG&E Commercial Food Store Misc Existing 0.92                    100.0% 0.1327
SDG&E Commercial Health Cooling Existing 4.54                    92.7% 0.4045
SDG&E Commercial Health Heating Existing 0.66                    69.1% 0.0420
SDG&E Commercial Health Vent Existing 3.05                    95.0% 0.1302
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SDG&E Commercial Health WaterHeat Existing 0.47                    23.1% 0.1247
SDG&E Commercial Health Com Cooking Existing 0.22                    100.0% 0.1689
SDG&E Commercial Health Refrig Existing 0.61                    100.0% 0.1215
SDG&E Commercial Health IntLight Existing 4.92                    100.0% 0.1238
SDG&E Commercial Health OfficeEquip Existing 0.80                    100.0% 0.1305
SDG&E Commercial Health ExtLight Existing 0.46                    99.6% 0.0479
SDG&E Commercial Health Misc Existing 4.25                    100.0% 0.1159
SDG&E Commercial Large Office Cooling Existing 4.76                    89.5% 0.5396
SDG&E Commercial Large Office Heating Existing 0.69                    70.4% 0.0902
SDG&E Commercial Large Office Vent Existing 3.56                    92.1% 0.1499
SDG&E Commercial Large Office WaterHeat Existing 0.27                    62.8% 0.1171
SDG&E Commercial Large Office Com Cooking Existing 0.15                    96.0% 0.1235
SDG&E Commercial Large Office Refrig Existing 0.73                    97.7% 0.1193
SDG&E Commercial Large Office IntLight Existing 4.45                    100.0% 0.1707
SDG&E Commercial Large Office OfficeEquip Existing 2.96                    100.0% 0.1185
SDG&E Commercial Large Office ExtLight Existing 0.57                    100.0% 0.0383
SDG&E Commercial Large Office Misc Existing 2.20                    100.0% 0.1285
SDG&E Commercial Lodging Cooling Existing 3.73                    89.9% 0.3564
SDG&E Commercial Lodging Heating Existing 0.47                    85.7% 0.0193
SDG&E Commercial Lodging Vent Existing 3.21                    91.0% 0.1648
SDG&E Commercial Lodging WaterHeat Existing 0.05                    5.4% 0.1254
SDG&E Commercial Lodging Com Cooking Existing 0.92                    99.1% 0.1752
SDG&E Commercial Lodging Refrig Existing 1.03                    100.0% 0.1235
SDG&E Commercial Lodging IntLight Existing 5.17                    100.0% 0.0982
SDG&E Commercial Lodging OfficeEquip Existing 0.11                    98.1% 0.1541
SDG&E Commercial Lodging ExtLight Existing 0.58                    100.0% 0.0365
SDG&E Commercial Lodging Misc Existing 1.63                    100.0% 0.1677
SDG&E Commercial Miscellaneous Cooling Existing 1.84                    43.0% 0.5588
SDG&E Commercial Miscellaneous Heating Existing 0.30                    29.6% 0.0063
SDG&E Commercial Miscellaneous Vent Existing 1.19                    56.7% 0.2280
SDG&E Commercial Miscellaneous WaterHeat Existing 0.39                    32.6% 0.1494
SDG&E Commercial Miscellaneous Com Cooking Existing 0.13                    89.2% 0.1689g g
SDG&E Commercial Miscellaneous Refrig Existing 0.60                    98.8% 0.1220
SDG&E Commercial Miscellaneous IntLight Existing 2.65                    100.0% 0.1910
SDG&E Commercial Miscellaneous OfficeEquip Existing 0.37                    100.0% 0.1380
SDG&E Commercial Miscellaneous ExtLight Existing 1.16                    95.9% 0.1742
SDG&E Commercial Miscellaneous Misc Existing 3.20                    100.0% 0.1535
SDG&E Commercial Refrigerated Warehouse Cooling Existing 4.65                    14.6% 0.5442
SDG&E Commercial Refrigerated Warehouse Heating Existing 1.84                    4.7% 0.0000
SDG&E Commercial Refrigerated Warehouse Vent Existing 4.58                    40.6% 0.1547
SDG&E Commercial Refrigerated Warehouse WaterHeat Existing 0.41                    39.6% 0.0939
SDG&E Commercial Refrigerated Warehouse Com Cooking Existing 0.12                    100.0% 0.2168
SDG&E Commercial Refrigerated Warehouse Refrig Existing 22.72                  100.0% 0.1288
SDG&E Commercial Refrigerated Warehouse IntLight Existing 4.18                    100.0% 0.2255
SDG&E Commercial Refrigerated Warehouse OfficeEquip Existing 0.36                    100.0% 0.1334
SDG&E Commercial Refrigerated Warehouse ExtLight Existing 0.46                    100.0% 0.0591
SDG&E Commercial Refrigerated Warehouse Misc Existing 4.68                    100.0% 0.1548
SDG&E Commercial Restaurant Cooling Existing 9.33                    68.9% 0.4141
SDG&E Commercial Restaurant Heating Existing 0.53                    28.3% 0.0000
SDG&E Commercial Restaurant Vent Existing 5.69                    74.3% 0.1856
SDG&E Commercial Restaurant WaterHeat Existing 1.73                    30.0% 0.1699
SDG&E Commercial Restaurant Com Cooking Existing 10.59                  95.2% 0.1784
SDG&E Commercial Restaurant Refrig Existing 10.36                  100.0% 0.1276
SDG&E Commercial Restaurant IntLight Existing 6.78                    100.0% 0.1025
SDG&E Commercial Restaurant OfficeEquip Existing 0.78                    95.6% 0.1645
SDG&E Commercial Restaurant ExtLight Existing 2.24                    86.5% 0.0708
SDG&E Commercial Restaurant Misc Existing 2.50                    100.0% 0.1440
SDG&E Commercial Retail Cooling Existing 3.88                    62.3% 0.5251
SDG&E Commercial Retail Heating Existing 0.34                    25.3% 0.0207
SDG&E Commercial Retail Vent Existing 2.40                    67.6% 0.1624
SDG&E Commercial Retail WaterHeat Existing 0.48                    53.3% 0.1577
SDG&E Commercial Retail Com Cooking Existing 0.29                    89.4% 0.1729
SDG&E Commercial Retail Refrig Existing 1.52                    93.3% 0.1251
SDG&E Commercial Retail IntLight Existing 6.72                    100.0% 0.2183
SDG&E Commercial Retail OfficeEquip Existing 0.58                    100.0% 0.1642
SDG&E Commercial Retail ExtLight Existing 1.37                    89.5% 0.0558
SDG&E Commercial Retail Misc Existing 0.91                    100.0% 0.1834
SDG&E Commercial School Cooling Existing 1.17                    84.1% 0.3488
SDG&E Commercial School Heating Existing 0.27                    80.7% 0.0013
SDG&E Commercial School Vent Existing 0.96                    88.8% 0.0918
SDG&E Commercial School WaterHeat Existing 0.13                    80.1% 0.0790
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SDG&E Commercial School Com Cooking Existing 0.08                    100.0% 0.0613
SDG&E Commercial School Refrig Existing 0.41                    100.0% 0.1142
SDG&E Commercial School IntLight Existing 2.66                    100.0% 0.2145
SDG&E Commercial School OfficeEquip Existing 0.50                    100.0% 0.0435
SDG&E Commercial School ExtLight Existing 0.69                    100.0% 0.0975
SDG&E Commercial School Misc Existing 0.19                    100.0% 0.0737
SDG&E Commercial Small Office Cooling Existing 2.44                    92.6% 0.6324
SDG&E Commercial Small Office Heating Existing 0.38                    80.0% 0.0000
SDG&E Commercial Small Office Vent Existing 1.14                    93.4% 0.2213
SDG&E Commercial Small Office WaterHeat Existing 0.52                    70.3% 0.1326
SDG&E Commercial Small Office Com Cooking Existing 0.19                    92.2% 0.1361
SDG&E Commercial Small Office Refrig Existing 0.87                    87.2% 0.1165
SDG&E Commercial Small Office IntLight Existing 3.94                    100.0% 0.2389
SDG&E Commercial Small Office OfficeEquip Existing 2.23                    100.0% 0.1494
SDG&E Commercial Small Office ExtLight Existing 1.46                    54.7% 0.0188
SDG&E Commercial Small Office Misc Existing 0.23                    100.0% 0.1387
SDG&E Commercial Unrefrigerated Warehouse Cooling Existing 2.59                    25.0% 0.6195
SDG&E Commercial Unrefrigerated Warehouse Heating Existing 0.20                    11.7% 0.0000
SDG&E Commercial Unrefrigerated Warehouse Vent Existing 1.79                    25.0% 0.2456
SDG&E Commercial Unrefrigerated Warehouse WaterHeat Existing 0.12                    74.7% 0.1291
SDG&E Commercial Unrefrigerated Warehouse Com Cooking Existing 0.12                    100.0% 0.1712
SDG&E Commercial Unrefrigerated Warehouse Refrig Existing 0.35                    99.3% 0.1235
SDG&E Commercial Unrefrigerated Warehouse IntLight Existing 1.97                    100.0% 0.2257
SDG&E Commercial Unrefrigerated Warehouse OfficeEquip Existing 0.31                    99.3% 0.1422
SDG&E Commercial Unrefrigerated Warehouse ExtLight Existing 0.25                    97.8% 0.0455
SDG&E Commercial Unrefrigerated Warehouse Misc Existing 0.35                    100.0% 0.1809
SDG&E Industrial Industrial Proc Heat Existing 144474153.5 100% 0.1385
SDG&E Industrial Industrial Proc Cool Existing 235558314.6 100% 0.1922
SDG&E Industrial Industrial Pumps Existing 168267367.1 100% 0.1314
SDG&E Industrial Industrial Fans Existing 82986206.32 100% 0.1340
SDG&E Industrial Industrial Comp Air Existing 132731885.6 100% 0.1381
SDG&E Industrial Industrial Proc Drives Existing 253612193.6 100% 0.1312g
SDG&E Industrial Industrial Ind Lighting Existing 179203885.5 100% 0.1749
SDG&E Industrial Industrial Refrigeration Existing 116805449.4 100% 0.1319
SDG&E Industrial Industrial Ind Other Existing 139510544.3 100% 0.1373
SDG&E Industrial Ag Ag Existing 189180000 100% 0.2276
SDG&E Industrial Construction Construction Existing 0 100%
SDG&E Industrial Mining Mining Existing 311970000 100% 0.1772
SDG&E Industrial TCU TCU Existing 1753430000 100% 0.1772
PG&E Residential Single Family Water Heating New 3,948                  7% 0.1135
PG&E Residential Single Family Clothes Dryer New 823                     58% 0.1536
PG&E Residential Single Family Other New 2,468                  100% 0.1262
PG&E Residential Single Family Cooking New 649                     54% 0.3195
PG&E Residential Single Family Refrigerator New 921                     131% 0.1157
PG&E Residential Single Family Freezer New 914                     31% 0.1167
PG&E Residential Single Family Swimming Pool Pump New 2,730                  16% 0.1068
PG&E Residential Single Family Space Heat New 4,219                  3%
PG&E Residential Single Family Furnace Fan New 260                     95%
PG&E Residential Single Family Space Cooling New 1,415                  87% 1.8856
PG&E Residential Single Family Lighting New 1,800                  100% 0.1262
PG&E Residential Multi Family Water Heating New 2,056                  7% 0.1005
PG&E Residential Multi Family Clothes Dryer New 596                     32% 0.1536
PG&E Residential Multi Family Other New 1,402                  100% 0.1262
PG&E Residential Multi Family Cooking New 465                     67% 0.3195
PG&E Residential Multi Family Refrigerator New 725                     112% 0.1157
PG&E Residential Multi Family Freezer New 843                     8% 0.1167
PG&E Residential Multi Family Swimming Pool Pump New -                      5%
PG&E Residential Multi Family Space Heat New 1,404                  16%
PG&E Residential Multi Family Furnace Fan New 108                     64%
PG&E Residential Multi Family Space Cooling New 742                     66% 2.0678
PG&E Residential Multi Family Lighting New 1,200                  100% 0.1262
PG&E Commercial College Cooling New 1.54                    72.7% 0.6395
PG&E Commercial College Heating New 0.46                    83.1% 0.0680
PG&E Commercial College Vent New 2.50                    92.4% 0.1633
PG&E Commercial College WaterHeat New 0.40                    31.4% 0.1886
PG&E Commercial College Com Cooking New 0.34                    80.2% 0.1841
PG&E Commercial College Refrig New 0.54                    75.3% 0.1183
PG&E Commercial College IntLight New 3.03                    100.0% 0.1638
PG&E Commercial College OfficeEquip New 0.39                    100.0% 0.1402
PG&E Commercial College ExtLight New 0.66                    93.6% 0.0073
PG&E Commercial College Misc New 0.90                    100.0% 0.1140
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PG&E Commercial Food Store Cooling New 2.51                    69.5% 0.6388
PG&E Commercial Food Store Heating New 0.17                    12.1% 0.0029
PG&E Commercial Food Store Vent New 2.50                    77.2% 0.1460
PG&E Commercial Food Store WaterHeat New 0.74                    14.8% 0.1417
PG&E Commercial Food Store Com Cooking New 2.14                    82.7% 0.1280
PG&E Commercial Food Store Refrig New 18.40                  100.0% 0.1332
PG&E Commercial Food Store IntLight New 6.48                    100.0% 0.1429
PG&E Commercial Food Store OfficeEquip New 0.30                    99.1% 0.1586
PG&E Commercial Food Store ExtLight New 0.70                    98.1% 0.0239
PG&E Commercial Food Store Misc New 1.00                    100.0% 0.1498
PG&E Commercial Health Cooling New 2.87                    87.4% 0.5537
PG&E Commercial Health Heating New 0.75                    79.3% 0.0329
PG&E Commercial Health Vent New 3.38                    97.0% 0.1383
PG&E Commercial Health WaterHeat New 0.17                    26.9% 0.1247
PG&E Commercial Health Com Cooking New 0.43                    100.0% 0.1602
PG&E Commercial Health Refrig New 0.56                    100.0% 0.1219
PG&E Commercial Health IntLight New 3.64                    100.0% 0.1436
PG&E Commercial Health OfficeEquip New 0.62                    100.0% 0.1343
PG&E Commercial Health ExtLight New 0.41                    96.7% 0.0131
PG&E Commercial Health Misc New 2.74                    100.0% 0.1326
PG&E Commercial Large Office Cooling New 2.70                    92.2% 0.5893
PG&E Commercial Large Office Heating New 0.54                    77.2% 0.0415
PG&E Commercial Large Office Vent New 2.50                    95.5% 0.2870
PG&E Commercial Large Office WaterHeat New 0.17                    52.9% 0.1183
PG&E Commercial Large Office Com Cooking New 0.10                    98.7% 0.1554
PG&E Commercial Large Office Refrig New 0.28                    98.0% 0.1193
PG&E Commercial Large Office IntLight New 3.39                    100.0% 0.1665
PG&E Commercial Large Office OfficeEquip New 2.98                    100.0% 0.1242
PG&E Commercial Large Office ExtLight New 0.28                    92.7% 0.0146
PG&E Commercial Large Office Misc New 1.05                    100.0% 0.1228
PG&E Commercial Lodging Cooling New 1.50                    80.8% 0.5630
PG&E Commercial Lodging Heating New 0.42                    89.9% 0.0036g g g
PG&E Commercial Lodging Vent New 1.29                    94.1% 0.1334
PG&E Commercial Lodging WaterHeat New 0.81                    4.6% 0.1202
PG&E Commercial Lodging Com Cooking New 0.52                    92.8% 0.1601
PG&E Commercial Lodging Refrig New 0.61                    100.0% 0.1224
PG&E Commercial Lodging IntLight New 2.30                    100.0% 0.1286
PG&E Commercial Lodging OfficeEquip New 0.10                    93.4% 0.1254
PG&E Commercial Lodging ExtLight New 0.50                    88.2% 0.0104
PG&E Commercial Lodging Misc New 1.06                    100.0% 0.1473
PG&E Commercial Miscellaneous Cooling New 1.10                    57.7% 0.9560
PG&E Commercial Miscellaneous Heating New 0.40                    21.2% 0.0032
PG&E Commercial Miscellaneous Vent New 1.07                    69.5% 0.2249
PG&E Commercial Miscellaneous WaterHeat New 0.26                    35.3% 0.1474
PG&E Commercial Miscellaneous Com Cooking New 0.31                    77.8% 0.1751
PG&E Commercial Miscellaneous Refrig New 0.81                    83.6% 0.1254
PG&E Commercial Miscellaneous IntLight New 2.20                    98.9% 0.1539
PG&E Commercial Miscellaneous OfficeEquip New 0.34                    92.0% 0.1442
PG&E Commercial Miscellaneous ExtLight New 0.82                    93.9% 0.0619
PG&E Commercial Miscellaneous Misc New 1.58                    100.0% 0.1495
PG&E Commercial Refrigerated Warehouse Cooling New 1.90                    9.7% 0.6717
PG&E Commercial Refrigerated Warehouse Heating New 0.45                    4.0% 0.0014
PG&E Commercial Refrigerated Warehouse Vent New 1.88                    10.4% 0.2919
PG&E Commercial Refrigerated Warehouse WaterHeat New 0.03                    63.8% 0.1421
PG&E Commercial Refrigerated Warehouse Com Cooking New 0.03                    80.5% 0.1461
PG&E Commercial Refrigerated Warehouse Refrig New 9.98                    100.0% 0.1771
PG&E Commercial Refrigerated Warehouse IntLight New 1.99                    100.0% 0.1581
PG&E Commercial Refrigerated Warehouse OfficeEquip New 0.14                    98.6% 0.1642
PG&E Commercial Refrigerated Warehouse ExtLight New 0.29                    100.0% 0.0162
PG&E Commercial Refrigerated Warehouse Misc New 1.94                    100.0% 0.1575
PG&E Commercial Restaurant Cooling New 4.58                    61.7% 0.7148
PG&E Commercial Restaurant Heating New 0.14                    8.7% 0.0000
PG&E Commercial Restaurant Vent New 2.19                    75.2% 0.3175
PG&E Commercial Restaurant WaterHeat New 1.71                    14.0% 0.1335
PG&E Commercial Restaurant Com Cooking New 7.54                    100.0% 0.1887
PG&E Commercial Restaurant Refrig New 7.28                    100.0% 0.1259
PG&E Commercial Restaurant IntLight New 4.57                    100.0% 0.1864
PG&E Commercial Restaurant OfficeEquip New 0.43                    98.1% 0.1946
PG&E Commercial Restaurant ExtLight New 1.32                    87.8% 0.0662
PG&E Commercial Restaurant Misc New 0.80                    100.0% 0.1857
PG&E Commercial Retail Cooling New 1.62                    77.7% 0.8049
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PG&E Commercial Retail Heating New 0.56                    15.8% 0.0008
PG&E Commercial Retail Vent New 1.54                    84.3% 0.1898
PG&E Commercial Retail WaterHeat New 0.18                    52.5% 0.1369
PG&E Commercial Retail Com Cooking New 0.20                    81.7% 0.1580
PG&E Commercial Retail Refrig New 0.92                    84.3% 0.1283
PG&E Commercial Retail IntLight New 4.26                    100.0% 0.1612
PG&E Commercial Retail OfficeEquip New 0.39                    100.0% 0.1609
PG&E Commercial Retail ExtLight New 0.60                    82.7% 0.0745
PG&E Commercial Retail Misc New 0.92                    100.0% 0.1615
PG&E Commercial School Cooling New 0.92                    72.8% 0.5953
PG&E Commercial School Heating New 0.14                    66.1% 0.0000
PG&E Commercial School Vent New 0.75                    97.9% 0.1451
PG&E Commercial School WaterHeat New 0.13                    35.5% 0.0543
PG&E Commercial School Com Cooking New 0.18                    99.6% 0.0390
PG&E Commercial School Refrig New 0.39                    99.6% 0.1145
PG&E Commercial School IntLight New 2.18                    100.0% 0.0764
PG&E Commercial School OfficeEquip New 0.29                    100.0% 0.0617
PG&E Commercial School ExtLight New 0.62                    95.8% 0.0163
PG&E Commercial School Misc New 0.30                    100.0% 0.0434
PG&E Commercial Small Office Cooling New 2.30                    86.1% 1.0747
PG&E Commercial Small Office Heating New 0.60                    32.1% 0.0000
PG&E Commercial Small Office Vent New 1.29                    88.7% 0.2722
PG&E Commercial Small Office WaterHeat New 0.25                    65.3% 0.1260
PG&E Commercial Small Office Com Cooking New 0.05                    95.8% 0.1234
PG&E Commercial Small Office Refrig New 0.42                    94.0% 0.1152
PG&E Commercial Small Office IntLight New 3.04                    100.0% 0.1668
PG&E Commercial Small Office OfficeEquip New 2.33                    98.4% 0.1341
PG&E Commercial Small Office ExtLight New 0.70                    82.3% 0.0109
PG&E Commercial Small Office Misc New 0.97                    100.0% 0.1360
PG&E Commercial Unrefrigerated Warehouse Cooling New 0.61                    33.7% 1.2849
PG&E Commercial Unrefrigerated Warehouse Heating New 0.25                    8.6% 0.0000
PG&E Commercial Unrefrigerated Warehouse Vent New 0.30                    47.4% 0.3186g
PG&E Commercial Unrefrigerated Warehouse WaterHeat New 0.06                    60.1% 0.1380
PG&E Commercial Unrefrigerated Warehouse Com Cooking New 0.02                    91.0% 0.1313
PG&E Commercial Unrefrigerated Warehouse Refrig New 0.26                    88.9% 0.1282
PG&E Commercial Unrefrigerated Warehouse IntLight New 2.00                    100.0% 0.1572
PG&E Commercial Unrefrigerated Warehouse OfficeEquip New 0.20                    97.1% 0.1557
PG&E Commercial Unrefrigerated Warehouse ExtLight New 0.36                    88.3% 0.0124
PG&E Commercial Unrefrigerated Warehouse Misc New 0.74                    100.0% 0.1703

SCE Residential Single Family Water Heating New 4,046                  1% 0.1063
SCE Residential Single Family Clothes Dryer New 903                     23% 0.1765
SCE Residential Single Family Other New 2,534                  100% 0.1006
SCE Residential Single Family Cooking New 1,105                  22% 0.1888
SCE Residential Single Family Refrigerator New 929                     130% 0.1135
SCE Residential Single Family Freezer New 957                     21% 0.1291
SCE Residential Single Family Swimming Pool Pump New 2,942                  19% 0.2067
SCE Residential Single Family Space Heat New 3,459                  0%
SCE Residential Single Family Furnace Fan New 169                     94%
SCE Residential Single Family Space Cooling New 1,825                  101% 1.7246
SCE Residential Single Family Lighting New 1,800                  100% 0.1224
SCE Residential Multi Family Water Heating New 2,264                  6% 0.0865
SCE Residential Multi Family Clothes Dryer New 716                     21% 0.1765
SCE Residential Multi Family Other New 1,377                  100% 0.1006
SCE Residential Multi Family Cooking New 707                     30% 0.1888
SCE Residential Multi Family Refrigerator New 750                     112% 0.1135
SCE Residential Multi Family Freezer New 1,022                  7% 0.1291
SCE Residential Multi Family Swimming Pool Pump New -                      5%
SCE Residential Multi Family Space Heat New 1,589                  12%
SCE Residential Multi Family Furnace Fan New 64                       63%
SCE Residential Multi Family Space Cooling New 1,093                  87% 1.7607
SCE Residential Multi Family Lighting New 1,200                  100% 0.1224
SCE Commercial College Cooling New 1.90                    89.9% 0.4083
SCE Commercial College Heating New 1.14                    82.8% 0.0650
SCE Commercial College Vent New 1.73                    92.2% 0.1527
SCE Commercial College WaterHeat New 0.25                    45.8% 0.1669
SCE Commercial College Com Cooking New 0.17                    75.9% 0.1956
SCE Commercial College Refrig New 0.25                    99.4% 0.1245
SCE Commercial College IntLight New 3.61                    100.0% 0.1834
SCE Commercial College OfficeEquip New 0.90                    100.0% 0.1705
SCE Commercial College ExtLight New 0.56                    96.7% 0.0000
SCE Commercial College Misc New 1.12                    100.0% 0.1840
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SCE Commercial Food Store Cooling New 4.82                    59.5% 0.3825
SCE Commercial Food Store Heating New 0.73                    17.0% 0.0006
SCE Commercial Food Store Vent New 3.60                    61.7% 0.1360
SCE Commercial Food Store WaterHeat New 0.30                    39.5% 0.1494
SCE Commercial Food Store Com Cooking New 1.61                    84.1% 0.1256
SCE Commercial Food Store Refrig New 17.39                  100.0% 0.1366
SCE Commercial Food Store IntLight New 7.20                    100.0% 0.1364
SCE Commercial Food Store OfficeEquip New 0.30                    97.8% 0.1635
SCE Commercial Food Store ExtLight New 0.97                    85.4% 0.0155
SCE Commercial Food Store Misc New 0.97                    100.0% 0.1394
SCE Commercial Health Cooling New 3.72                    91.7% 0.4045
SCE Commercial Health Heating New 0.89                    68.3% 0.0472
SCE Commercial Health Vent New 3.53                    95.2% 0.1609
SCE Commercial Health WaterHeat New 0.38                    18.8% 0.1307
SCE Commercial Health Com Cooking New 0.34                    97.9% 0.1845
SCE Commercial Health Refrig New 0.59                    99.5% 0.1232
SCE Commercial Health IntLight New 3.93                    100.0% 0.1675
SCE Commercial Health OfficeEquip New 0.73                    99.8% 0.1735
SCE Commercial Health ExtLight New 0.55                    97.7% 0.0092
SCE Commercial Health Misc New 2.70                    100.0% 0.1610
SCE Commercial Large Office Cooling New 3.41                    92.8% 0.5396
SCE Commercial Large Office Heating New 0.26                    78.1% 0.0334
SCE Commercial Large Office Vent New 2.57                    93.9% 0.2509
SCE Commercial Large Office WaterHeat New 0.19                    47.0% 0.1341
SCE Commercial Large Office Com Cooking New 0.08                    97.5% 0.1827
SCE Commercial Large Office Refrig New 0.31                    98.5% 0.1231
SCE Commercial Large Office IntLight New 3.76                    100.0% 0.1827
SCE Commercial Large Office OfficeEquip New 2.70                    100.0% 0.1521
SCE Commercial Large Office ExtLight New 0.57                    98.7% 0.0204
SCE Commercial Large Office Misc New 1.06                    100.0% 0.1629
SCE Commercial Lodging Cooling New 2.75                    87.6% 0.3564
SCE Commercial Lodging Heating New 0.34                    81.7% 0.0305g g g
SCE Commercial Lodging Vent New 1.51                    92.3% 0.1508
SCE Commercial Lodging WaterHeat New -                      0.0% 0.0000
SCE Commercial Lodging Com Cooking New 0.60                    94.8% 0.1621
SCE Commercial Lodging Refrig New 0.78                    99.4% 0.1237
SCE Commercial Lodging IntLight New 2.92                    100.0% 0.1235
SCE Commercial Lodging OfficeEquip New 0.19                    99.0% 0.1484
SCE Commercial Lodging ExtLight New 0.58                    94.8% 0.0081
SCE Commercial Lodging Misc New 1.53                    100.0% 0.1388
SCE Commercial Miscellaneous Cooling New 1.81                    61.0% 0.5588
SCE Commercial Miscellaneous Heating New 0.23                    24.1% 0.0202
SCE Commercial Miscellaneous Vent New 0.87                    67.4% 0.1996
SCE Commercial Miscellaneous WaterHeat New 0.28                    40.8% 0.1426
SCE Commercial Miscellaneous Com Cooking New 0.22                    94.2% 0.1732
SCE Commercial Miscellaneous Refrig New 0.75                    94.9% 0.1251
SCE Commercial Miscellaneous IntLight New 1.94                    100.0% 0.1915
SCE Commercial Miscellaneous OfficeEquip New 0.24                    95.9% 0.1867
SCE Commercial Miscellaneous ExtLight New 1.09                    76.9% 0.0103
SCE Commercial Miscellaneous Misc New 2.11                    100.0% 0.1747
SCE Commercial Refrigerated Warehouse Cooling New 2.36                    17.0% 0.5442
SCE Commercial Refrigerated Warehouse Heating New 0.25                    2.8% 0.0000
SCE Commercial Refrigerated Warehouse Vent New 0.70                    17.0% 0.2359
SCE Commercial Refrigerated Warehouse WaterHeat New 0.02                    41.3% 0.1703
SCE Commercial Refrigerated Warehouse Com Cooking New 0.03                    96.6% 0.2168
SCE Commercial Refrigerated Warehouse Refrig New 12.06                  100.0% 0.1390
SCE Commercial Refrigerated Warehouse IntLight New 2.58                    100.0% 0.1677
SCE Commercial Refrigerated Warehouse OfficeEquip New 0.10                    100.0% 0.1781
SCE Commercial Refrigerated Warehouse ExtLight New 0.26                    91.6% 0.0000
SCE Commercial Refrigerated Warehouse Misc New 2.37                    100.0% 0.1649
SCE Commercial Restaurant Cooling New 8.08                    77.6% 0.4141
SCE Commercial Restaurant Heating New 0.14                    16.4% 0.0044
SCE Commercial Restaurant Vent New 4.19                    78.2% 0.1596
SCE Commercial Restaurant WaterHeat New 2.00                    17.8% 0.1699
SCE Commercial Restaurant Com Cooking New 9.00                    100.0% 0.1674
SCE Commercial Restaurant Refrig New 8.33                    100.0% 0.1256
SCE Commercial Restaurant IntLight New 5.70                    100.0% 0.1699
SCE Commercial Restaurant OfficeEquip New 0.58                    99.5% 0.1651
SCE Commercial Restaurant ExtLight New 2.50                    87.5% 0.0184
SCE Commercial Restaurant Misc New 1.23                    100.0% 0.1725
SCE Commercial Retail Cooling New 3.18                    70.2% 0.5251
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SCE Commercial Retail Heating New 0.12                    25.0% 0.0000
SCE Commercial Retail Vent New 2.15                    71.9% 0.2026
SCE Commercial Retail WaterHeat New 0.18                    55.6% 0.1667
SCE Commercial Retail Com Cooking New 0.19                    93.6% 0.1950
SCE Commercial Retail Refrig New 0.85                    94.3% 0.1279
SCE Commercial Retail IntLight New 5.27                    100.0% 0.1752
SCE Commercial Retail OfficeEquip New 0.38                    100.0% 0.1797
SCE Commercial Retail ExtLight New 1.07                    79.9% 0.0023
SCE Commercial Retail Misc New 0.89                    100.0% 0.1696
SCE Commercial School Cooling New 1.58                    80.1% 0.3488
SCE Commercial School Heating New 0.14                    49.3% 0.0033
SCE Commercial School Vent New 0.87                    93.3% 0.1511
SCE Commercial School WaterHeat New 0.24                    47.3% 0.0896
SCE Commercial School Com Cooking New 0.14                    94.9% 0.0724
SCE Commercial School Refrig New 0.43                    98.8% 0.1205
SCE Commercial School IntLight New 2.46                    100.0% 0.1195
SCE Commercial School OfficeEquip New 0.39                    100.0% 0.0843
SCE Commercial School ExtLight New 0.60                    98.4% 0.0000
SCE Commercial School Misc New 0.30                    100.0% 0.0638
SCE Commercial Small Office Cooling New 2.50                    93.3% 0.6324
SCE Commercial Small Office Heating New 0.18                    44.5% 0.0000
SCE Commercial Small Office Vent New 1.05                    93.9% 0.2424
SCE Commercial Small Office WaterHeat New 0.37                    51.4% 0.1440
SCE Commercial Small Office Com Cooking New 0.10                    92.3% 0.2063
SCE Commercial Small Office Refrig New 0.48                    95.5% 0.1194
SCE Commercial Small Office IntLight New 3.10                    100.0% 0.2268
SCE Commercial Small Office OfficeEquip New 1.30                    99.9% 0.2278
SCE Commercial Small Office ExtLight New 1.35                    72.7% 0.0000
SCE Commercial Small Office Misc New 1.08                    100.0% 0.1887
SCE Commercial Unrefrigerated Warehouse Cooling New 1.57                    17.5% 0.6195
SCE Commercial Unrefrigerated Warehouse Heating New 0.27                    10.8% 0.0018
SCE Commercial Unrefrigerated Warehouse Vent New 1.33                    19.4% 0.1757g
SCE Commercial Unrefrigerated Warehouse WaterHeat New 0.05                    75.1% 0.1792
SCE Commercial Unrefrigerated Warehouse Com Cooking New 0.02                    92.6% 0.2006
SCE Commercial Unrefrigerated Warehouse Refrig New 0.22                    94.5% 0.1237
SCE Commercial Unrefrigerated Warehouse IntLight New 1.69                    100.0% 0.1903
SCE Commercial Unrefrigerated Warehouse OfficeEquip New 0.18                    100.0% 0.1912
SCE Commercial Unrefrigerated Warehouse ExtLight New 0.18                    95.7% 0.0043
SCE Commercial Unrefrigerated Warehouse Misc New 0.58                    100.0% 0.1825
SDG&E Residential Single Family Water Heating New 3,950                  3% 0.0955
SDG&E Residential Single Family Clothes Dryer New 800                     31% 0.1520
SDG&E Residential Single Family Other New 2,326                  100% 0.1252
SDG&E Residential Single Family Cooking New 670                     42% 0.1650
SDG&E Residential Single Family Refrigerator New 883                     132% 0.1035
SDG&E Residential Single Family Freezer New 831                     24% 0.1166
SDG&E Residential Single Family Swimming Pool Pump New 2,716                  23% 0.1780
SDG&E Residential Single Family Space Heat New 2,335                  3%
SDG&E Residential Single Family Furnace Fan New 132                     100%
SDG&E Residential Single Family Space Cooling New 906                     75% 2.2637
SDG&E Residential Single Family Lighting New 1,800                  100% 0.1067
SDG&E Residential Multi Family Water Heating New 1,722                  7% 0.0778
SDG&E Residential Multi Family Clothes Dryer New 680                     30% 0.1520
SDG&E Residential Multi Family Other New 1,168                  100% 0.1252
SDG&E Residential Multi Family Cooking New 443                     57% 0.1650
SDG&E Residential Multi Family Refrigerator New 721                     110% 0.1035
SDG&E Residential Multi Family Freezer New 785                     7% 0.1166
SDG&E Residential Multi Family Swimming Pool Pump New -                      5%
SDG&E Residential Multi Family Space Heat New 645                     29%
SDG&E Residential Multi Family Furnace Fan New 51                       62%
SDG&E Residential Multi Family Space Cooling New 392                     68% 2.2637
SDG&E Residential Multi Family Lighting New 1,200                  100% 0.1067
SDG&E Commercial College Cooling New 2.37                    80.9% 0.4083
SDG&E Commercial College Heating New 0.78                    81.9% 0.0922
SDG&E Commercial College Vent New 0.74                    81.9% 0.2252
SDG&E Commercial College WaterHeat New 0.02                    97.7% 0.1717
SDG&E Commercial College Com Cooking New 0.29                    100.0% 0.1526
SDG&E Commercial College Refrig New 0.47                    100.0% 0.1244
SDG&E Commercial College IntLight New 2.60                    100.0% 0.1918
SDG&E Commercial College OfficeEquip New 0.42                    100.0% 0.1705
SDG&E Commercial College ExtLight New 1.13                    99.6% 0.0027
SDG&E Commercial College Misc New 0.98                    100.0% 0.1840
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SDG&E Commercial Food Store Cooling New 3.14                    54.8% 0.3825
SDG&E Commercial Food Store Heating New 0.13                    12.2% 0.0000
SDG&E Commercial Food Store Vent New 3.19                    54.8% 0.1352
SDG&E Commercial Food Store WaterHeat New 0.45                    14.0% 0.1569
SDG&E Commercial Food Store Com Cooking New 1.23                    92.3% 0.1186
SDG&E Commercial Food Store Refrig New 18.24                  100.0% 0.1277
SDG&E Commercial Food Store IntLight New 6.25                    100.0% 0.1312
SDG&E Commercial Food Store OfficeEquip New 0.32                    100.0% 0.1543
SDG&E Commercial Food Store ExtLight New 0.90                    88.0% 0.0407
SDG&E Commercial Food Store Misc New 0.74                    100.0% 0.1327
SDG&E Commercial Health Cooling New 3.63                    92.7% 0.4045
SDG&E Commercial Health Heating New 0.53                    69.1% 0.0420
SDG&E Commercial Health Vent New 2.44                    95.0% 0.1302
SDG&E Commercial Health WaterHeat New 0.38                    23.1% 0.1247
SDG&E Commercial Health Com Cooking New 0.18                    100.0% 0.1689
SDG&E Commercial Health Refrig New 0.49                    100.0% 0.1215
SDG&E Commercial Health IntLight New 3.94                    100.0% 0.1238
SDG&E Commercial Health OfficeEquip New 0.64                    100.0% 0.1305
SDG&E Commercial Health ExtLight New 0.37                    99.6% 0.0479
SDG&E Commercial Health Misc New 3.40                    100.0% 0.1159
SDG&E Commercial Large Office Cooling New 3.81                    89.5% 0.5396
SDG&E Commercial Large Office Heating New 0.55                    70.4% 0.0902
SDG&E Commercial Large Office Vent New 2.85                    92.1% 0.1499
SDG&E Commercial Large Office WaterHeat New 0.22                    62.8% 0.1171
SDG&E Commercial Large Office Com Cooking New 0.12                    96.0% 0.1235
SDG&E Commercial Large Office Refrig New 0.58                    97.7% 0.1193
SDG&E Commercial Large Office IntLight New 3.56                    100.0% 0.1707
SDG&E Commercial Large Office OfficeEquip New 2.37                    100.0% 0.1185
SDG&E Commercial Large Office ExtLight New 0.46                    100.0% 0.0383
SDG&E Commercial Large Office Misc New 1.76                    100.0% 0.1285
SDG&E Commercial Lodging Cooling New 2.98                    89.9% 0.3564
SDG&E Commercial Lodging Heating New 0.38                    85.7% 0.0193g g g
SDG&E Commercial Lodging Vent New 2.57                    91.0% 0.1648
SDG&E Commercial Lodging WaterHeat New 0.04                    5.4% 0.1254
SDG&E Commercial Lodging Com Cooking New 0.74                    99.1% 0.1752
SDG&E Commercial Lodging Refrig New 0.82                    100.0% 0.1235
SDG&E Commercial Lodging IntLight New 4.14                    100.0% 0.0982
SDG&E Commercial Lodging OfficeEquip New 0.09                    98.1% 0.1541
SDG&E Commercial Lodging ExtLight New 0.46                    100.0% 0.0365
SDG&E Commercial Lodging Misc New 1.30                    100.0% 0.1677
SDG&E Commercial Miscellaneous Cooling New 1.47                    43.0% 0.5588
SDG&E Commercial Miscellaneous Heating New 0.24                    29.6% 0.0063
SDG&E Commercial Miscellaneous Vent New 0.95                    56.7% 0.2280
SDG&E Commercial Miscellaneous WaterHeat New 0.31                    32.6% 0.1494
SDG&E Commercial Miscellaneous Com Cooking New 0.10                    89.2% 0.1689
SDG&E Commercial Miscellaneous Refrig New 0.48                    98.8% 0.1220
SDG&E Commercial Miscellaneous IntLight New 2.12                    100.0% 0.1910
SDG&E Commercial Miscellaneous OfficeEquip New 0.30                    100.0% 0.1380
SDG&E Commercial Miscellaneous ExtLight New 0.93                    95.9% 0.1742
SDG&E Commercial Miscellaneous Misc New 2.56                    100.0% 0.1535
SDG&E Commercial Refrigerated Warehouse Cooling New 3.72                    14.6% 0.5442
SDG&E Commercial Refrigerated Warehouse Heating New 1.47                    4.7% 0.0000
SDG&E Commercial Refrigerated Warehouse Vent New 3.66                    40.6% 0.1547
SDG&E Commercial Refrigerated Warehouse WaterHeat New 0.33                    39.6% 0.0939
SDG&E Commercial Refrigerated Warehouse Com Cooking New 0.10                    100.0% 0.2168
SDG&E Commercial Refrigerated Warehouse Refrig New 18.18                  100.0% 0.1288
SDG&E Commercial Refrigerated Warehouse IntLight New 3.34                    100.0% 0.2255
SDG&E Commercial Refrigerated Warehouse OfficeEquip New 0.29                    100.0% 0.1334
SDG&E Commercial Refrigerated Warehouse ExtLight New 0.37                    100.0% 0.0591
SDG&E Commercial Refrigerated Warehouse Misc New 3.74                    100.0% 0.1548
SDG&E Commercial Restaurant Cooling New 7.46                    68.9% 0.4141
SDG&E Commercial Restaurant Heating New 0.42                    28.3% 0.0000
SDG&E Commercial Restaurant Vent New 4.55                    74.3% 0.1856
SDG&E Commercial Restaurant WaterHeat New 1.38                    30.0% 0.1699
SDG&E Commercial Restaurant Com Cooking New 8.47                    95.2% 0.1784
SDG&E Commercial Restaurant Refrig New 8.29                    100.0% 0.1276
SDG&E Commercial Restaurant IntLight New 5.42                    100.0% 0.1025
SDG&E Commercial Restaurant OfficeEquip New 0.62                    95.6% 0.1645
SDG&E Commercial Restaurant ExtLight New 1.79                    86.5% 0.0708
SDG&E Commercial Restaurant Misc New 2.00                    100.0% 0.1440
SDG&E Commercial Retail Cooling New 3.10                    62.3% 0.5251
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SDG&E Commercial Retail Heating New 0.27                    25.3% 0.0207
SDG&E Commercial Retail Vent New 1.92                    67.6% 0.1624
SDG&E Commercial Retail WaterHeat New 0.38                    53.3% 0.1577
SDG&E Commercial Retail Com Cooking New 0.23                    89.4% 0.1729
SDG&E Commercial Retail Refrig New 1.22                    93.3% 0.1251
SDG&E Commercial Retail IntLight New 5.38                    100.0% 0.2183
SDG&E Commercial Retail OfficeEquip New 0.46                    100.0% 0.1642
SDG&E Commercial Retail ExtLight New 1.10                    89.5% 0.0558
SDG&E Commercial Retail Misc New 0.73                    100.0% 0.1834
SDG&E Commercial School Cooling New 0.94                    84.1% 0.3488
SDG&E Commercial School Heating New 0.22                    80.7% 0.0013
SDG&E Commercial School Vent New 0.77                    88.8% 0.0918
SDG&E Commercial School WaterHeat New 0.10                    80.1% 0.0790
SDG&E Commercial School Com Cooking New 0.06                    100.0% 0.0613
SDG&E Commercial School Refrig New 0.33                    100.0% 0.1142
SDG&E Commercial School IntLight New 2.13                    100.0% 0.2145
SDG&E Commercial School OfficeEquip New 0.40                    100.0% 0.0435
SDG&E Commercial School ExtLight New 0.55                    100.0% 0.0975
SDG&E Commercial School Misc New 0.15                    100.0% 0.0737
SDG&E Commercial Small Office Cooling New 1.95                    92.6% 0.6324
SDG&E Commercial Small Office Heating New 0.30                    80.0% 0.0000
SDG&E Commercial Small Office Vent New 0.91                    93.4% 0.2213
SDG&E Commercial Small Office WaterHeat New 0.42                    70.3% 0.1326
SDG&E Commercial Small Office Com Cooking New 0.15                    92.2% 0.1361
SDG&E Commercial Small Office Refrig New 0.70                    87.2% 0.1165
SDG&E Commercial Small Office IntLight New 3.15                    100.0% 0.2389
SDG&E Commercial Small Office OfficeEquip New 1.78                    100.0% 0.1494
SDG&E Commercial Small Office ExtLight New 1.17                    54.7% 0.0188
SDG&E Commercial Small Office Misc New 0.18                    100.0% 0.1387
SDG&E Commercial Unrefrigerated Warehouse Cooling New 2.07                    25.0% 0.6195
SDG&E Commercial Unrefrigerated Warehouse Heating New 0.16                    11.7% 0.0000
SDG&E Commercial Unrefrigerated Warehouse Vent New 1.43                    25.0% 0.2456g
SDG&E Commercial Unrefrigerated Warehouse WaterHeat New 0.10                    74.7% 0.1291
SDG&E Commercial Unrefrigerated Warehouse Com Cooking New 0.10                    100.0% 0.1712
SDG&E Commercial Unrefrigerated Warehouse Refrig New 0.28                    99.3% 0.1235
SDG&E Commercial Unrefrigerated Warehouse IntLight New 1.58                    100.0% 0.2257
SDG&E Commercial Unrefrigerated Warehouse OfficeEquip New 0.25                    99.3% 0.1422
SDG&E Commercial Unrefrigerated Warehouse ExtLight New 0.20                    97.8% 0.0455
SDG&E Commercial Unrefrigerated Warehouse Misc New 0.28                    100.0% 0.1809
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Building Stock:
2006 2020

PG&E Residential Single Family Existing 3,295,947          3,142,295          
PG&E Residential Single Family New -                     835,393             
PG&E Residential Multi Family Existing 1,234,231          1,146,553          
PG&E Residential Multi Family New -                     246,643             
PG&E Commercial College Existing 121,325,940      108,657,200      
PG&E Commercial College New -                     33,400,750        
PG&E Commercial Food Store Existing 94,503,000        81,896,650        
PG&E Commercial Food Store New -                     30,823,550        
PG&E Commercial Health Existing 118,101,465      112,600,690      
PG&E Commercial Health New -                     37,649,900        
PG&E Commercial Large Office Existing 368,866,595      305,954,015      
PG&E Commercial Large Office New -                     144,721,850      
PG&E Commercial Lodging Existing 109,552,675      91,135,385        
PG&E Commercial Lodging New -                     37,346,450        
PG&E Commercial Miscellaneous Existing 411,114,315      338,957,135      
PG&E Commercial Miscellaneous New -                     116,786,600      
PG&E Commercial Refrigerated Warehouse Existing 25,718,110        21,983,975        
PG&E Commercial Refrigerated Warehouse New -                     12,913,200        
PG&E Commercial Restaurant Existing 48,342,390        38,585,665        
PG&E Commercial Restaurant New -                     10,096,300        
PG&E Commercial Retail Existing 343,291,795      292,127,490      
PG&E Commercial Retail New -                     108,793,200      
PG&E Commercial School Existing 205,527,025    188,367,395      

Utility_Name Sector_Name Bld_Name Vintage

PG&E Commercial School Existing 205,527,025    188,367,395      
PG&E Commercial School New -                     51,246,500        
PG&E Commercial Small Office Existing 117,058,940      99,859,700        
PG&E Commercial Small Office New -                     39,903,250        
PG&E Commercial Unrefrigerated Warehouse Existing 280,908,000      242,134,060      
PG&E Commercial Unrefrigerated Warehouse New -                     129,776,300      
PG&E Industrial Industrial Existing 1                        1.037                 
PG&E Industrial Ag Existing 1                        1.101                 
PG&E Industrial Construction Existing 1                        1                        
PG&E Industrial Mining Existing 1                        1.216                 
PG&E Industrial TCU Existing 1                        1.134                 
SCE Residential Single Family Existing 3,152,210          3,027,275          
SCE Residential Single Family New -                     670,472             
SCE Residential Multi Family Existing 1,193,446          1,127,533          
SCE Residential Multi Family New -                     228,760             
SCE Commercial College Existing 106,588,604      101,243,115      
SCE Commercial College New -                     35,346,015        
SCE Commercial Food Store Existing 103,485,440      88,870,904        
SCE Commercial Food Store New -                     37,856,760        
SCE Commercial Health Existing 100,754,595      96,152,507        
SCE Commercial Health New -                     32,986,605        
SCE Commercial Large Office Existing 393,834,470      340,013,814      
SCE Commercial Large Office New -                     95,939,310        
SCE Commercial Lodging Existing 95,825,145        82,260,839        
SCE Commercial Lodging New -                     25,427,820        
SCE Commercial Miscellaneous Existing 478,581,008      444,903,483      
SCE Commercial Miscellaneous New -                     188,330,655      
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SCE Commercial Refrigerated Warehouse Existing 16,010,004        13,145,348        
SCE Commercial Refrigerated Warehouse New -                     5,099,370          
SCE Commercial Restaurant Existing 75,780,957        67,051,848        
SCE Commercial Restaurant New -                     32,370,645        
SCE Commercial Retail Existing 401,665,481      353,865,569      
SCE Commercial Retail New -                     158,955,735      
SCE Commercial School Existing 211,548,365      197,258,004      
SCE Commercial School New -                     49,844,970        
SCE Commercial Small Office Existing 115,024,689      96,955,025        
SCE Commercial Small Office New -                     38,895,750        
SCE Commercial Unrefrigerated Warehouse Existing 369,396,168      302,484,150      
SCE Commercial Unrefrigerated Warehouse New -                     152,539,485      
SCE Industrial Industrial Existing 1                        0.980                 
SCE Industrial Ag Existing 1                        1.026                 
SCE Industrial Construction Existing 1                        1                        
SCE Industrial Mining Existing 1                        1.254                 
SCE Industrial TCU Existing 1                        1.160                 
SDG&E Residential Single Family Existing 767,548             740,951             
SDG&E Residential Single Family New -                     128,278             
SDG&E Residential Multi Family Existing 407,862             389,160             
SDG&E Residential Multi Family New -                     80,859               
SDG&E Commercial College Existing 30,962,900        29,923,700        
SDG&E Commercial College New -                    11,704,000        SDG&E Commercial College New                     11,704,000        
SDG&E Commercial Food Store Existing 30,490,500        26,842,100        
SDG&E Commercial Food Store New -                     12,824,000        
SDG&E Commercial Health Existing 33,068,000        29,783,900        
SDG&E Commercial Health New -                     9,586,000          
SDG&E Commercial Large Office Existing 106,277,400      104,096,100      
SDG&E Commercial Large Office New -                     39,819,000        
SDG&E Commercial Lodging Existing 41,101,100        32,299,000        
SDG&E Commercial Lodging New -                     21,704,000        
SDG&E Commercial Miscellaneous Existing 82,203,300        76,898,300        
SDG&E Commercial Miscellaneous New -                     37,416,000        
SDG&E Commercial Refrigerated Warehouse Existing 672,500             535,400             
SDG&E Commercial Refrigerated Warehouse New -                     292,000             
SDG&E Commercial Restaurant Existing 16,356,600        13,401,400        
SDG&E Commercial Restaurant New -                     4,338,000          
SDG&E Commercial Retail Existing 102,986,000      87,911,400        
SDG&E Commercial Retail New -                     37,691,000        
SDG&E Commercial School Existing 50,168,200        45,892,500        
SDG&E Commercial School New -                     14,038,000        
SDG&E Commercial Small Office Existing 56,823,200        43,160,300        
SDG&E Commercial Small Office New -                     13,136,000        
SDG&E Commercial Unrefrigerated Warehouse Existing 70,083,900        62,093,000        
SDG&E Commercial Unrefrigerated Warehouse New -                     28,313,000        
SDG&E Industrial Industrial Existing 1                        1.169                 
SDG&E Industrial Ag Existing 1                        0.822                 
SDG&E Industrial Construction Existing 1                        1                        
SDG&E Industrial Mining Existing 1                        0.757                 
SDG&E Industrial TCU Existing 1                        1.052                 
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
PG&E Residential Single Family Water Heating Existing 3% 0% 0% 0%
PG&E Residential Single Family Clothes Dryer Existing 0% 0% 0%
PG&E Residential Single Family Other Existing 3% 1% 0% 0% 0%
PG&E Residential Single Family Cooking Existing 0% 0% 0%
PG&E Residential Single Family Refrigerator Existing 2% 0% 0% 0%
PG&E Residential Single Family Freezer Existing 0% 0% 0%
PG&E Residential Single Family Swimming Pool Pump Existing 0% 0% 0%
PG&E Residential Single Family Space Heat Existing 0% 0% 0% 0%
PG&E Residential Single Family Furnace Fan Existing 0% 0% 0%
PG&E Residential Single Family Space Cooling Existing 2% 7% 6% 4%
PG&E Residential Single Family Lighting Existing 2% 19% 0% 0% 0%
PG&E Residential Multi Family Water Heating Existing 3% 0% 0% 0%
PG&E Residential Multi Family Clothes Dryer Existing 0% 0% 0%
PG&E Residential Multi Family Other Existing 3% 1% 0% 0% 0%
PG&E Residential Multi Family Cooking Existing 0% 0% 0%
PG&E Residential Multi Family Refrigerator Existing 2% 0% 0% 0%
PG&E Residential Multi Family Freezer Existing 0% 0% 0%
PG&E Residential Multi Family Swimming Pool Pump Existing 0% 0% 0%
PG&E Residential Multi Family Space Heat Existing 0% 0% 0% 0%
PG&E Residential Multi Family Furnace Fan Existing 0% 0% 0%
PG&E Residential Multi Family Space Cooling Existing 2% 8% 6% 4%
PG&E Residential Multi Family Lighting Existing 2% 19% 0% 0% 0%
PG&E Commercial College Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial College Heating Existing 0% 2% 0% 0% 0%
PG&E C i l C ll V t E i ti 2% 2% 0% 0% 0%PG&E Commercial College Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial College WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial College Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial College Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial College IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial College OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial College ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial College Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Food Store Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Food Store Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Food Store Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Food Store WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Food Store Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Food Store Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Food Store IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Food Store OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Food Store ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Food Store Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Health Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Health Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Health Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Health WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Health Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Health Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Health IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Health OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Health ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Health Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Large Office Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Large Office Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Large Office Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Large Office WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Large Office Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Large Office Refrig Existing 8% 1% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020
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PG&E Commercial Large Office IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Large Office OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Large Office ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Large Office Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Lodging Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Lodging Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Lodging Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Lodging WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Lodging Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Lodging Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Lodging IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Lodging OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Lodging ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Lodging Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Miscellaneous Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Miscellaneous Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Miscellaneous Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Miscellaneous WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Miscellaneous Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Miscellaneous Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Miscellaneous IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Miscellaneous OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Miscellaneous ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Miscellaneous Misc Existing 2% 2% 0% 0% 0%
PG&E C i l R f i t d W C li E i ti 6% 1% 0% 0% 0%PG&E Commercial Refrigerated WareCooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Refrigerated WareHeating Existing 0% 2% 0% 0% 0%
PG&E Commercial Refrigerated WareVent Existing 2% 2% 0% 0% 0%
PG&E Commercial Refrigerated WareWaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Refrigerated WareCom Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Refrigerated WareRefrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Refrigerated WareIntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Refrigerated WareOfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Refrigerated WareExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Refrigerated WareMisc Existing 2% 2% 0% 0% 0%
PG&E Commercial Restaurant Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Restaurant Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Restaurant Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Restaurant WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Restaurant Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Restaurant Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Restaurant IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Restaurant OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Restaurant ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Restaurant Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Retail Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Retail Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Retail Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Retail WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Retail Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Retail Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Retail IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Retail OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Retail ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Retail Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial School Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial School Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial School Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial School WaterHeat Existing 1% 2% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020
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PG&E Commercial School Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial School Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial School IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial School OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial School ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial School Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Small Office Cooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Small Office Heating Existing 0% 2% 0% 0% 0%
PG&E Commercial Small Office Vent Existing 2% 2% 0% 0% 0%
PG&E Commercial Small Office WaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Small Office Com Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Small Office Refrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Small Office IntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Small Office OfficeEquip Existing 0% 2% 0% 0% 0%
PG&E Commercial Small Office ExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Small Office Misc Existing 2% 2% 0% 0% 0%
PG&E Commercial Unrefrigerated WaCooling Existing 6% 1% 0% 0% 0%
PG&E Commercial Unrefrigerated WaHeating Existing 0% 2% 0% 0% 0%
PG&E Commercial Unrefrigerated WaVent Existing 2% 2% 0% 0% 0%
PG&E Commercial Unrefrigerated WaWaterHeat Existing 1% 2% 0% 0% 0%
PG&E Commercial Unrefrigerated WaCom Cooking Existing 0% 1% 0% 0% 0%
PG&E Commercial Unrefrigerated WaRefrig Existing 8% 1% 0% 0% 0%
PG&E Commercial Unrefrigerated WaIntLight Existing 6% 2% 0% 0% 0%
PG&E Commercial Unrefrigerated WaOfficeEquip Existing 0% 2% 0% 0% 0%
PG&E C i l U f i t d W E tLi ht E i ti 1% 2% 0% 0% 0%PG&E Commercial Unrefrigerated WaExtLight Existing 1% 2% 0% 0% 0%
PG&E Commercial Unrefrigerated WaMisc Existing 2% 2% 0% 0% 0%
PG&E Industrial Industrial Proc Heat Existing 0% 0% 0%
PG&E Industrial Industrial Proc Cool Existing 0% 0% 0%
PG&E Industrial Industrial Pumps Existing 0% 0% 0%
PG&E Industrial Industrial Fans Existing 0% 0% 0%
PG&E Industrial Industrial Comp Air Existing 0% 0% 0%
PG&E Industrial Industrial Proc Drives Existing 0% 0% 0%
PG&E Industrial Industrial Ind Lighting Existing 0% 0% 0%
PG&E Industrial Industrial Refrigeration Existing 0% 0% 0%
PG&E Industrial Industrial Ind Other Existing 0% 0% 0%
PG&E Industrial Ag 0 Existing 0% 0% 0%
PG&E Industrial Construction 0 Existing 0% 0% 0%
PG&E Industrial Mining 0 Existing 0% 0% 0%
PG&E Industrial TCU 0 Existing 0% 0% 0%
SCE Residential Single Family Water Heating Existing 0% 0% 0%
SCE Residential Single Family Clothes Dryer Existing 0% 0% 0%
SCE Residential Single Family Other Existing 0% 1% 0% 0% 0%
SCE Residential Single Family Cooking Existing 0% 0% 0%
SCE Residential Single Family Refrigerator Existing 3% 0% 0% 0%
SCE Residential Single Family Freezer Existing 0% 0% 0%
SCE Residential Single Family Swimming Pool Pump Existing 0% 0% 0%
SCE Residential Single Family Space Heat Existing 0% 0% 0% 0%
SCE Residential Single Family Furnace Fan Existing 0% 0% 0%
SCE Residential Single Family Space Cooling Existing 5% 7% 5% 4%
SCE Residential Single Family Lighting Existing 2% 23% 0% 0% 0%
SCE Residential Multi Family Water Heating Existing 0% 0% 0%
SCE Residential Multi Family Clothes Dryer Existing 0% 0% 0%
SCE Residential Multi Family Other Existing 0% 1% 0% 0% 0%
SCE Residential Multi Family Cooking Existing 0% 0% 0%
SCE Residential Multi Family Refrigerator Existing 3% 0% 0% 0%
SCE Residential Multi Family Freezer Existing 0% 0% 0%
SCE Residential Multi Family Swimming Pool Pump Existing 0% 0% 0%
SCE Residential Multi Family Space Heat Existing 0% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020
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SCE Residential Multi Family Furnace Fan Existing 0% 0% 0%
SCE Residential Multi Family Space Cooling Existing 5% 7% 5% 4%
SCE Residential Multi Family Lighting Existing 2% 23% 0% 0% 0%
SCE Commercial College Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial College Heating Existing 0% 2% 0% 0% 0%
SCE Commercial College Vent Existing 2% 3% 0% 0% 0%
SCE Commercial College WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial College Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial College Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial College IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial College OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial College ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial College Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Food Store Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Food Store Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Food Store Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Food Store WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Food Store Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Food Store Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Food Store IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Food Store OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Food Store ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Food Store Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Health Cooling Existing 6% 3% 0% 0% 0%
SCE C i l H lth H ti E i ti 0% 2% 0% 0% 0%SCE Commercial Health Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Health Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Health WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Health Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Health Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Health IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Health OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Health ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Health Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Large Office Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Large Office Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Large Office Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Large Office WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Large Office Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Large Office Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Large Office IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Large Office OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Large Office ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Large Office Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Lodging Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Lodging Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Lodging Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Lodging WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Lodging Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Lodging Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Lodging IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Lodging OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Lodging ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Lodging Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Miscellaneous Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Miscellaneous Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Miscellaneous Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Miscellaneous WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Miscellaneous Com Cooking Existing 0% 4% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
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SCE Commercial Miscellaneous Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Miscellaneous IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Miscellaneous OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Miscellaneous ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Miscellaneous Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Refrigerated WareCooling Existing 6% 3% 0% 0% 0%
SCE Commercial Refrigerated WareHeating Existing 0% 2% 0% 0% 0%
SCE Commercial Refrigerated WareVent Existing 2% 3% 0% 0% 0%
SCE Commercial Refrigerated WareWaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Refrigerated WareCom Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Refrigerated WareRefrig Existing 2% -1% 0% 0% 0%
SCE Commercial Refrigerated WareIntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Refrigerated WareOfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Refrigerated WareExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Refrigerated WareMisc Existing 7% 4% 0% 0% 0%
SCE Commercial Restaurant Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Restaurant Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Restaurant Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Restaurant WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Restaurant Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Restaurant Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Restaurant IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Restaurant OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Restaurant ExtLight Existing 2% 4% 0% 0% 0%
SCE C i l R t t Mi E i ti 7% 4% 0% 0% 0%SCE Commercial Restaurant Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Retail Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Retail Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Retail Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Retail WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Retail Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Retail Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Retail IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Retail OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Retail ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Retail Misc Existing 7% 4% 0% 0% 0%
SCE Commercial School Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial School Heating Existing 0% 2% 0% 0% 0%
SCE Commercial School Vent Existing 2% 3% 0% 0% 0%
SCE Commercial School WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial School Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial School Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial School IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial School OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial School ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial School Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Small Office Cooling Existing 6% 3% 0% 0% 0%
SCE Commercial Small Office Heating Existing 0% 2% 0% 0% 0%
SCE Commercial Small Office Vent Existing 2% 3% 0% 0% 0%
SCE Commercial Small Office WaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Small Office Com Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Small Office Refrig Existing 2% -1% 0% 0% 0%
SCE Commercial Small Office IntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Small Office OfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Small Office ExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Small Office Misc Existing 7% 4% 0% 0% 0%
SCE Commercial Unrefrigerated WaCooling Existing 6% 3% 0% 0% 0%
SCE Commercial Unrefrigerated WaHeating Existing 0% 2% 0% 0% 0%
SCE Commercial Unrefrigerated WaVent Existing 2% 3% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
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SCE Commercial Unrefrigerated WaWaterHeat Existing 0% 3% 0% 0% 0%
SCE Commercial Unrefrigerated WaCom Cooking Existing 0% 4% 0% 0% 0%
SCE Commercial Unrefrigerated WaRefrig Existing 2% -1% 0% 0% 0%
SCE Commercial Unrefrigerated WaIntLight Existing 7% 3% 0% 0% 0%
SCE Commercial Unrefrigerated WaOfficeEquip Existing 0% 4% 0% 0% 0%
SCE Commercial Unrefrigerated WaExtLight Existing 2% 4% 0% 0% 0%
SCE Commercial Unrefrigerated WaMisc Existing 7% 4% 0% 0% 0%
SCE Industrial Industrial Proc Heat Existing 0% 0% 0%
SCE Industrial Industrial Proc Cool Existing 0% 0% 0%
SCE Industrial Industrial Pumps Existing 0% 0% 0%
SCE Industrial Industrial Fans Existing 0% 0% 0%
SCE Industrial Industrial Comp Air Existing 0% 0% 0%
SCE Industrial Industrial Proc Drives Existing 0% 0% 0%
SCE Industrial Industrial Ind Lighting Existing 0% 0% 0%
SCE Industrial Industrial Refrigeration Existing 0% 0% 0%
SCE Industrial Industrial Ind Other Existing 0% 0% 0%
SCE Industrial Ag 0 Existing 0% 0% 0%
SCE Industrial Construction 0 Existing 0% 0% 0%
SCE Industrial Mining 0 Existing 0% 0% 0%
SCE Industrial TCU 0 Existing 0% 0% 0%
SDG&E Residential Single Family Water Heating Existing 1% 0% 0% 0%
SDG&E Residential Single Family Clothes Dryer Existing 0% 0% 0%
SDG&E Residential Single Family Other Existing 1% 0% 0% 0%
SDG&E Residential Single Family Cooking Existing 0% 0% 0%
SDG&E R id ti l Si l F il R f i t E i ti 1% 0% 0% 0%SDG&E Residential Single Family Refrigerator Existing 1% 0% 0% 0%
SDG&E Residential Single Family Freezer Existing 0% 0% 0%
SDG&E Residential Single Family Swimming Pool Pump Existing 0% 0% 0%
SDG&E Residential Single Family Space Heat Existing 0% 0% 0% 0%
SDG&E Residential Single Family Furnace Fan Existing 0% 0% 0%
SDG&E Residential Single Family Space Cooling Existing 2% 9% 7% 5%
SDG&E Residential Single Family Lighting Existing 2% 16% 0% 0% 0%
SDG&E Residential Multi Family Water Heating Existing 1% 0% 0% 0%
SDG&E Residential Multi Family Clothes Dryer Existing 0% 0% 0%
SDG&E Residential Multi Family Other Existing 1% 0% 0% 0%
SDG&E Residential Multi Family Cooking Existing 0% 0% 0%
SDG&E Residential Multi Family Refrigerator Existing 1% 0% 0% 0%
SDG&E Residential Multi Family Freezer Existing 0% 0% 0%
SDG&E Residential Multi Family Swimming Pool Pump Existing 0% 0% 0%
SDG&E Residential Multi Family Space Heat Existing 0% 0% 0% 0%
SDG&E Residential Multi Family Furnace Fan Existing 0% 0% 0%
SDG&E Residential Multi Family Space Cooling Existing 2% 8% 6% 4%
SDG&E Residential Multi Family Lighting Existing 2% 16% 0% 0% 0%
SDG&E Commercial College Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial College Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial College Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial College WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial College Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial College Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial College IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial College OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial College ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial College Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Food Store Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Food Store Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Food Store Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Food Store WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Food Store Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Food Store Refrig Existing 2% 3% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
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SDG&E Commercial Food Store IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Food Store OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Food Store ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Food Store Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Health Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Health Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Health Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Health WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Health Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Health Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Health IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Health OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Health ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Health Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Large Office Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Large Office Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Large Office Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Large Office WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Large Office Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Large Office Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Large Office IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Large Office OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Large Office ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Large Office Misc Existing 12% 4% 0% 0% 0%
SDG&E C i l L d i C li E i ti 5% 3% 0% 0% 0%SDG&E Commercial Lodging Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Lodging Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Lodging Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Lodging WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Lodging Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Lodging Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Lodging IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Lodging OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Lodging ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Lodging Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Miscellaneous Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Miscellaneous Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Miscellaneous Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Miscellaneous WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Miscellaneous Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Miscellaneous Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Miscellaneous IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Miscellaneous OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Miscellaneous ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Miscellaneous Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Refrigerated WareCooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Refrigerated WareHeating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Refrigerated WareVent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Refrigerated WareWaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Refrigerated WareCom Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Refrigerated WareRefrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Refrigerated WareIntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Refrigerated WareOfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Refrigerated WareExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Refrigerated WareMisc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Restaurant Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Restaurant Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Restaurant Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Restaurant WaterHeat Existing 0% 4% 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SDG&E Commercial Restaurant Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Restaurant Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Restaurant IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Restaurant OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Restaurant ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Restaurant Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Retail Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Retail Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Retail Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Retail WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Retail Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Retail Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Retail IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Retail OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Retail ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Retail Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial School Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial School Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial School Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial School WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial School Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial School Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial School IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial School OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E C i l S h l E tLi ht E i ti 1% 4% 0% 0% 0%SDG&E Commercial School ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial School Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Small Office Cooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Small Office Heating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Small Office Vent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Small Office WaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Small Office Com Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Small Office Refrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Small Office IntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Small Office OfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Small Office ExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Small Office Misc Existing 12% 4% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaCooling Existing 5% 3% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaHeating Existing 0% 4% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaVent Existing 2% 3% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaWaterHeat Existing 0% 4% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaCom Cooking Existing 0% 4% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaRefrig Existing 2% 3% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaIntLight Existing 10% 3% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaOfficeEquip Existing 0% 4% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaExtLight Existing 1% 4% 0% 0% 0%
SDG&E Commercial Unrefrigerated WaMisc Existing 12% 4% 0% 0% 0%
SDG&E Industrial Industrial Proc Heat Existing 0% 0% 0%
SDG&E Industrial Industrial Proc Cool Existing 0% 0% 0%
SDG&E Industrial Industrial Pumps Existing 0% 0% 0%
SDG&E Industrial Industrial Fans Existing 0% 0% 0%
SDG&E Industrial Industrial Comp Air Existing 0% 0% 0%
SDG&E Industrial Industrial Proc Drives Existing 0% 0% 0%
SDG&E Industrial Industrial Ind Lighting Existing 0% 0% 0%
SDG&E Industrial Industrial Refrigeration Existing 0% 0% 0%
SDG&E Industrial Industrial Ind Other Existing 0% 0% 0%
SDG&E Industrial Ag Ag Existing 0% 0% 0%
SDG&E Industrial Construction Construction Existing 0% 0% 0%
SDG&E Industrial Mining Mining Existing 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SDG&E Industrial TCU TCU Existing 0% 0% 0%
PG&E Residential Single Family Water Heating New 43% 31% 22%
PG&E Residential Single Family Clothes Dryer New 0% 0% 0%
PG&E Residential Single Family Other New 1% 0% 0% 0%
PG&E Residential Single Family Cooking New 0% 0% 0%
PG&E Residential Single Family Refrigerator New 0% 0% 0%
PG&E Residential Single Family Freezer New 0% 0% 0%
PG&E Residential Single Family Swimming Pool Pump New 0% 0% 0%
PG&E Residential Single Family Space Heat New 43% 31% 22%
PG&E Residential Single Family Furnace Fan New 43% 31% 22%
PG&E Residential Single Family Space Cooling New 43% 31% 22%
PG&E Residential Single Family Lighting New 10% 19% 0% 0% 0%
PG&E Residential Multi Family Water Heating New 42% 30% 22%
PG&E Residential Multi Family Clothes Dryer New 0% 0% 0%
PG&E Residential Multi Family Other New 1% 0% 0% 0%
PG&E Residential Multi Family Cooking New 0% 0% 0%
PG&E Residential Multi Family Refrigerator New 0% 0% 0%
PG&E Residential Multi Family Freezer New 0% 0% 0%
PG&E Residential Multi Family Swimming Pool Pump New 0% 0% 0%
PG&E Residential Multi Family Space Heat New 42% 30% 22%
PG&E Residential Multi Family Furnace Fan New 42% 30% 22%
PG&E Residential Multi Family Space Cooling New 42% 30% 22%
PG&E Residential Multi Family Lighting New 10% 19% 0% 0% 0%
PG&E Commercial College Cooling New 13% 9% 8%
PG&E C i l C ll H ti N 13% 9% 8%PG&E Commercial College Heating New 13% 9% 8%
PG&E Commercial College Vent New 13% 9% 8%
PG&E Commercial College WaterHeat New 13% 9% 8%
PG&E Commercial College Com Cooking New 0% 0% 0%
PG&E Commercial College Refrig New 0% 0% 0%
PG&E Commercial College IntLight New 13% 9% 8%
PG&E Commercial College OfficeEquip New 0% 0% 0%
PG&E Commercial College ExtLight New 13% 9% 8%
PG&E Commercial College Misc New 0% 0% 0%
PG&E Commercial Food Store Cooling New 13% 9% 9%
PG&E Commercial Food Store Heating New 13% 9% 9%
PG&E Commercial Food Store Vent New 13% 9% 9%
PG&E Commercial Food Store WaterHeat New 13% 9% 9%
PG&E Commercial Food Store Com Cooking New 0% 0% 0%
PG&E Commercial Food Store Refrig New 0% 0% 0%
PG&E Commercial Food Store IntLight New 13% 9% 9%
PG&E Commercial Food Store OfficeEquip New 0% 0% 0%
PG&E Commercial Food Store ExtLight New 13% 9% 9%
PG&E Commercial Food Store Misc New 0% 0% 0%
PG&E Commercial Health Cooling New 13% 10% 9%
PG&E Commercial Health Heating New 13% 10% 9%
PG&E Commercial Health Vent New 13% 10% 9%
PG&E Commercial Health WaterHeat New 13% 10% 9%
PG&E Commercial Health Com Cooking New 0% 0% 0%
PG&E Commercial Health Refrig New 0% 0% 0%
PG&E Commercial Health IntLight New 13% 10% 9%
PG&E Commercial Health OfficeEquip New 0% 0% 0%
PG&E Commercial Health ExtLight New 13% 10% 9%
PG&E Commercial Health Misc New 0% 0% 0%
PG&E Commercial Large Office Cooling New 14% 10% 9%
PG&E Commercial Large Office Heating New 14% 10% 9%
PG&E Commercial Large Office Vent New 14% 10% 9%
PG&E Commercial Large Office WaterHeat New 14% 10% 9%
PG&E Commercial Large Office Com Cooking New 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
PG&E Commercial Large Office Refrig New 0% 0% 0%
PG&E Commercial Large Office IntLight New 14% 10% 9%
PG&E Commercial Large Office OfficeEquip New 0% 0% 0%
PG&E Commercial Large Office ExtLight New 14% 10% 9%
PG&E Commercial Large Office Misc New 0% 0% 0%
PG&E Commercial Lodging Cooling New 12% 9% 8%
PG&E Commercial Lodging Heating New 12% 9% 8%
PG&E Commercial Lodging Vent New 12% 9% 8%
PG&E Commercial Lodging WaterHeat New 12% 9% 8%
PG&E Commercial Lodging Com Cooking New 0% 0% 0%
PG&E Commercial Lodging Refrig New 0% 0% 0%
PG&E Commercial Lodging IntLight New 12% 9% 8%
PG&E Commercial Lodging OfficeEquip New 0% 0% 0%
PG&E Commercial Lodging ExtLight New 12% 9% 8%
PG&E Commercial Lodging Misc New 0% 0% 0%
PG&E Commercial Miscellaneous Cooling New 13% 9% 8%
PG&E Commercial Miscellaneous Heating New 13% 9% 8%
PG&E Commercial Miscellaneous Vent New 13% 9% 8%
PG&E Commercial Miscellaneous WaterHeat New 13% 9% 8%
PG&E Commercial Miscellaneous Com Cooking New 0% 0% 0%
PG&E Commercial Miscellaneous Refrig New 0% 0% 0%
PG&E Commercial Miscellaneous IntLight New 13% 9% 8%
PG&E Commercial Miscellaneous OfficeEquip New 0% 0% 0%
PG&E Commercial Miscellaneous ExtLight New 13% 9% 8%
PG&E C i l Mi ll Mi N 0% 0% 0%PG&E Commercial Miscellaneous Misc New 0% 0% 0%
PG&E Commercial Refrigerated WareCooling New 14% 10% 9%
PG&E Commercial Refrigerated WareHeating New 14% 10% 9%
PG&E Commercial Refrigerated WareVent New 14% 10% 9%
PG&E Commercial Refrigerated WareWaterHeat New 14% 10% 9%
PG&E Commercial Refrigerated WareCom Cooking New 0% 0% 0%
PG&E Commercial Refrigerated WareRefrig New 0% 0% 0%
PG&E Commercial Refrigerated WareIntLight New 14% 10% 9%
PG&E Commercial Refrigerated WareOfficeEquip New 0% 0% 0%
PG&E Commercial Refrigerated WareExtLight New 14% 10% 9%
PG&E Commercial Refrigerated WareMisc New 0% 0% 0%
PG&E Commercial Restaurant Cooling New 12% 9% 8%
PG&E Commercial Restaurant Heating New 12% 9% 8%
PG&E Commercial Restaurant Vent New 12% 9% 8%
PG&E Commercial Restaurant WaterHeat New 12% 9% 8%
PG&E Commercial Restaurant Com Cooking New 0% 0% 0%
PG&E Commercial Restaurant Refrig New 0% 0% 0%
PG&E Commercial Restaurant IntLight New 12% 9% 8%
PG&E Commercial Restaurant OfficeEquip New 0% 0% 0%
PG&E Commercial Restaurant ExtLight New 12% 9% 8%
PG&E Commercial Restaurant Misc New 0% 0% 0%
PG&E Commercial Retail Cooling New 13% 9% 8%
PG&E Commercial Retail Heating New 13% 9% 8%
PG&E Commercial Retail Vent New 13% 9% 8%
PG&E Commercial Retail WaterHeat New 13% 9% 8%
PG&E Commercial Retail Com Cooking New 0% 0% 0%
PG&E Commercial Retail Refrig New 0% 0% 0%
PG&E Commercial Retail IntLight New 13% 9% 8%
PG&E Commercial Retail OfficeEquip New 0% 0% 0%
PG&E Commercial Retail ExtLight New 13% 9% 8%
PG&E Commercial Retail Misc New 0% 0% 0%
PG&E Commercial School Cooling New 12% 9% 8%
PG&E Commercial School Heating New 12% 9% 8%
PG&E Commercial School Vent New 12% 9% 8%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
PG&E Commercial School WaterHeat New 12% 9% 8%
PG&E Commercial School Com Cooking New 0% 0% 0%
PG&E Commercial School Refrig New 0% 0% 0%
PG&E Commercial School IntLight New 12% 9% 8%
PG&E Commercial School OfficeEquip New 0% 0% 0%
PG&E Commercial School ExtLight New 12% 9% 8%
PG&E Commercial School Misc New 0% 0% 0%
PG&E Commercial Small Office Cooling New 13% 10% 9%
PG&E Commercial Small Office Heating New 13% 10% 9%
PG&E Commercial Small Office Vent New 13% 10% 9%
PG&E Commercial Small Office WaterHeat New 13% 10% 9%
PG&E Commercial Small Office Com Cooking New 0% 0% 0%
PG&E Commercial Small Office Refrig New 0% 0% 0%
PG&E Commercial Small Office IntLight New 13% 10% 9%
PG&E Commercial Small Office OfficeEquip New 0% 0% 0%
PG&E Commercial Small Office ExtLight New 13% 10% 9%
PG&E Commercial Small Office Misc New 0% 0% 0%
PG&E Commercial Unrefrigerated WaCooling New 13% 10% 9%
PG&E Commercial Unrefrigerated WaHeating New 13% 10% 9%
PG&E Commercial Unrefrigerated WaVent New 13% 10% 9%
PG&E Commercial Unrefrigerated WaWaterHeat New 13% 10% 9%
PG&E Commercial Unrefrigerated WaCom Cooking New 0% 0% 0%
PG&E Commercial Unrefrigerated WaRefrig New 0% 0% 0%
PG&E Commercial Unrefrigerated WaIntLight New 13% 10% 9%
PG&E C i l U f i t d W Offi E i N 0% 0% 0%PG&E Commercial Unrefrigerated WaOfficeEquip New 0% 0% 0%
PG&E Commercial Unrefrigerated WaExtLight New 13% 10% 9%
PG&E Commercial Unrefrigerated WaMisc New 0% 0% 0%
PG&E Industrial Industrial Proc Heat New 0% 0% 0%
PG&E Industrial Industrial Proc Cool New 0% 0% 0%
PG&E Industrial Industrial Pumps New 0% 0% 0%
PG&E Industrial Industrial Fans New 0% 0% 0%
PG&E Industrial Industrial Comp Air New 0% 0% 0%
PG&E Industrial Industrial Proc Drives New 0% 0% 0%
PG&E Industrial Industrial Ind Lighting New 0% 0% 0%
PG&E Industrial Industrial Refrigeration New 0% 0% 0%
PG&E Industrial Industrial Ind Other New 0% 0% 0%
PG&E Industrial Ag 0 New 0% 0% 0%
PG&E Industrial Construction 0 New 0% 0% 0%
PG&E Industrial Mining 0 New 0% 0% 0%
PG&E Industrial TCU 0 New 0% 0% 0%
SCE Residential Single Family Water Heating New 43% 31% 22%
SCE Residential Single Family Clothes Dryer New 0% 0% 0%
SCE Residential Single Family Other New 1% 0% 0% 0%
SCE Residential Single Family Cooking New 0% 0% 0%
SCE Residential Single Family Refrigerator New 0% 0% 0%
SCE Residential Single Family Freezer New 0% 0% 0%
SCE Residential Single Family Swimming Pool Pump New 0% 0% 0%
SCE Residential Single Family Space Heat New 43% 31% 22%
SCE Residential Single Family Furnace Fan New 43% 31% 22%
SCE Residential Single Family Space Cooling New 43% 31% 22%
SCE Residential Single Family Lighting New 11% 23% 0% 0% 0%
SCE Residential Multi Family Water Heating New 42% 30% 22%
SCE Residential Multi Family Clothes Dryer New 0% 0% 0%
SCE Residential Multi Family Other New 1% 0% 0% 0%
SCE Residential Multi Family Cooking New 0% 0% 0%
SCE Residential Multi Family Refrigerator New 0% 0% 0%
SCE Residential Multi Family Freezer New 0% 0% 0%
SCE Residential Multi Family Swimming Pool Pump New 0% 0% 0%

- 97 -



Incremental Uncommitted Savings from Energy Efficiency Policy Initiatives - DRAFT

Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SCE Residential Multi Family Space Heat New 42% 30% 22%
SCE Residential Multi Family Furnace Fan New 42% 30% 22%
SCE Residential Multi Family Space Cooling New 42% 30% 22%
SCE Residential Multi Family Lighting New 11% 23% 0% 0% 0%
SCE Commercial College Cooling New 12% 9% 8%
SCE Commercial College Heating New 12% 9% 8%
SCE Commercial College Vent New 12% 9% 8%
SCE Commercial College WaterHeat New 12% 9% 8%
SCE Commercial College Com Cooking New 0% 0% 0%
SCE Commercial College Refrig New 0% 0% 0%
SCE Commercial College IntLight New 12% 9% 8%
SCE Commercial College OfficeEquip New 0% 0% 0%
SCE Commercial College ExtLight New 12% 9% 8%
SCE Commercial College Misc New 0% 0% 0%
SCE Commercial Food Store Cooling New 12% 9% 8%
SCE Commercial Food Store Heating New 12% 9% 8%
SCE Commercial Food Store Vent New 12% 9% 8%
SCE Commercial Food Store WaterHeat New 12% 9% 8%
SCE Commercial Food Store Com Cooking New 0% 0% 0%
SCE Commercial Food Store Refrig New 0% 0% 0%
SCE Commercial Food Store IntLight New 12% 9% 8%
SCE Commercial Food Store OfficeEquip New 0% 0% 0%
SCE Commercial Food Store ExtLight New 12% 9% 8%
SCE Commercial Food Store Misc New 0% 0% 0%
SCE C i l H lth C li N 12% 9% 8%SCE Commercial Health Cooling New 12% 9% 8%
SCE Commercial Health Heating New 12% 9% 8%
SCE Commercial Health Vent New 12% 9% 8%
SCE Commercial Health WaterHeat New 12% 9% 8%
SCE Commercial Health Com Cooking New 0% 0% 0%
SCE Commercial Health Refrig New 0% 0% 0%
SCE Commercial Health IntLight New 12% 9% 8%
SCE Commercial Health OfficeEquip New 0% 0% 0%
SCE Commercial Health ExtLight New 12% 9% 8%
SCE Commercial Health Misc New 0% 0% 0%
SCE Commercial Large Office Cooling New 13% 10% 9%
SCE Commercial Large Office Heating New 13% 10% 9%
SCE Commercial Large Office Vent New 13% 10% 9%
SCE Commercial Large Office WaterHeat New 13% 10% 9%
SCE Commercial Large Office Com Cooking New 0% 0% 0%
SCE Commercial Large Office Refrig New 0% 0% 0%
SCE Commercial Large Office IntLight New 13% 10% 9%
SCE Commercial Large Office OfficeEquip New 0% 0% 0%
SCE Commercial Large Office ExtLight New 13% 10% 9%
SCE Commercial Large Office Misc New 0% 0% 0%
SCE Commercial Lodging Cooling New 12% 9% 8%
SCE Commercial Lodging Heating New 12% 9% 8%
SCE Commercial Lodging Vent New 12% 9% 8%
SCE Commercial Lodging WaterHeat New 12% 9% 8%
SCE Commercial Lodging Com Cooking New 0% 0% 0%
SCE Commercial Lodging Refrig New 0% 0% 0%
SCE Commercial Lodging IntLight New 12% 9% 8%
SCE Commercial Lodging OfficeEquip New 0% 0% 0%
SCE Commercial Lodging ExtLight New 12% 9% 8%
SCE Commercial Lodging Misc New 0% 0% 0%
SCE Commercial Miscellaneous Cooling New 12% 8% 8%
SCE Commercial Miscellaneous Heating New 12% 8% 8%
SCE Commercial Miscellaneous Vent New 12% 8% 8%
SCE Commercial Miscellaneous WaterHeat New 12% 8% 8%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SCE Commercial Miscellaneous Com Cooking New 0% 0% 0%
SCE Commercial Miscellaneous Refrig New 0% 0% 0%
SCE Commercial Miscellaneous IntLight New 12% 8% 8%
SCE Commercial Miscellaneous OfficeEquip New 0% 0% 0%
SCE Commercial Miscellaneous ExtLight New 12% 8% 8%
SCE Commercial Miscellaneous Misc New 0% 0% 0%
SCE Commercial Refrigerated WareCooling New 14% 10% 9%
SCE Commercial Refrigerated WareHeating New 14% 10% 9%
SCE Commercial Refrigerated WareVent New 14% 10% 9%
SCE Commercial Refrigerated WareWaterHeat New 14% 10% 9%
SCE Commercial Refrigerated WareCom Cooking New 0% 0% 0%
SCE Commercial Refrigerated WareRefrig New 0% 0% 0%
SCE Commercial Refrigerated WareIntLight New 14% 10% 9%
SCE Commercial Refrigerated WareOfficeEquip New 0% 0% 0%
SCE Commercial Refrigerated WareExtLight New 14% 10% 9%
SCE Commercial Refrigerated WareMisc New 0% 0% 0%
SCE Commercial Restaurant Cooling New 11% 7% 7%
SCE Commercial Restaurant Heating New 11% 7% 7%
SCE Commercial Restaurant Vent New 11% 7% 7%
SCE Commercial Restaurant WaterHeat New 11% 7% 7%
SCE Commercial Restaurant Com Cooking New 0% 0% 0%
SCE Commercial Restaurant Refrig New 0% 0% 0%
SCE Commercial Restaurant IntLight New 11% 7% 7%
SCE Commercial Restaurant OfficeEquip New 0% 0% 0%
SCE C i l R t t E tLi ht N 11% 7% 7%SCE Commercial Restaurant ExtLight New 11% 7% 7%
SCE Commercial Restaurant Misc New 0% 0% 0%
SCE Commercial Retail Cooling New 12% 9% 8%
SCE Commercial Retail Heating New 12% 9% 8%
SCE Commercial Retail Vent New 12% 9% 8%
SCE Commercial Retail WaterHeat New 12% 9% 8%
SCE Commercial Retail Com Cooking New 0% 0% 0%
SCE Commercial Retail Refrig New 0% 0% 0%
SCE Commercial Retail IntLight New 12% 9% 8%
SCE Commercial Retail OfficeEquip New 0% 0% 0%
SCE Commercial Retail ExtLight New 12% 9% 8%
SCE Commercial Retail Misc New 0% 0% 0%
SCE Commercial School Cooling New 12% 8% 8%
SCE Commercial School Heating New 12% 8% 8%
SCE Commercial School Vent New 12% 8% 8%
SCE Commercial School WaterHeat New 12% 8% 8%
SCE Commercial School Com Cooking New 0% 0% 0%
SCE Commercial School Refrig New 0% 0% 0%
SCE Commercial School IntLight New 12% 8% 8%
SCE Commercial School OfficeEquip New 0% 0% 0%
SCE Commercial School ExtLight New 12% 8% 8%
SCE Commercial School Misc New 0% 0% 0%
SCE Commercial Small Office Cooling New 11% 8% 7%
SCE Commercial Small Office Heating New 11% 8% 7%
SCE Commercial Small Office Vent New 11% 8% 7%
SCE Commercial Small Office WaterHeat New 11% 8% 7%
SCE Commercial Small Office Com Cooking New 0% 0% 0%
SCE Commercial Small Office Refrig New 0% 0% 0%
SCE Commercial Small Office IntLight New 11% 8% 7%
SCE Commercial Small Office OfficeEquip New 0% 0% 0%
SCE Commercial Small Office ExtLight New 11% 8% 7%
SCE Commercial Small Office Misc New 0% 0% 0%
SCE Commercial Unrefrigerated WaCooling New 13% 10% 9%
SCE Commercial Unrefrigerated WaHeating New 13% 10% 9%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SCE Commercial Unrefrigerated WaVent New 13% 10% 9%
SCE Commercial Unrefrigerated WaWaterHeat New 13% 10% 9%
SCE Commercial Unrefrigerated WaCom Cooking New 0% 0% 0%
SCE Commercial Unrefrigerated WaRefrig New 0% 0% 0%
SCE Commercial Unrefrigerated WaIntLight New 13% 10% 9%
SCE Commercial Unrefrigerated WaOfficeEquip New 0% 0% 0%
SCE Commercial Unrefrigerated WaExtLight New 13% 10% 9%
SCE Commercial Unrefrigerated WaMisc New 0% 0% 0%
SCE Industrial Industrial Proc Heat New 0% 0% 0%
SCE Industrial Industrial Proc Cool New 0% 0% 0%
SCE Industrial Industrial Pumps New 0% 0% 0%
SCE Industrial Industrial Fans New 0% 0% 0%
SCE Industrial Industrial Comp Air New 0% 0% 0%
SCE Industrial Industrial Proc Drives New 0% 0% 0%
SCE Industrial Industrial Ind Lighting New 0% 0% 0%
SCE Industrial Industrial Refrigeration New 0% 0% 0%
SCE Industrial Industrial Ind Other New 0% 0% 0%
SCE Industrial Ag 0 New 0% 0% 0%
SCE Industrial Construction 0 New 0% 0% 0%
SCE Industrial Mining 0 New 0% 0% 0%
SCE Industrial TCU 0 New 0% 0% 0%
SDG&E Residential Single Family Water Heating New 42% 30% 21%
SDG&E Residential Single Family Clothes Dryer New 0% 0% 0%
SDG&E Residential Single Family Other New 1% 0% 0% 0%
SDG&E R id ti l Si l F il C ki N 0% 0% 0%SDG&E Residential Single Family Cooking New 0% 0% 0%
SDG&E Residential Single Family Refrigerator New 0% 0% 0%
SDG&E Residential Single Family Freezer New 0% 0% 0%
SDG&E Residential Single Family Swimming Pool Pump New 0% 0% 0%
SDG&E Residential Single Family Space Heat New 42% 30% 21%
SDG&E Residential Single Family Furnace Fan New 42% 30% 21%
SDG&E Residential Single Family Space Cooling New 42% 30% 21%
SDG&E Residential Single Family Lighting New 12% 16% 0% 0% 0%
SDG&E Residential Multi Family Water Heating New 41% 30% 21%
SDG&E Residential Multi Family Clothes Dryer New 0% 0% 0%
SDG&E Residential Multi Family Other New 1% 0% 0% 0%
SDG&E Residential Multi Family Cooking New 0% 0% 0%
SDG&E Residential Multi Family Refrigerator New 0% 0% 0%
SDG&E Residential Multi Family Freezer New 0% 0% 0%
SDG&E Residential Multi Family Swimming Pool Pump New 0% 0% 0%
SDG&E Residential Multi Family Space Heat New 41% 30% 21%
SDG&E Residential Multi Family Furnace Fan New 41% 30% 21%
SDG&E Residential Multi Family Space Cooling New 41% 30% 21%
SDG&E Residential Multi Family Lighting New 12% 16% 0% 0% 0%
SDG&E Commercial College Cooling New 13% 10% 9%
SDG&E Commercial College Heating New 13% 10% 9%
SDG&E Commercial College Vent New 13% 10% 9%
SDG&E Commercial College WaterHeat New 13% 10% 9%
SDG&E Commercial College Com Cooking New 0% 0% 0%
SDG&E Commercial College Refrig New 0% 0% 0%
SDG&E Commercial College IntLight New 13% 10% 9%
SDG&E Commercial College OfficeEquip New 0% 0% 0%
SDG&E Commercial College ExtLight New 13% 10% 9%
SDG&E Commercial College Misc New 0% 0% 0%
SDG&E Commercial Food Store Cooling New 13% 9% 8%
SDG&E Commercial Food Store Heating New 13% 9% 8%
SDG&E Commercial Food Store Vent New 13% 9% 8%
SDG&E Commercial Food Store WaterHeat New 13% 9% 8%
SDG&E Commercial Food Store Com Cooking New 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SDG&E Commercial Food Store Refrig New 0% 0% 0%
SDG&E Commercial Food Store IntLight New 13% 9% 8%
SDG&E Commercial Food Store OfficeEquip New 0% 0% 0%
SDG&E Commercial Food Store ExtLight New 13% 9% 8%
SDG&E Commercial Food Store Misc New 0% 0% 0%
SDG&E Commercial Health Cooling New 13% 10% 9%
SDG&E Commercial Health Heating New 13% 10% 9%
SDG&E Commercial Health Vent New 13% 10% 9%
SDG&E Commercial Health WaterHeat New 13% 10% 9%
SDG&E Commercial Health Com Cooking New 0% 0% 0%
SDG&E Commercial Health Refrig New 0% 0% 0%
SDG&E Commercial Health IntLight New 13% 10% 9%
SDG&E Commercial Health OfficeEquip New 0% 0% 0%
SDG&E Commercial Health ExtLight New 13% 10% 9%
SDG&E Commercial Health Misc New 0% 0% 0%
SDG&E Commercial Large Office Cooling New 14% 10% 9%
SDG&E Commercial Large Office Heating New 14% 10% 9%
SDG&E Commercial Large Office Vent New 14% 10% 9%
SDG&E Commercial Large Office WaterHeat New 14% 10% 9%
SDG&E Commercial Large Office Com Cooking New 0% 0% 0%
SDG&E Commercial Large Office Refrig New 0% 0% 0%
SDG&E Commercial Large Office IntLight New 14% 10% 9%
SDG&E Commercial Large Office OfficeEquip New 0% 0% 0%
SDG&E Commercial Large Office ExtLight New 14% 10% 9%
SDG&E C i l L Offi Mi N 0% 0% 0%SDG&E Commercial Large Office Misc New 0% 0% 0%
SDG&E Commercial Lodging Cooling New 13% 10% 9%
SDG&E Commercial Lodging Heating New 13% 10% 9%
SDG&E Commercial Lodging Vent New 13% 10% 9%
SDG&E Commercial Lodging WaterHeat New 13% 10% 9%
SDG&E Commercial Lodging Com Cooking New 0% 0% 0%
SDG&E Commercial Lodging Refrig New 0% 0% 0%
SDG&E Commercial Lodging IntLight New 13% 10% 9%
SDG&E Commercial Lodging OfficeEquip New 0% 0% 0%
SDG&E Commercial Lodging ExtLight New 13% 10% 9%
SDG&E Commercial Lodging Misc New 0% 0% 0%
SDG&E Commercial Miscellaneous Cooling New 12% 9% 8%
SDG&E Commercial Miscellaneous Heating New 12% 9% 8%
SDG&E Commercial Miscellaneous Vent New 12% 9% 8%
SDG&E Commercial Miscellaneous WaterHeat New 12% 9% 8%
SDG&E Commercial Miscellaneous Com Cooking New 0% 0% 0%
SDG&E Commercial Miscellaneous Refrig New 0% 0% 0%
SDG&E Commercial Miscellaneous IntLight New 12% 9% 8%
SDG&E Commercial Miscellaneous OfficeEquip New 0% 0% 0%
SDG&E Commercial Miscellaneous ExtLight New 12% 9% 8%
SDG&E Commercial Miscellaneous Misc New 0% 0% 0%
SDG&E Commercial Refrigerated WareCooling New 14% 10% 9%
SDG&E Commercial Refrigerated WareHeating New 14% 10% 9%
SDG&E Commercial Refrigerated WareVent New 14% 10% 9%
SDG&E Commercial Refrigerated WareWaterHeat New 14% 10% 9%
SDG&E Commercial Refrigerated WareCom Cooking New 0% 0% 0%
SDG&E Commercial Refrigerated WareRefrig New 0% 0% 0%
SDG&E Commercial Refrigerated WareIntLight New 14% 10% 9%
SDG&E Commercial Refrigerated WareOfficeEquip New 0% 0% 0%
SDG&E Commercial Refrigerated WareExtLight New 14% 10% 9%
SDG&E Commercial Refrigerated WareMisc New 0% 0% 0%
SDG&E Commercial Restaurant Cooling New 11% 7% 6%
SDG&E Commercial Restaurant Heating New 11% 7% 6%
SDG&E Commercial Restaurant Vent New 11% 7% 6%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SDG&E Commercial Restaurant WaterHeat New 11% 7% 6%
SDG&E Commercial Restaurant Com Cooking New 0% 0% 0%
SDG&E Commercial Restaurant Refrig New 0% 0% 0%
SDG&E Commercial Restaurant IntLight New 11% 7% 6%
SDG&E Commercial Restaurant OfficeEquip New 0% 0% 0%
SDG&E Commercial Restaurant ExtLight New 11% 7% 6%
SDG&E Commercial Restaurant Misc New 0% 0% 0%
SDG&E Commercial Retail Cooling New 13% 10% 9%
SDG&E Commercial Retail Heating New 13% 10% 9%
SDG&E Commercial Retail Vent New 13% 10% 9%
SDG&E Commercial Retail WaterHeat New 13% 10% 9%
SDG&E Commercial Retail Com Cooking New 0% 0% 0%
SDG&E Commercial Retail Refrig New 0% 0% 0%
SDG&E Commercial Retail IntLight New 13% 10% 9%
SDG&E Commercial Retail OfficeEquip New 0% 0% 0%
SDG&E Commercial Retail ExtLight New 13% 10% 9%
SDG&E Commercial Retail Misc New 0% 0% 0%
SDG&E Commercial School Cooling New 13% 9% 8%
SDG&E Commercial School Heating New 13% 9% 8%
SDG&E Commercial School Vent New 13% 9% 8%
SDG&E Commercial School WaterHeat New 13% 9% 8%
SDG&E Commercial School Com Cooking New 0% 0% 0%
SDG&E Commercial School Refrig New 0% 0% 0%
SDG&E Commercial School IntLight New 13% 9% 8%
SDG&E C i l S h l Offi E i N 0% 0% 0%SDG&E Commercial School OfficeEquip New 0% 0% 0%
SDG&E Commercial School ExtLight New 13% 9% 8%
SDG&E Commercial School Misc New 0% 0% 0%
SDG&E Commercial Small Office Cooling New 12% 8% 8%
SDG&E Commercial Small Office Heating New 12% 8% 8%
SDG&E Commercial Small Office Vent New 12% 8% 8%
SDG&E Commercial Small Office WaterHeat New 12% 8% 8%
SDG&E Commercial Small Office Com Cooking New 0% 0% 0%
SDG&E Commercial Small Office Refrig New 0% 0% 0%
SDG&E Commercial Small Office IntLight New 12% 8% 8%
SDG&E Commercial Small Office OfficeEquip New 0% 0% 0%
SDG&E Commercial Small Office ExtLight New 12% 8% 8%
SDG&E Commercial Small Office Misc New 0% 0% 0%
SDG&E Commercial Unrefrigerated WaCooling New 14% 10% 9%
SDG&E Commercial Unrefrigerated WaHeating New 14% 10% 9%
SDG&E Commercial Unrefrigerated WaVent New 14% 10% 9%
SDG&E Commercial Unrefrigerated WaWaterHeat New 14% 10% 9%
SDG&E Commercial Unrefrigerated WaCom Cooking New 0% 0% 0%
SDG&E Commercial Unrefrigerated WaRefrig New 0% 0% 0%
SDG&E Commercial Unrefrigerated WaIntLight New 14% 10% 9%
SDG&E Commercial Unrefrigerated WaOfficeEquip New 0% 0% 0%
SDG&E Commercial Unrefrigerated WaExtLight New 14% 10% 9%
SDG&E Commercial Unrefrigerated WaMisc New 0% 0% 0%
SDG&E Industrial Industrial Proc Heat New 0% 0% 0%
SDG&E Industrial Industrial Proc Cool New 0% 0% 0%
SDG&E Industrial Industrial Pumps New 0% 0% 0%
SDG&E Industrial Industrial Fans New 0% 0% 0%
SDG&E Industrial Industrial Comp Air New 0% 0% 0%
SDG&E Industrial Industrial Proc Drives New 0% 0% 0%
SDG&E Industrial Industrial Ind Lighting New 0% 0% 0%
SDG&E Industrial Industrial Refrigeration New 0% 0% 0%
SDG&E Industrial Industrial Ind Other New 0% 0% 0%
SDG&E Industrial Ag Ag New 0% 0% 0%
SDG&E Industrial Construction Construction New 0% 0% 0%
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Scenario: CEC additional res lighting Scenario: CEC IOU Scenario: CEC price effects Scenario: Big Bold (C&S) - full
Savings relative to base year Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020 Year 2020

Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Name
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
High 

Savings
Mid 

Savings
Low 

Savings
SDG&E Industrial Mining Mining New 0% 0% 0%
SDG&E Industrial TCU TCU New 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Residential Single Family Water Heating Existing
PG&E Residential Single Family Clothes Dryer Existing
PG&E Residential Single Family Other Existing
PG&E Residential Single Family Cooking Existing
PG&E Residential Single Family Refrigerator Existing
PG&E Residential Single Family Freezer Existing
PG&E Residential Single Family Swimming Pool Pump Existing
PG&E Residential Single Family Space Heat Existing
PG&E Residential Single Family Furnace Fan Existing
PG&E Residential Single Family Space Cooling Existing
PG&E Residential Single Family Lighting Existing
PG&E Residential Multi Family Water Heating Existing
PG&E Residential Multi Family Clothes Dryer Existing
PG&E Residential Multi Family Other Existing
PG&E Residential Multi Family Cooking Existing
PG&E Residential Multi Family Refrigerator Existing
PG&E Residential Multi Family Freezer Existing
PG&E Residential Multi Family Swimming Pool Pump Existing
PG&E Residential Multi Family Space Heat Existing
PG&E Residential Multi Family Furnace Fan Existing
PG&E Residential Multi Family Space Cooling Existing
PG&E Residential Multi Family Lighting Existing
PG&E Commercial College Cooling Existing
PG&E Commercial College Heating Existing
PG&E C i l C ll V t E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 6% 4% 5% 3% 3% 5% 3% 3%
0% 0% 0% 18% 18% 13% 34% 34% 25%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
8% 6% 4% 4% 3% 2% 4% 3% 2%
0% 0% 0% 24% 24% 18% 37% 37% 28%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial College Vent Existing

PG&E Commercial College WaterHeat Existing
PG&E Commercial College Com Cooking Existing
PG&E Commercial College Refrig Existing
PG&E Commercial College IntLight Existing
PG&E Commercial College OfficeEquip Existing
PG&E Commercial College ExtLight Existing
PG&E Commercial College Misc Existing
PG&E Commercial Food Store Cooling Existing
PG&E Commercial Food Store Heating Existing
PG&E Commercial Food Store Vent Existing
PG&E Commercial Food Store WaterHeat Existing
PG&E Commercial Food Store Com Cooking Existing
PG&E Commercial Food Store Refrig Existing
PG&E Commercial Food Store IntLight Existing
PG&E Commercial Food Store OfficeEquip Existing
PG&E Commercial Food Store ExtLight Existing
PG&E Commercial Food Store Misc Existing
PG&E Commercial Health Cooling Existing
PG&E Commercial Health Heating Existing
PG&E Commercial Health Vent Existing
PG&E Commercial Health WaterHeat Existing
PG&E Commercial Health Com Cooking Existing
PG&E Commercial Health Refrig Existing
PG&E Commercial Health IntLight Existing
PG&E Commercial Health OfficeEquip Existing
PG&E Commercial Health ExtLight Existing
PG&E Commercial Health Misc Existing
PG&E Commercial Large Office Cooling Existing
PG&E Commercial Large Office Heating Existing
PG&E Commercial Large Office Vent Existing
PG&E Commercial Large Office WaterHeat Existing
PG&E Commercial Large Office Com Cooking Existing
PG&E Commercial Large Office Refrig Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 7% 7% 5%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 17% 17% 13% 19% 19% 14%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 10% 10% 7% 13% 13% 9%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial Large Office IntLight Existing
PG&E Commercial Large Office OfficeEquip Existing
PG&E Commercial Large Office ExtLight Existing
PG&E Commercial Large Office Misc Existing
PG&E Commercial Lodging Cooling Existing
PG&E Commercial Lodging Heating Existing
PG&E Commercial Lodging Vent Existing
PG&E Commercial Lodging WaterHeat Existing
PG&E Commercial Lodging Com Cooking Existing
PG&E Commercial Lodging Refrig Existing
PG&E Commercial Lodging IntLight Existing
PG&E Commercial Lodging OfficeEquip Existing
PG&E Commercial Lodging ExtLight Existing
PG&E Commercial Lodging Misc Existing
PG&E Commercial Miscellaneous Cooling Existing
PG&E Commercial Miscellaneous Heating Existing
PG&E Commercial Miscellaneous Vent Existing
PG&E Commercial Miscellaneous WaterHeat Existing
PG&E Commercial Miscellaneous Com Cooking Existing
PG&E Commercial Miscellaneous Refrig Existing
PG&E Commercial Miscellaneous IntLight Existing
PG&E Commercial Miscellaneous OfficeEquip Existing
PG&E Commercial Miscellaneous ExtLight Existing
PG&E Commercial Miscellaneous Misc Existing
PG&E C i l R f i t d W C li E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 14% 14% 10% 19% 19% 14%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 2% 2% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 6% 6% 4% 12% 12% 9%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 10% 10% 7% 13% 13% 10%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Refrigerated WareCooling Existing

PG&E Commercial Refrigerated WareHeating Existing
PG&E Commercial Refrigerated WareVent Existing
PG&E Commercial Refrigerated WareWaterHeat Existing
PG&E Commercial Refrigerated WareCom Cooking Existing
PG&E Commercial Refrigerated WareRefrig Existing
PG&E Commercial Refrigerated WareIntLight Existing
PG&E Commercial Refrigerated WareOfficeEquip Existing
PG&E Commercial Refrigerated WareExtLight Existing
PG&E Commercial Refrigerated WareMisc Existing
PG&E Commercial Restaurant Cooling Existing
PG&E Commercial Restaurant Heating Existing
PG&E Commercial Restaurant Vent Existing
PG&E Commercial Restaurant WaterHeat Existing
PG&E Commercial Restaurant Com Cooking Existing
PG&E Commercial Restaurant Refrig Existing
PG&E Commercial Restaurant IntLight Existing
PG&E Commercial Restaurant OfficeEquip Existing
PG&E Commercial Restaurant ExtLight Existing
PG&E Commercial Restaurant Misc Existing
PG&E Commercial Retail Cooling Existing
PG&E Commercial Retail Heating Existing
PG&E Commercial Retail Vent Existing
PG&E Commercial Retail WaterHeat Existing
PG&E Commercial Retail Com Cooking Existing
PG&E Commercial Retail Refrig Existing
PG&E Commercial Retail IntLight Existing
PG&E Commercial Retail OfficeEquip Existing
PG&E Commercial Retail ExtLight Existing
PG&E Commercial Retail Misc Existing
PG&E Commercial School Cooling Existing
PG&E Commercial School Heating Existing
PG&E Commercial School Vent Existing
PG&E Commercial School WaterHeat Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 11% 11% 8% 13% 13% 10%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 11% 11% 8% 13% 13% 10%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 13% 13% 10% 16% 16% 12%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial School Com Cooking Existing
PG&E Commercial School Refrig Existing
PG&E Commercial School IntLight Existing
PG&E Commercial School OfficeEquip Existing
PG&E Commercial School ExtLight Existing
PG&E Commercial School Misc Existing
PG&E Commercial Small Office Cooling Existing
PG&E Commercial Small Office Heating Existing
PG&E Commercial Small Office Vent Existing
PG&E Commercial Small Office WaterHeat Existing
PG&E Commercial Small Office Com Cooking Existing
PG&E Commercial Small Office Refrig Existing
PG&E Commercial Small Office IntLight Existing
PG&E Commercial Small Office OfficeEquip Existing
PG&E Commercial Small Office ExtLight Existing
PG&E Commercial Small Office Misc Existing
PG&E Commercial Unrefrigerated WaCooling Existing
PG&E Commercial Unrefrigerated WaHeating Existing
PG&E Commercial Unrefrigerated WaVent Existing
PG&E Commercial Unrefrigerated WaWaterHeat Existing
PG&E Commercial Unrefrigerated WaCom Cooking Existing
PG&E Commercial Unrefrigerated WaRefrig Existing
PG&E Commercial Unrefrigerated WaIntLight Existing
PG&E Commercial Unrefrigerated WaOfficeEquip Existing
PG&E C i l U f i t d W E tLi ht E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 7% 7% 5% 11% 11% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 12% 12% 9% 15% 15% 11%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 9% 9% 7% 12% 12% 9%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Unrefrigerated WaExtLight Existing

PG&E Commercial Unrefrigerated WaMisc Existing
PG&E Industrial Industrial Proc Heat Existing
PG&E Industrial Industrial Proc Cool Existing
PG&E Industrial Industrial Pumps Existing
PG&E Industrial Industrial Fans Existing
PG&E Industrial Industrial Comp Air Existing
PG&E Industrial Industrial Proc Drives Existing
PG&E Industrial Industrial Ind Lighting Existing
PG&E Industrial Industrial Refrigeration Existing
PG&E Industrial Industrial Ind Other Existing
PG&E Industrial Ag 0 Existing
PG&E Industrial Construction 0 Existing
PG&E Industrial Mining 0 Existing
PG&E Industrial TCU 0 Existing
SCE Residential Single Family Water Heating Existing
SCE Residential Single Family Clothes Dryer Existing
SCE Residential Single Family Other Existing
SCE Residential Single Family Cooking Existing
SCE Residential Single Family Refrigerator Existing
SCE Residential Single Family Freezer Existing
SCE Residential Single Family Swimming Pool Pump Existing
SCE Residential Single Family Space Heat Existing
SCE Residential Single Family Furnace Fan Existing
SCE Residential Single Family Space Cooling Existing
SCE Residential Single Family Lighting Existing
SCE Residential Multi Family Water Heating Existing
SCE Residential Multi Family Clothes Dryer Existing
SCE Residential Multi Family Other Existing
SCE Residential Multi Family Cooking Existing
SCE Residential Multi Family Refrigerator Existing
SCE Residential Multi Family Freezer Existing
SCE Residential Multi Family Swimming Pool Pump Existing
SCE Residential Multi Family Space Heat Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 5% 4% 5% 3% 3% 5% 3% 3%
0% 0% 0% 15% 15% 11% 28% 28% 21%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Residential Multi Family Furnace Fan Existing
SCE Residential Multi Family Space Cooling Existing
SCE Residential Multi Family Lighting Existing
SCE Commercial College Cooling Existing
SCE Commercial College Heating Existing
SCE Commercial College Vent Existing
SCE Commercial College WaterHeat Existing
SCE Commercial College Com Cooking Existing
SCE Commercial College Refrig Existing
SCE Commercial College IntLight Existing
SCE Commercial College OfficeEquip Existing
SCE Commercial College ExtLight Existing
SCE Commercial College Misc Existing
SCE Commercial Food Store Cooling Existing
SCE Commercial Food Store Heating Existing
SCE Commercial Food Store Vent Existing
SCE Commercial Food Store WaterHeat Existing
SCE Commercial Food Store Com Cooking Existing
SCE Commercial Food Store Refrig Existing
SCE Commercial Food Store IntLight Existing
SCE Commercial Food Store OfficeEquip Existing
SCE Commercial Food Store ExtLight Existing
SCE Commercial Food Store Misc Existing
SCE Commercial Health Cooling Existing
SCE C i l H lth H ti E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 5% 4% 4% 3% 3% 4% 3% 3%
0% 0% 0% 24% 24% 18% 35% 35% 26%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 14% 14% 10% 18% 18% 13%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 11% 11% 9% 16% 16% 12%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SCE Commercial Health Heating Existing

SCE Commercial Health Vent Existing
SCE Commercial Health WaterHeat Existing
SCE Commercial Health Com Cooking Existing
SCE Commercial Health Refrig Existing
SCE Commercial Health IntLight Existing
SCE Commercial Health OfficeEquip Existing
SCE Commercial Health ExtLight Existing
SCE Commercial Health Misc Existing
SCE Commercial Large Office Cooling Existing
SCE Commercial Large Office Heating Existing
SCE Commercial Large Office Vent Existing
SCE Commercial Large Office WaterHeat Existing
SCE Commercial Large Office Com Cooking Existing
SCE Commercial Large Office Refrig Existing
SCE Commercial Large Office IntLight Existing
SCE Commercial Large Office OfficeEquip Existing
SCE Commercial Large Office ExtLight Existing
SCE Commercial Large Office Misc Existing
SCE Commercial Lodging Cooling Existing
SCE Commercial Lodging Heating Existing
SCE Commercial Lodging Vent Existing
SCE Commercial Lodging WaterHeat Existing
SCE Commercial Lodging Com Cooking Existing
SCE Commercial Lodging Refrig Existing
SCE Commercial Lodging IntLight Existing
SCE Commercial Lodging OfficeEquip Existing
SCE Commercial Lodging ExtLight Existing
SCE Commercial Lodging Misc Existing
SCE Commercial Miscellaneous Cooling Existing
SCE Commercial Miscellaneous Heating Existing
SCE Commercial Miscellaneous Vent Existing
SCE Commercial Miscellaneous WaterHeat Existing
SCE Commercial Miscellaneous Com Cooking Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 9% 9% 7% 13% 13% 10%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 15% 15% 11% 18% 18% 13%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 2% 2% 2% 2% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 6% 6% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Miscellaneous Refrig Existing
SCE Commercial Miscellaneous IntLight Existing
SCE Commercial Miscellaneous OfficeEquip Existing
SCE Commercial Miscellaneous ExtLight Existing
SCE Commercial Miscellaneous Misc Existing
SCE Commercial Refrigerated WareCooling Existing
SCE Commercial Refrigerated WareHeating Existing
SCE Commercial Refrigerated WareVent Existing
SCE Commercial Refrigerated WareWaterHeat Existing
SCE Commercial Refrigerated WareCom Cooking Existing
SCE Commercial Refrigerated WareRefrig Existing
SCE Commercial Refrigerated WareIntLight Existing
SCE Commercial Refrigerated WareOfficeEquip Existing
SCE Commercial Refrigerated WareExtLight Existing
SCE Commercial Refrigerated WareMisc Existing
SCE Commercial Restaurant Cooling Existing
SCE Commercial Restaurant Heating Existing
SCE Commercial Restaurant Vent Existing
SCE Commercial Restaurant WaterHeat Existing
SCE Commercial Restaurant Com Cooking Existing
SCE Commercial Restaurant Refrig Existing
SCE Commercial Restaurant IntLight Existing
SCE Commercial Restaurant OfficeEquip Existing
SCE Commercial Restaurant ExtLight Existing
SCE C i l R t t Mi E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 10% 10% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 8% 8% 6% 16% 16% 12%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 4% 4% 3% 10% 10% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SCE Commercial Restaurant Misc Existing

SCE Commercial Retail Cooling Existing
SCE Commercial Retail Heating Existing
SCE Commercial Retail Vent Existing
SCE Commercial Retail WaterHeat Existing
SCE Commercial Retail Com Cooking Existing
SCE Commercial Retail Refrig Existing
SCE Commercial Retail IntLight Existing
SCE Commercial Retail OfficeEquip Existing
SCE Commercial Retail ExtLight Existing
SCE Commercial Retail Misc Existing
SCE Commercial School Cooling Existing
SCE Commercial School Heating Existing
SCE Commercial School Vent Existing
SCE Commercial School WaterHeat Existing
SCE Commercial School Com Cooking Existing
SCE Commercial School Refrig Existing
SCE Commercial School IntLight Existing
SCE Commercial School OfficeEquip Existing
SCE Commercial School ExtLight Existing
SCE Commercial School Misc Existing
SCE Commercial Small Office Cooling Existing
SCE Commercial Small Office Heating Existing
SCE Commercial Small Office Vent Existing
SCE Commercial Small Office WaterHeat Existing
SCE Commercial Small Office Com Cooking Existing
SCE Commercial Small Office Refrig Existing
SCE Commercial Small Office IntLight Existing
SCE Commercial Small Office OfficeEquip Existing
SCE Commercial Small Office ExtLight Existing
SCE Commercial Small Office Misc Existing
SCE Commercial Unrefrigerated WaCooling Existing
SCE Commercial Unrefrigerated WaHeating Existing
SCE Commercial Unrefrigerated WaVent Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 6% 6% 5% 15% 15% 11%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 6% 6% 4% 11% 11% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Unrefrigerated WaWaterHeat Existing
SCE Commercial Unrefrigerated WaCom Cooking Existing
SCE Commercial Unrefrigerated WaRefrig Existing
SCE Commercial Unrefrigerated WaIntLight Existing
SCE Commercial Unrefrigerated WaOfficeEquip Existing
SCE Commercial Unrefrigerated WaExtLight Existing
SCE Commercial Unrefrigerated WaMisc Existing
SCE Industrial Industrial Proc Heat Existing
SCE Industrial Industrial Proc Cool Existing
SCE Industrial Industrial Pumps Existing
SCE Industrial Industrial Fans Existing
SCE Industrial Industrial Comp Air Existing
SCE Industrial Industrial Proc Drives Existing
SCE Industrial Industrial Ind Lighting Existing
SCE Industrial Industrial Refrigeration Existing
SCE Industrial Industrial Ind Other Existing
SCE Industrial Ag 0 Existing
SCE Industrial Construction 0 Existing
SCE Industrial Mining 0 Existing
SCE Industrial TCU 0 Existing
SDG&E Residential Single Family Water Heating Existing
SDG&E Residential Single Family Clothes Dryer Existing
SDG&E Residential Single Family Other Existing
SDG&E Residential Single Family Cooking Existing
SDG&E R id ti l Si l F il R f i t E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 4% 4% 3% 13% 13% 10%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Residential Single Family Refrigerator Existing

SDG&E Residential Single Family Freezer Existing
SDG&E Residential Single Family Swimming Pool Pump Existing
SDG&E Residential Single Family Space Heat Existing
SDG&E Residential Single Family Furnace Fan Existing
SDG&E Residential Single Family Space Cooling Existing
SDG&E Residential Single Family Lighting Existing
SDG&E Residential Multi Family Water Heating Existing
SDG&E Residential Multi Family Clothes Dryer Existing
SDG&E Residential Multi Family Other Existing
SDG&E Residential Multi Family Cooking Existing
SDG&E Residential Multi Family Refrigerator Existing
SDG&E Residential Multi Family Freezer Existing
SDG&E Residential Multi Family Swimming Pool Pump Existing
SDG&E Residential Multi Family Space Heat Existing
SDG&E Residential Multi Family Furnace Fan Existing
SDG&E Residential Multi Family Space Cooling Existing
SDG&E Residential Multi Family Lighting Existing
SDG&E Commercial College Cooling Existing
SDG&E Commercial College Heating Existing
SDG&E Commercial College Vent Existing
SDG&E Commercial College WaterHeat Existing
SDG&E Commercial College Com Cooking Existing
SDG&E Commercial College Refrig Existing
SDG&E Commercial College IntLight Existing
SDG&E Commercial College OfficeEquip Existing
SDG&E Commercial College ExtLight Existing
SDG&E Commercial College Misc Existing
SDG&E Commercial Food Store Cooling Existing
SDG&E Commercial Food Store Heating Existing
SDG&E Commercial Food Store Vent Existing
SDG&E Commercial Food Store WaterHeat Existing
SDG&E Commercial Food Store Com Cooking Existing
SDG&E Commercial Food Store Refrig Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
9% 7% 5% 5% 4% 3% 5% 4% 3%
0% 0% 0% 14% 14% 11% 41% 41% 31%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
8% 6% 4% 4% 3% 3% 4% 3% 3%
0% 0% 0% 25% 25% 19% 34% 34% 25%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 9% 9% 6% 16% 16% 12%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Food Store IntLight Existing
SDG&E Commercial Food Store OfficeEquip Existing
SDG&E Commercial Food Store ExtLight Existing
SDG&E Commercial Food Store Misc Existing
SDG&E Commercial Health Cooling Existing
SDG&E Commercial Health Heating Existing
SDG&E Commercial Health Vent Existing
SDG&E Commercial Health WaterHeat Existing
SDG&E Commercial Health Com Cooking Existing
SDG&E Commercial Health Refrig Existing
SDG&E Commercial Health IntLight Existing
SDG&E Commercial Health OfficeEquip Existing
SDG&E Commercial Health ExtLight Existing
SDG&E Commercial Health Misc Existing
SDG&E Commercial Large Office Cooling Existing
SDG&E Commercial Large Office Heating Existing
SDG&E Commercial Large Office Vent Existing
SDG&E Commercial Large Office WaterHeat Existing
SDG&E Commercial Large Office Com Cooking Existing
SDG&E Commercial Large Office Refrig Existing
SDG&E Commercial Large Office IntLight Existing
SDG&E Commercial Large Office OfficeEquip Existing
SDG&E Commercial Large Office ExtLight Existing
SDG&E Commercial Large Office Misc Existing
SDG&E C i l L d i C li E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 5% 5% 4% 11% 11% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 11% 11% 8% 15% 15% 11%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 13% 13% 10% 19% 19% 14%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 2% 2% 2% 2% 2% 2%SDG&E Commercial Lodging Cooling Existing

SDG&E Commercial Lodging Heating Existing
SDG&E Commercial Lodging Vent Existing
SDG&E Commercial Lodging WaterHeat Existing
SDG&E Commercial Lodging Com Cooking Existing
SDG&E Commercial Lodging Refrig Existing
SDG&E Commercial Lodging IntLight Existing
SDG&E Commercial Lodging OfficeEquip Existing
SDG&E Commercial Lodging ExtLight Existing
SDG&E Commercial Lodging Misc Existing
SDG&E Commercial Miscellaneous Cooling Existing
SDG&E Commercial Miscellaneous Heating Existing
SDG&E Commercial Miscellaneous Vent Existing
SDG&E Commercial Miscellaneous WaterHeat Existing
SDG&E Commercial Miscellaneous Com Cooking Existing
SDG&E Commercial Miscellaneous Refrig Existing
SDG&E Commercial Miscellaneous IntLight Existing
SDG&E Commercial Miscellaneous OfficeEquip Existing
SDG&E Commercial Miscellaneous ExtLight Existing
SDG&E Commercial Miscellaneous Misc Existing
SDG&E Commercial Refrigerated WareCooling Existing
SDG&E Commercial Refrigerated WareHeating Existing
SDG&E Commercial Refrigerated WareVent Existing
SDG&E Commercial Refrigerated WareWaterHeat Existing
SDG&E Commercial Refrigerated WareCom Cooking Existing
SDG&E Commercial Refrigerated WareRefrig Existing
SDG&E Commercial Refrigerated WareIntLight Existing
SDG&E Commercial Refrigerated WareOfficeEquip Existing
SDG&E Commercial Refrigerated WareExtLight Existing
SDG&E Commercial Refrigerated WareMisc Existing
SDG&E Commercial Restaurant Cooling Existing
SDG&E Commercial Restaurant Heating Existing
SDG&E Commercial Restaurant Vent Existing
SDG&E Commercial Restaurant WaterHeat Existing

0% 0% 0% 2% 2% 2% 2% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 8% 8% 6% 11% 11% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 3% 3% 2% 10% 10% 7%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 14% 14% 11% 18% 18% 14%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Restaurant Com Cooking Existing
SDG&E Commercial Restaurant Refrig Existing
SDG&E Commercial Restaurant IntLight Existing
SDG&E Commercial Restaurant OfficeEquip Existing
SDG&E Commercial Restaurant ExtLight Existing
SDG&E Commercial Restaurant Misc Existing
SDG&E Commercial Retail Cooling Existing
SDG&E Commercial Retail Heating Existing
SDG&E Commercial Retail Vent Existing
SDG&E Commercial Retail WaterHeat Existing
SDG&E Commercial Retail Com Cooking Existing
SDG&E Commercial Retail Refrig Existing
SDG&E Commercial Retail IntLight Existing
SDG&E Commercial Retail OfficeEquip Existing
SDG&E Commercial Retail ExtLight Existing
SDG&E Commercial Retail Misc Existing
SDG&E Commercial School Cooling Existing
SDG&E Commercial School Heating Existing
SDG&E Commercial School Vent Existing
SDG&E Commercial School WaterHeat Existing
SDG&E Commercial School Com Cooking Existing
SDG&E Commercial School Refrig Existing
SDG&E Commercial School IntLight Existing
SDG&E Commercial School OfficeEquip Existing
SDG&E C i l S h l E tLi ht E i ti

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 5% 5% 3% 9% 9% 7%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 5% 5% 4% 12% 12% 9%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 4% 4% 3% 13% 13% 10%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Commercial School ExtLight Existing

SDG&E Commercial School Misc Existing
SDG&E Commercial Small Office Cooling Existing
SDG&E Commercial Small Office Heating Existing
SDG&E Commercial Small Office Vent Existing
SDG&E Commercial Small Office WaterHeat Existing
SDG&E Commercial Small Office Com Cooking Existing
SDG&E Commercial Small Office Refrig Existing
SDG&E Commercial Small Office IntLight Existing
SDG&E Commercial Small Office OfficeEquip Existing
SDG&E Commercial Small Office ExtLight Existing
SDG&E Commercial Small Office Misc Existing
SDG&E Commercial Unrefrigerated WaCooling Existing
SDG&E Commercial Unrefrigerated WaHeating Existing
SDG&E Commercial Unrefrigerated WaVent Existing
SDG&E Commercial Unrefrigerated WaWaterHeat Existing
SDG&E Commercial Unrefrigerated WaCom Cooking Existing
SDG&E Commercial Unrefrigerated WaRefrig Existing
SDG&E Commercial Unrefrigerated WaIntLight Existing
SDG&E Commercial Unrefrigerated WaOfficeEquip Existing
SDG&E Commercial Unrefrigerated WaExtLight Existing
SDG&E Commercial Unrefrigerated WaMisc Existing
SDG&E Industrial Industrial Proc Heat Existing
SDG&E Industrial Industrial Proc Cool Existing
SDG&E Industrial Industrial Pumps Existing
SDG&E Industrial Industrial Fans Existing
SDG&E Industrial Industrial Comp Air Existing
SDG&E Industrial Industrial Proc Drives Existing
SDG&E Industrial Industrial Ind Lighting Existing
SDG&E Industrial Industrial Refrigeration Existing
SDG&E Industrial Industrial Ind Other Existing
SDG&E Industrial Ag Ag Existing
SDG&E Industrial Construction Construction Existing
SDG&E Industrial Mining Mining Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 2% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 2% 2% 2% 11% 11% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Industrial TCU TCU Existing
PG&E Residential Single Family Water Heating New
PG&E Residential Single Family Clothes Dryer New
PG&E Residential Single Family Other New
PG&E Residential Single Family Cooking New
PG&E Residential Single Family Refrigerator New
PG&E Residential Single Family Freezer New
PG&E Residential Single Family Swimming Pool Pump New
PG&E Residential Single Family Space Heat New
PG&E Residential Single Family Furnace Fan New
PG&E Residential Single Family Space Cooling New
PG&E Residential Single Family Lighting New
PG&E Residential Multi Family Water Heating New
PG&E Residential Multi Family Clothes Dryer New
PG&E Residential Multi Family Other New
PG&E Residential Multi Family Cooking New
PG&E Residential Multi Family Refrigerator New
PG&E Residential Multi Family Freezer New
PG&E Residential Multi Family Swimming Pool Pump New
PG&E Residential Multi Family Space Heat New
PG&E Residential Multi Family Furnace Fan New
PG&E Residential Multi Family Space Cooling New
PG&E Residential Multi Family Lighting New
PG&E Commercial College Cooling New
PG&E C i l C ll H ti N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
43% 31% 22% 10% 9% 4% 10% 9% 4%

0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

43% 31% 22% 10% 9% 4% 10% 9% 4%
43% 31% 22% 10% 9% 4% 10% 9% 4%
43% 31% 22% 10% 9% 4% 10% 9% 4%

0% 0% 0% 18% 18% 13% 34% 34% 25%
42% 30% 22% 11% 10% 4% 11% 10% 4%

0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

42% 30% 22% 11% 10% 4% 11% 10% 4%
42% 30% 22% 11% 10% 4% 11% 10% 4%
42% 30% 22% 11% 10% 4% 11% 10% 4%

0% 0% 0% 24% 24% 18% 37% 37% 28%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%PG&E Commercial College Heating New

PG&E Commercial College Vent New
PG&E Commercial College WaterHeat New
PG&E Commercial College Com Cooking New
PG&E Commercial College Refrig New
PG&E Commercial College IntLight New
PG&E Commercial College OfficeEquip New
PG&E Commercial College ExtLight New
PG&E Commercial College Misc New
PG&E Commercial Food Store Cooling New
PG&E Commercial Food Store Heating New
PG&E Commercial Food Store Vent New
PG&E Commercial Food Store WaterHeat New
PG&E Commercial Food Store Com Cooking New
PG&E Commercial Food Store Refrig New
PG&E Commercial Food Store IntLight New
PG&E Commercial Food Store OfficeEquip New
PG&E Commercial Food Store ExtLight New
PG&E Commercial Food Store Misc New
PG&E Commercial Health Cooling New
PG&E Commercial Health Heating New
PG&E Commercial Health Vent New
PG&E Commercial Health WaterHeat New
PG&E Commercial Health Com Cooking New
PG&E Commercial Health Refrig New
PG&E Commercial Health IntLight New
PG&E Commercial Health OfficeEquip New
PG&E Commercial Health ExtLight New
PG&E Commercial Health Misc New
PG&E Commercial Large Office Cooling New
PG&E Commercial Large Office Heating New
PG&E Commercial Large Office Vent New
PG&E Commercial Large Office WaterHeat New
PG&E Commercial Large Office Com Cooking New

14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial Large Office Refrig New
PG&E Commercial Large Office IntLight New
PG&E Commercial Large Office OfficeEquip New
PG&E Commercial Large Office ExtLight New
PG&E Commercial Large Office Misc New
PG&E Commercial Lodging Cooling New
PG&E Commercial Lodging Heating New
PG&E Commercial Lodging Vent New
PG&E Commercial Lodging WaterHeat New
PG&E Commercial Lodging Com Cooking New
PG&E Commercial Lodging Refrig New
PG&E Commercial Lodging IntLight New
PG&E Commercial Lodging OfficeEquip New
PG&E Commercial Lodging ExtLight New
PG&E Commercial Lodging Misc New
PG&E Commercial Miscellaneous Cooling New
PG&E Commercial Miscellaneous Heating New
PG&E Commercial Miscellaneous Vent New
PG&E Commercial Miscellaneous WaterHeat New
PG&E Commercial Miscellaneous Com Cooking New
PG&E Commercial Miscellaneous Refrig New
PG&E Commercial Miscellaneous IntLight New
PG&E Commercial Miscellaneous OfficeEquip New
PG&E Commercial Miscellaneous ExtLight New
PG&E C i l Mi ll Mi N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
13% 9% 8% 7% 6% 3% 7% 6% 3%
13% 9% 8% 7% 6% 3% 7% 6% 3%
13% 9% 8% 7% 6% 3% 7% 6% 3%
13% 9% 8% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Miscellaneous Misc New

PG&E Commercial Refrigerated WareCooling New
PG&E Commercial Refrigerated WareHeating New
PG&E Commercial Refrigerated WareVent New
PG&E Commercial Refrigerated WareWaterHeat New
PG&E Commercial Refrigerated WareCom Cooking New
PG&E Commercial Refrigerated WareRefrig New
PG&E Commercial Refrigerated WareIntLight New
PG&E Commercial Refrigerated WareOfficeEquip New
PG&E Commercial Refrigerated WareExtLight New
PG&E Commercial Refrigerated WareMisc New
PG&E Commercial Restaurant Cooling New
PG&E Commercial Restaurant Heating New
PG&E Commercial Restaurant Vent New
PG&E Commercial Restaurant WaterHeat New
PG&E Commercial Restaurant Com Cooking New
PG&E Commercial Restaurant Refrig New
PG&E Commercial Restaurant IntLight New
PG&E Commercial Restaurant OfficeEquip New
PG&E Commercial Restaurant ExtLight New
PG&E Commercial Restaurant Misc New
PG&E Commercial Retail Cooling New
PG&E Commercial Retail Heating New
PG&E Commercial Retail Vent New
PG&E Commercial Retail WaterHeat New
PG&E Commercial Retail Com Cooking New
PG&E Commercial Retail Refrig New
PG&E Commercial Retail IntLight New
PG&E Commercial Retail OfficeEquip New
PG&E Commercial Retail ExtLight New
PG&E Commercial Retail Misc New
PG&E Commercial School Cooling New
PG&E Commercial School Heating New
PG&E Commercial School Vent New

0% 0% 0% 0% 0% 0% 0% 0% 0%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial School WaterHeat New
PG&E Commercial School Com Cooking New
PG&E Commercial School Refrig New
PG&E Commercial School IntLight New
PG&E Commercial School OfficeEquip New
PG&E Commercial School ExtLight New
PG&E Commercial School Misc New
PG&E Commercial Small Office Cooling New
PG&E Commercial Small Office Heating New
PG&E Commercial Small Office Vent New
PG&E Commercial Small Office WaterHeat New
PG&E Commercial Small Office Com Cooking New
PG&E Commercial Small Office Refrig New
PG&E Commercial Small Office IntLight New
PG&E Commercial Small Office OfficeEquip New
PG&E Commercial Small Office ExtLight New
PG&E Commercial Small Office Misc New
PG&E Commercial Unrefrigerated WaCooling New
PG&E Commercial Unrefrigerated WaHeating New
PG&E Commercial Unrefrigerated WaVent New
PG&E Commercial Unrefrigerated WaWaterHeat New
PG&E Commercial Unrefrigerated WaCom Cooking New
PG&E Commercial Unrefrigerated WaRefrig New
PG&E Commercial Unrefrigerated WaIntLight New
PG&E C i l U f i t d W Offi E i N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Unrefrigerated WaOfficeEquip New

PG&E Commercial Unrefrigerated WaExtLight New
PG&E Commercial Unrefrigerated WaMisc New
PG&E Industrial Industrial Proc Heat New
PG&E Industrial Industrial Proc Cool New
PG&E Industrial Industrial Pumps New
PG&E Industrial Industrial Fans New
PG&E Industrial Industrial Comp Air New
PG&E Industrial Industrial Proc Drives New
PG&E Industrial Industrial Ind Lighting New
PG&E Industrial Industrial Refrigeration New
PG&E Industrial Industrial Ind Other New
PG&E Industrial Ag 0 New
PG&E Industrial Construction 0 New
PG&E Industrial Mining 0 New
PG&E Industrial TCU 0 New
SCE Residential Single Family Water Heating New
SCE Residential Single Family Clothes Dryer New
SCE Residential Single Family Other New
SCE Residential Single Family Cooking New
SCE Residential Single Family Refrigerator New
SCE Residential Single Family Freezer New
SCE Residential Single Family Swimming Pool Pump New
SCE Residential Single Family Space Heat New
SCE Residential Single Family Furnace Fan New
SCE Residential Single Family Space Cooling New
SCE Residential Single Family Lighting New
SCE Residential Multi Family Water Heating New
SCE Residential Multi Family Clothes Dryer New
SCE Residential Multi Family Other New
SCE Residential Multi Family Cooking New
SCE Residential Multi Family Refrigerator New
SCE Residential Multi Family Freezer New
SCE Residential Multi Family Swimming Pool Pump New

0% 0% 0% 0% 0% 0% 0% 0% 0%
13% 10% 9% 8% 6% 3% 8% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

43% 31% 22% 9% 8% 4% 9% 8% 4%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

43% 31% 22% 9% 8% 4% 9% 8% 4%
43% 31% 22% 9% 8% 4% 9% 8% 4%
43% 31% 22% 9% 8% 4% 9% 8% 4%

0% 0% 0% 15% 15% 11% 28% 28% 21%
42% 31% 22% 11% 9% 4% 11% 9% 4%

0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Residential Multi Family Space Heat New
SCE Residential Multi Family Furnace Fan New
SCE Residential Multi Family Space Cooling New
SCE Residential Multi Family Lighting New
SCE Commercial College Cooling New
SCE Commercial College Heating New
SCE Commercial College Vent New
SCE Commercial College WaterHeat New
SCE Commercial College Com Cooking New
SCE Commercial College Refrig New
SCE Commercial College IntLight New
SCE Commercial College OfficeEquip New
SCE Commercial College ExtLight New
SCE Commercial College Misc New
SCE Commercial Food Store Cooling New
SCE Commercial Food Store Heating New
SCE Commercial Food Store Vent New
SCE Commercial Food Store WaterHeat New
SCE Commercial Food Store Com Cooking New
SCE Commercial Food Store Refrig New
SCE Commercial Food Store IntLight New
SCE Commercial Food Store OfficeEquip New
SCE Commercial Food Store ExtLight New
SCE Commercial Food Store Misc New
SCE C i l H lth C li N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

42% 31% 22% 11% 9% 4% 11% 9% 4%
42% 31% 22% 11% 9% 4% 11% 9% 4%
42% 31% 22% 11% 9% 4% 11% 9% 4%

0% 0% 0% 24% 24% 18% 35% 35% 26%
13% 10% 9% 7% 6% 2% 7% 6% 2%
13% 10% 9% 7% 6% 2% 7% 6% 2%
13% 10% 9% 7% 6% 2% 7% 6% 2%
13% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%SCE Commercial Health Cooling New
SCE Commercial Health Heating New
SCE Commercial Health Vent New
SCE Commercial Health WaterHeat New
SCE Commercial Health Com Cooking New
SCE Commercial Health Refrig New
SCE Commercial Health IntLight New
SCE Commercial Health OfficeEquip New
SCE Commercial Health ExtLight New
SCE Commercial Health Misc New
SCE Commercial Large Office Cooling New
SCE Commercial Large Office Heating New
SCE Commercial Large Office Vent New
SCE Commercial Large Office WaterHeat New
SCE Commercial Large Office Com Cooking New
SCE Commercial Large Office Refrig New
SCE Commercial Large Office IntLight New
SCE Commercial Large Office OfficeEquip New
SCE Commercial Large Office ExtLight New
SCE Commercial Large Office Misc New
SCE Commercial Lodging Cooling New
SCE Commercial Lodging Heating New
SCE Commercial Lodging Vent New
SCE Commercial Lodging WaterHeat New
SCE Commercial Lodging Com Cooking New
SCE Commercial Lodging Refrig New
SCE Commercial Lodging IntLight New
SCE Commercial Lodging OfficeEquip New
SCE Commercial Lodging ExtLight New
SCE Commercial Lodging Misc New
SCE Commercial Miscellaneous Cooling New
SCE Commercial Miscellaneous Heating New
SCE Commercial Miscellaneous Vent New
SCE Commercial Miscellaneous WaterHeat New

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Miscellaneous Com Cooking New
SCE Commercial Miscellaneous Refrig New
SCE Commercial Miscellaneous IntLight New
SCE Commercial Miscellaneous OfficeEquip New
SCE Commercial Miscellaneous ExtLight New
SCE Commercial Miscellaneous Misc New
SCE Commercial Refrigerated WareCooling New
SCE Commercial Refrigerated WareHeating New
SCE Commercial Refrigerated WareVent New
SCE Commercial Refrigerated WareWaterHeat New
SCE Commercial Refrigerated WareCom Cooking New
SCE Commercial Refrigerated WareRefrig New
SCE Commercial Refrigerated WareIntLight New
SCE Commercial Refrigerated WareOfficeEquip New
SCE Commercial Refrigerated WareExtLight New
SCE Commercial Refrigerated WareMisc New
SCE Commercial Restaurant Cooling New
SCE Commercial Restaurant Heating New
SCE Commercial Restaurant Vent New
SCE Commercial Restaurant WaterHeat New
SCE Commercial Restaurant Com Cooking New
SCE Commercial Restaurant Refrig New
SCE Commercial Restaurant IntLight New
SCE Commercial Restaurant OfficeEquip New
SCE C i l R t t E tLi ht N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%SCE Commercial Restaurant ExtLight New
SCE Commercial Restaurant Misc New
SCE Commercial Retail Cooling New
SCE Commercial Retail Heating New
SCE Commercial Retail Vent New
SCE Commercial Retail WaterHeat New
SCE Commercial Retail Com Cooking New
SCE Commercial Retail Refrig New
SCE Commercial Retail IntLight New
SCE Commercial Retail OfficeEquip New
SCE Commercial Retail ExtLight New
SCE Commercial Retail Misc New
SCE Commercial School Cooling New
SCE Commercial School Heating New
SCE Commercial School Vent New
SCE Commercial School WaterHeat New
SCE Commercial School Com Cooking New
SCE Commercial School Refrig New
SCE Commercial School IntLight New
SCE Commercial School OfficeEquip New
SCE Commercial School ExtLight New
SCE Commercial School Misc New
SCE Commercial Small Office Cooling New
SCE Commercial Small Office Heating New
SCE Commercial Small Office Vent New
SCE Commercial Small Office WaterHeat New
SCE Commercial Small Office Com Cooking New
SCE Commercial Small Office Refrig New
SCE Commercial Small Office IntLight New
SCE Commercial Small Office OfficeEquip New
SCE Commercial Small Office ExtLight New
SCE Commercial Small Office Misc New
SCE Commercial Unrefrigerated WaCooling New
SCE Commercial Unrefrigerated WaHeating New

12% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 9% 7% 6% 3% 7% 6% 3%
13% 9% 9% 7% 6% 3% 7% 6% 3%
13% 9% 9% 7% 6% 3% 7% 6% 3%
13% 9% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%
13% 10% 9% 8% 6% 3% 8% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 8% 6% 3% 8% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 9% 7% 6% 3% 7% 6% 3%
13% 9% 9% 7% 6% 3% 7% 6% 3%
13% 9% 9% 7% 6% 3% 7% 6% 3%
13% 9% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 9% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Unrefrigerated WaVent New
SCE Commercial Unrefrigerated WaWaterHeat New
SCE Commercial Unrefrigerated WaCom Cooking New
SCE Commercial Unrefrigerated WaRefrig New
SCE Commercial Unrefrigerated WaIntLight New
SCE Commercial Unrefrigerated WaOfficeEquip New
SCE Commercial Unrefrigerated WaExtLight New
SCE Commercial Unrefrigerated WaMisc New
SCE Industrial Industrial Proc Heat New
SCE Industrial Industrial Proc Cool New
SCE Industrial Industrial Pumps New
SCE Industrial Industrial Fans New
SCE Industrial Industrial Comp Air New
SCE Industrial Industrial Proc Drives New
SCE Industrial Industrial Ind Lighting New
SCE Industrial Industrial Refrigeration New
SCE Industrial Industrial Ind Other New
SCE Industrial Ag 0 New
SCE Industrial Construction 0 New
SCE Industrial Mining 0 New
SCE Industrial TCU 0 New
SDG&E Residential Single Family Water Heating New
SDG&E Residential Single Family Clothes Dryer New
SDG&E Residential Single Family Other New
SDG&E R id ti l Si l F il C ki N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

43% 31% 22% 9% 8% 4% 9% 8% 4%
0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Residential Single Family Cooking New

SDG&E Residential Single Family Refrigerator New
SDG&E Residential Single Family Freezer New
SDG&E Residential Single Family Swimming Pool Pump New
SDG&E Residential Single Family Space Heat New
SDG&E Residential Single Family Furnace Fan New
SDG&E Residential Single Family Space Cooling New
SDG&E Residential Single Family Lighting New
SDG&E Residential Multi Family Water Heating New
SDG&E Residential Multi Family Clothes Dryer New
SDG&E Residential Multi Family Other New
SDG&E Residential Multi Family Cooking New
SDG&E Residential Multi Family Refrigerator New
SDG&E Residential Multi Family Freezer New
SDG&E Residential Multi Family Swimming Pool Pump New
SDG&E Residential Multi Family Space Heat New
SDG&E Residential Multi Family Furnace Fan New
SDG&E Residential Multi Family Space Cooling New
SDG&E Residential Multi Family Lighting New
SDG&E Commercial College Cooling New
SDG&E Commercial College Heating New
SDG&E Commercial College Vent New
SDG&E Commercial College WaterHeat New
SDG&E Commercial College Com Cooking New
SDG&E Commercial College Refrig New
SDG&E Commercial College IntLight New
SDG&E Commercial College OfficeEquip New
SDG&E Commercial College ExtLight New
SDG&E Commercial College Misc New
SDG&E Commercial Food Store Cooling New
SDG&E Commercial Food Store Heating New
SDG&E Commercial Food Store Vent New
SDG&E Commercial Food Store WaterHeat New
SDG&E Commercial Food Store Com Cooking New

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

43% 31% 22% 9% 8% 4% 9% 8% 4%
43% 31% 22% 9% 8% 4% 9% 8% 4%
43% 31% 22% 9% 8% 4% 9% 8% 4%

0% 0% 0% 14% 14% 11% 41% 41% 31%
42% 30% 22% 11% 9% 4% 11% 9% 4%

0% 0% 0% 3% 3% 2% 3% 3% 2%
0% 0% 0% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

42% 30% 22% 11% 9% 4% 11% 9% 4%
42% 30% 22% 11% 9% 4% 11% 9% 4%
42% 30% 22% 11% 9% 4% 11% 9% 4%

0% 0% 0% 25% 25% 19% 34% 34% 25%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Food Store Refrig New
SDG&E Commercial Food Store IntLight New
SDG&E Commercial Food Store OfficeEquip New
SDG&E Commercial Food Store ExtLight New
SDG&E Commercial Food Store Misc New
SDG&E Commercial Health Cooling New
SDG&E Commercial Health Heating New
SDG&E Commercial Health Vent New
SDG&E Commercial Health WaterHeat New
SDG&E Commercial Health Com Cooking New
SDG&E Commercial Health Refrig New
SDG&E Commercial Health IntLight New
SDG&E Commercial Health OfficeEquip New
SDG&E Commercial Health ExtLight New
SDG&E Commercial Health Misc New
SDG&E Commercial Large Office Cooling New
SDG&E Commercial Large Office Heating New
SDG&E Commercial Large Office Vent New
SDG&E Commercial Large Office WaterHeat New
SDG&E Commercial Large Office Com Cooking New
SDG&E Commercial Large Office Refrig New
SDG&E Commercial Large Office IntLight New
SDG&E Commercial Large Office OfficeEquip New
SDG&E Commercial Large Office ExtLight New
SDG&E C i l L Offi Mi N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
13% 10% 9% 7% 6% 2% 7% 6% 2%
13% 10% 9% 7% 6% 2% 7% 6% 2%
13% 10% 9% 7% 6% 2% 7% 6% 2%
13% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Commercial Large Office Misc New

SDG&E Commercial Lodging Cooling New
SDG&E Commercial Lodging Heating New
SDG&E Commercial Lodging Vent New
SDG&E Commercial Lodging WaterHeat New
SDG&E Commercial Lodging Com Cooking New
SDG&E Commercial Lodging Refrig New
SDG&E Commercial Lodging IntLight New
SDG&E Commercial Lodging OfficeEquip New
SDG&E Commercial Lodging ExtLight New
SDG&E Commercial Lodging Misc New
SDG&E Commercial Miscellaneous Cooling New
SDG&E Commercial Miscellaneous Heating New
SDG&E Commercial Miscellaneous Vent New
SDG&E Commercial Miscellaneous WaterHeat New
SDG&E Commercial Miscellaneous Com Cooking New
SDG&E Commercial Miscellaneous Refrig New
SDG&E Commercial Miscellaneous IntLight New
SDG&E Commercial Miscellaneous OfficeEquip New
SDG&E Commercial Miscellaneous ExtLight New
SDG&E Commercial Miscellaneous Misc New
SDG&E Commercial Refrigerated WareCooling New
SDG&E Commercial Refrigerated WareHeating New
SDG&E Commercial Refrigerated WareVent New
SDG&E Commercial Refrigerated WareWaterHeat New
SDG&E Commercial Refrigerated WareCom Cooking New
SDG&E Commercial Refrigerated WareRefrig New
SDG&E Commercial Refrigerated WareIntLight New
SDG&E Commercial Refrigerated WareOfficeEquip New
SDG&E Commercial Refrigerated WareExtLight New
SDG&E Commercial Refrigerated WareMisc New
SDG&E Commercial Restaurant Cooling New
SDG&E Commercial Restaurant Heating New
SDG&E Commercial Restaurant Vent New

0% 0% 0% 0% 0% 0% 0% 0% 0%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%
14% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Restaurant WaterHeat New
SDG&E Commercial Restaurant Com Cooking New
SDG&E Commercial Restaurant Refrig New
SDG&E Commercial Restaurant IntLight New
SDG&E Commercial Restaurant OfficeEquip New
SDG&E Commercial Restaurant ExtLight New
SDG&E Commercial Restaurant Misc New
SDG&E Commercial Retail Cooling New
SDG&E Commercial Retail Heating New
SDG&E Commercial Retail Vent New
SDG&E Commercial Retail WaterHeat New
SDG&E Commercial Retail Com Cooking New
SDG&E Commercial Retail Refrig New
SDG&E Commercial Retail IntLight New
SDG&E Commercial Retail OfficeEquip New
SDG&E Commercial Retail ExtLight New
SDG&E Commercial Retail Misc New
SDG&E Commercial School Cooling New
SDG&E Commercial School Heating New
SDG&E Commercial School Vent New
SDG&E Commercial School WaterHeat New
SDG&E Commercial School Com Cooking New
SDG&E Commercial School Refrig New
SDG&E Commercial School IntLight New
SDG&E C i l S h l Offi E i N

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 10% 9% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Commercial School OfficeEquip New

SDG&E Commercial School ExtLight New
SDG&E Commercial School Misc New
SDG&E Commercial Small Office Cooling New
SDG&E Commercial Small Office Heating New
SDG&E Commercial Small Office Vent New
SDG&E Commercial Small Office WaterHeat New
SDG&E Commercial Small Office Com Cooking New
SDG&E Commercial Small Office Refrig New
SDG&E Commercial Small Office IntLight New
SDG&E Commercial Small Office OfficeEquip New
SDG&E Commercial Small Office ExtLight New
SDG&E Commercial Small Office Misc New
SDG&E Commercial Unrefrigerated WaCooling New
SDG&E Commercial Unrefrigerated WaHeating New
SDG&E Commercial Unrefrigerated WaVent New
SDG&E Commercial Unrefrigerated WaWaterHeat New
SDG&E Commercial Unrefrigerated WaCom Cooking New
SDG&E Commercial Unrefrigerated WaRefrig New
SDG&E Commercial Unrefrigerated WaIntLight New
SDG&E Commercial Unrefrigerated WaOfficeEquip New
SDG&E Commercial Unrefrigerated WaExtLight New
SDG&E Commercial Unrefrigerated WaMisc New
SDG&E Industrial Industrial Proc Heat New
SDG&E Industrial Industrial Proc Cool New
SDG&E Industrial Industrial Pumps New
SDG&E Industrial Industrial Fans New
SDG&E Industrial Industrial Comp Air New
SDG&E Industrial Industrial Proc Drives New
SDG&E Industrial Industrial Ind Lighting New
SDG&E Industrial Industrial Refrigeration New
SDG&E Industrial Industrial Ind Other New
SDG&E Industrial Ag Ag New
SDG&E Industrial Construction Construction New

0% 0% 0% 0% 0% 0% 0% 0% 0%
13% 10% 9% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%
12% 9% 8% 7% 6% 3% 7% 6% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 9% 8% 7% 6% 3% 7% 6% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%
14% 10% 9% 7% 6% 2% 7% 6% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 10% 9% 7% 6% 2% 7% 6% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Industrial Mining Mining New
SDG&E Industrial TCU TCU New

Scenario: Big Bold (C&S) - base Scenario: C&S (society) - full Scenario: C&S (society) - base
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Residential Single Family Water Heating Existing
PG&E Residential Single Family Clothes Dryer Existing
PG&E Residential Single Family Other Existing
PG&E Residential Single Family Cooking Existing
PG&E Residential Single Family Refrigerator Existing
PG&E Residential Single Family Freezer Existing
PG&E Residential Single Family Swimming Pool Pump Existing
PG&E Residential Single Family Space Heat Existing
PG&E Residential Single Family Furnace Fan Existing
PG&E Residential Single Family Space Cooling Existing
PG&E Residential Single Family Lighting Existing
PG&E Residential Multi Family Water Heating Existing
PG&E Residential Multi Family Clothes Dryer Existing
PG&E Residential Multi Family Other Existing
PG&E Residential Multi Family Cooking Existing
PG&E Residential Multi Family Refrigerator Existing
PG&E Residential Multi Family Freezer Existing
PG&E Residential Multi Family Swimming Pool Pump Existing
PG&E Residential Multi Family Space Heat Existing
PG&E Residential Multi Family Furnace Fan Existing
PG&E Residential Multi Family Space Cooling Existing
PG&E Residential Multi Family Lighting Existing
PG&E Commercial College Cooling Existing
PG&E Commercial College Heating Existing
PG&E C i l C ll V t E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

10% 9% 7% 9% 8% 6% 8% 7% 5%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 1% 3% 2% 1% 2% 1% 1%
4% 3% 1% 3% 2% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%

22% 18% 15% 18% 15% 12% 9% 8% 6%
0% 0% 0% 0% 0% 0% 0% 0% 0%

11% 9% 7% 9% 7% 5% 5% 4% 3%
36% 32% 16% 24% 16% 12% 12% 5% 4%

1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 5% 2% 4% 3% 1% 2% 1% 1%
4% 3% 1% 3% 2% 1% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 6% 5% 5% 4% 3% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%

10% 8% 6% 7% 6% 4% 1% 1% 1%
29% 26% 13% 20% 13% 10% 14% 6% 5%
21% 18% 11% 15% 12% 7% 8% 7% 5%

0% 0% 0% 0% 0% 0% 0% 0% 0%
6% 6% 4% 6% 5% 4% 0% 0% 0%PG&E Commercial College Vent Existing

PG&E Commercial College WaterHeat Existing
PG&E Commercial College Com Cooking Existing
PG&E Commercial College Refrig Existing
PG&E Commercial College IntLight Existing
PG&E Commercial College OfficeEquip Existing
PG&E Commercial College ExtLight Existing
PG&E Commercial College Misc Existing
PG&E Commercial Food Store Cooling Existing
PG&E Commercial Food Store Heating Existing
PG&E Commercial Food Store Vent Existing
PG&E Commercial Food Store WaterHeat Existing
PG&E Commercial Food Store Com Cooking Existing
PG&E Commercial Food Store Refrig Existing
PG&E Commercial Food Store IntLight Existing
PG&E Commercial Food Store OfficeEquip Existing
PG&E Commercial Food Store ExtLight Existing
PG&E Commercial Food Store Misc Existing
PG&E Commercial Health Cooling Existing
PG&E Commercial Health Heating Existing
PG&E Commercial Health Vent Existing
PG&E Commercial Health WaterHeat Existing
PG&E Commercial Health Com Cooking Existing
PG&E Commercial Health Refrig Existing
PG&E Commercial Health IntLight Existing
PG&E Commercial Health OfficeEquip Existing
PG&E Commercial Health ExtLight Existing
PG&E Commercial Health Misc Existing
PG&E Commercial Large Office Cooling Existing
PG&E Commercial Large Office Heating Existing
PG&E Commercial Large Office Vent Existing
PG&E Commercial Large Office WaterHeat Existing
PG&E Commercial Large Office Com Cooking Existing
PG&E Commercial Large Office Refrig Existing

6% 6% 4% 6% 5% 4% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 2% 2% 2% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

27% 22% 18% 21% 18% 14% 7% 6% 5%
2% 1% 1% 1% 1% 1% 0% 0% 0%
3% 2% 2% 2% 2% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

10% 9% 5% 8% 6% 4% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

15% 13% 11% 13% 12% 10% 0% 0% 0%
20% 18% 15% 17% 15% 12% 8% 7% 6%

9% 8% 6% 7% 6% 5% 2% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 14% 9% 13% 11% 7% 9% 7% 5%
0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 4% 4% 3% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 3% 3% 3% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

18% 15% 12% 15% 12% 10% 5% 4% 3%
1% 1% 0% 1% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 12% 7% 8% 6% 4% 7% 5% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%

10% 10% 8% 8% 8% 6% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 5% 4% 3% 3% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial Large Office IntLight Existing
PG&E Commercial Large Office OfficeEquip Existing
PG&E Commercial Large Office ExtLight Existing
PG&E Commercial Large Office Misc Existing
PG&E Commercial Lodging Cooling Existing
PG&E Commercial Lodging Heating Existing
PG&E Commercial Lodging Vent Existing
PG&E Commercial Lodging WaterHeat Existing
PG&E Commercial Lodging Com Cooking Existing
PG&E Commercial Lodging Refrig Existing
PG&E Commercial Lodging IntLight Existing
PG&E Commercial Lodging OfficeEquip Existing
PG&E Commercial Lodging ExtLight Existing
PG&E Commercial Lodging Misc Existing
PG&E Commercial Miscellaneous Cooling Existing
PG&E Commercial Miscellaneous Heating Existing
PG&E Commercial Miscellaneous Vent Existing
PG&E Commercial Miscellaneous WaterHeat Existing
PG&E Commercial Miscellaneous Com Cooking Existing
PG&E Commercial Miscellaneous Refrig Existing
PG&E Commercial Miscellaneous IntLight Existing
PG&E Commercial Miscellaneous OfficeEquip Existing
PG&E Commercial Miscellaneous ExtLight Existing
PG&E Commercial Miscellaneous Misc Existing
PG&E C i l R f i t d W C li E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

14% 11% 9% 7% 6% 5% 3% 3% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

28% 24% 14% 17% 14% 8% 8% 7% 5%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 2% 2% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 3% 2% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

23% 19% 16% 16% 13% 11% 9% 8% 6%
0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 2% 2% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

16% 14% 8% 12% 10% 6% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 4% 3% 3% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

18% 15% 12% 15% 12% 10% 5% 4% 3%
1% 1% 0% 1% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

16% 14% 8% 10% 8% 5% 4% 3% 2%PG&E Commercial Refrigerated WareCooling Existing
PG&E Commercial Refrigerated WareHeating Existing
PG&E Commercial Refrigerated WareVent Existing
PG&E Commercial Refrigerated WareWaterHeat Existing
PG&E Commercial Refrigerated WareCom Cooking Existing
PG&E Commercial Refrigerated WareRefrig Existing
PG&E Commercial Refrigerated WareIntLight Existing
PG&E Commercial Refrigerated WareOfficeEquip Existing
PG&E Commercial Refrigerated WareExtLight Existing
PG&E Commercial Refrigerated WareMisc Existing
PG&E Commercial Restaurant Cooling Existing
PG&E Commercial Restaurant Heating Existing
PG&E Commercial Restaurant Vent Existing
PG&E Commercial Restaurant WaterHeat Existing
PG&E Commercial Restaurant Com Cooking Existing
PG&E Commercial Restaurant Refrig Existing
PG&E Commercial Restaurant IntLight Existing
PG&E Commercial Restaurant OfficeEquip Existing
PG&E Commercial Restaurant ExtLight Existing
PG&E Commercial Restaurant Misc Existing
PG&E Commercial Retail Cooling Existing
PG&E Commercial Retail Heating Existing
PG&E Commercial Retail Vent Existing
PG&E Commercial Retail WaterHeat Existing
PG&E Commercial Retail Com Cooking Existing
PG&E Commercial Retail Refrig Existing
PG&E Commercial Retail IntLight Existing
PG&E Commercial Retail OfficeEquip Existing
PG&E Commercial Retail ExtLight Existing
PG&E Commercial Retail Misc Existing
PG&E Commercial School Cooling Existing
PG&E Commercial School Heating Existing
PG&E Commercial School Vent Existing
PG&E Commercial School WaterHeat Existing

16% 14% 8% 10% 8% 5% 4% 3% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 3% 3% 3% 2% 0% 0% 0%

10% 9% 7% 8% 8% 6% 3% 2% 2%
17% 14% 11% 14% 12% 10% 3% 3% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 6% 3% 5% 4% 2% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 4% 3% 4% 3% 3% 0% 0% 0%

15% 14% 11% 15% 13% 11% 9% 8% 6%
17% 14% 11% 14% 12% 9% 5% 4% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 11% 7% 9% 8% 5% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 2% 2% 2% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
8% 7% 6% 7% 6% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 12% 10% 11% 9% 7% 3% 3% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

28% 23% 14% 19% 16% 10% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial School Com Cooking Existing
PG&E Commercial School Refrig Existing
PG&E Commercial School IntLight Existing
PG&E Commercial School OfficeEquip Existing
PG&E Commercial School ExtLight Existing
PG&E Commercial School Misc Existing
PG&E Commercial Small Office Cooling Existing
PG&E Commercial Small Office Heating Existing
PG&E Commercial Small Office Vent Existing
PG&E Commercial Small Office WaterHeat Existing
PG&E Commercial Small Office Com Cooking Existing
PG&E Commercial Small Office Refrig Existing
PG&E Commercial Small Office IntLight Existing
PG&E Commercial Small Office OfficeEquip Existing
PG&E Commercial Small Office ExtLight Existing
PG&E Commercial Small Office Misc Existing
PG&E Commercial Unrefrigerated WaCooling Existing
PG&E Commercial Unrefrigerated WaHeating Existing
PG&E Commercial Unrefrigerated WaVent Existing
PG&E Commercial Unrefrigerated WaWaterHeat Existing
PG&E Commercial Unrefrigerated WaCom Cooking Existing
PG&E Commercial Unrefrigerated WaRefrig Existing
PG&E Commercial Unrefrigerated WaIntLight Existing
PG&E Commercial Unrefrigerated WaOfficeEquip Existing
PG&E C i l U f i t d W E tLi ht E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

9% 8% 7% 7% 6% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

22% 18% 15% 16% 14% 11% 4% 3% 2%
2% 2% 1% 2% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 11% 7% 9% 8% 5% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 2% 2% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

16% 13% 11% 12% 10% 8% 4% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
9% 8% 6% 7% 6% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 10% 6% 8% 7% 4% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 4% 3% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 3% 3% 3% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

20% 16% 13% 16% 13% 11% 3% 3% 2%
1% 1% 0% 1% 1% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Unrefrigerated WaExtLight Existing

PG&E Commercial Unrefrigerated WaMisc Existing
PG&E Industrial Industrial Proc Heat Existing
PG&E Industrial Industrial Proc Cool Existing
PG&E Industrial Industrial Pumps Existing
PG&E Industrial Industrial Fans Existing
PG&E Industrial Industrial Comp Air Existing
PG&E Industrial Industrial Proc Drives Existing
PG&E Industrial Industrial Ind Lighting Existing
PG&E Industrial Industrial Refrigeration Existing
PG&E Industrial Industrial Ind Other Existing
PG&E Industrial Ag 0 Existing
PG&E Industrial Construction 0 Existing
PG&E Industrial Mining 0 Existing
PG&E Industrial TCU 0 Existing
SCE Residential Single Family Water Heating Existing
SCE Residential Single Family Clothes Dryer Existing
SCE Residential Single Family Other Existing
SCE Residential Single Family Cooking Existing
SCE Residential Single Family Refrigerator Existing
SCE Residential Single Family Freezer Existing
SCE Residential Single Family Swimming Pool Pump Existing
SCE Residential Single Family Space Heat Existing
SCE Residential Single Family Furnace Fan Existing
SCE Residential Single Family Space Cooling Existing
SCE Residential Single Family Lighting Existing
SCE Residential Multi Family Water Heating Existing
SCE Residential Multi Family Clothes Dryer Existing
SCE Residential Multi Family Other Existing
SCE Residential Multi Family Cooking Existing
SCE Residential Multi Family Refrigerator Existing
SCE Residential Multi Family Freezer Existing
SCE Residential Multi Family Swimming Pool Pump Existing
SCE Residential Multi Family Space Heat Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 2% 1% 1% 1% 1% 1%
3% 3% 2% 2% 1% 1% 1% 1% 1%

30% 24% 18% 22% 18% 13% 10% 8% 6%
16% 13% 10% 9% 7% 6% 4% 3% 2%
24% 19% 14% 20% 16% 12% 15% 12% 9%

3% 3% 2% 2% 1% 1% 1% 1% 1%
30% 24% 18% 16% 13% 10% 9% 7% 5%

4% 3% 2% 3% 3% 2% 2% 2% 1%
1% 1% 1% 1% 0% 0% 0% 0% 0%

11% 9% 6% 9% 7% 5% 6% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
6% 5% 4% 2% 2% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 8% 4% 8% 5% 3% 4% 3% 1%
22% 14% 7% 15% 10% 5% 8% 5% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
14% 12% 10% 9% 7% 6% 4% 3% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 4% 3% 2% 2% 1% 1%

39% 35% 18% 33% 22% 16% 19% 8% 6%
3% 2% 2% 1% 1% 0% 1% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 11% 6% 11% 7% 4% 5% 4% 2%
18% 12% 6% 11% 7% 4% 5% 3% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
11% 9% 7% 4% 4% 3% 1% 1% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Residential Multi Family Furnace Fan Existing
SCE Residential Multi Family Space Cooling Existing
SCE Residential Multi Family Lighting Existing
SCE Commercial College Cooling Existing
SCE Commercial College Heating Existing
SCE Commercial College Vent Existing
SCE Commercial College WaterHeat Existing
SCE Commercial College Com Cooking Existing
SCE Commercial College Refrig Existing
SCE Commercial College IntLight Existing
SCE Commercial College OfficeEquip Existing
SCE Commercial College ExtLight Existing
SCE Commercial College Misc Existing
SCE Commercial Food Store Cooling Existing
SCE Commercial Food Store Heating Existing
SCE Commercial Food Store Vent Existing
SCE Commercial Food Store WaterHeat Existing
SCE Commercial Food Store Com Cooking Existing
SCE Commercial Food Store Refrig Existing
SCE Commercial Food Store IntLight Existing
SCE Commercial Food Store OfficeEquip Existing
SCE Commercial Food Store ExtLight Existing
SCE Commercial Food Store Misc Existing
SCE Commercial Health Cooling Existing
SCE C i l H lth H ti E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
6% 5% 3% 3% 3% 2% 1% 1% 1%

28% 26% 13% 23% 15% 11% 19% 7% 6%
28% 23% 14% 21% 18% 11% 18% 14% 11%

0% 0% 0% 0% 0% 0% 0% 0% 0%
21% 19% 15% 17% 16% 13% 1% 1% 1%

0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 6% 5% 4% 3% 3% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

13% 11% 9% 9% 7% 6% 4% 3% 2%
4% 3% 3% 2% 2% 2% 0% 0% 0%
5% 5% 4% 1% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
9% 8% 5% 4% 3% 2% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 1% 1% 1% 0% 0% 0%

33% 30% 24% 20% 18% 15% 11% 10% 8%
16% 14% 11% 11% 9% 7% 5% 4% 3%

1% 1% 1% 1% 1% 1% 0% 0% 0%
4% 4% 3% 1% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

25% 21% 13% 19% 16% 9% 11% 9% 6%
0% 0% 0% 0% 0% 0% 0% 0% 0%SCE Commercial Health Heating Existing

SCE Commercial Health Vent Existing
SCE Commercial Health WaterHeat Existing
SCE Commercial Health Com Cooking Existing
SCE Commercial Health Refrig Existing
SCE Commercial Health IntLight Existing
SCE Commercial Health OfficeEquip Existing
SCE Commercial Health ExtLight Existing
SCE Commercial Health Misc Existing
SCE Commercial Large Office Cooling Existing
SCE Commercial Large Office Heating Existing
SCE Commercial Large Office Vent Existing
SCE Commercial Large Office WaterHeat Existing
SCE Commercial Large Office Com Cooking Existing
SCE Commercial Large Office Refrig Existing
SCE Commercial Large Office IntLight Existing
SCE Commercial Large Office OfficeEquip Existing
SCE Commercial Large Office ExtLight Existing
SCE Commercial Large Office Misc Existing
SCE Commercial Lodging Cooling Existing
SCE Commercial Lodging Heating Existing
SCE Commercial Lodging Vent Existing
SCE Commercial Lodging WaterHeat Existing
SCE Commercial Lodging Com Cooking Existing
SCE Commercial Lodging Refrig Existing
SCE Commercial Lodging IntLight Existing
SCE Commercial Lodging OfficeEquip Existing
SCE Commercial Lodging ExtLight Existing
SCE Commercial Lodging Misc Existing
SCE Commercial Miscellaneous Cooling Existing
SCE Commercial Miscellaneous Heating Existing
SCE Commercial Miscellaneous Vent Existing
SCE Commercial Miscellaneous WaterHeat Existing
SCE Commercial Miscellaneous Com Cooking Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 4% 4% 4% 3% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

19% 16% 12% 14% 12% 10% 8% 6% 5%
3% 2% 2% 2% 1% 1% 0% 0% 0%
6% 5% 4% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

22% 19% 11% 15% 13% 8% 11% 9% 6%
0% 0% 0% 0% 0% 0% 0% 0% 0%

15% 14% 11% 13% 12% 9% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 10% 8% 9% 7% 6% 5% 4% 3%
2% 2% 1% 1% 1% 1% 0% 0% 0%
7% 7% 5% 3% 3% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

38% 31% 19% 27% 23% 14% 15% 12% 9%
0% 0% 0% 0% 0% 0% 0% 0% 0%
6% 5% 4% 5% 5% 4% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

31% 26% 21% 23% 19% 15% 13% 11% 9%
4% 4% 3% 3% 2% 2% 0% 0% 0%
7% 7% 5% 1% 1% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

28% 24% 14% 16% 14% 8% 6% 5% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 3% 2% 3% 3% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 1% 1% 1% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Miscellaneous Refrig Existing
SCE Commercial Miscellaneous IntLight Existing
SCE Commercial Miscellaneous OfficeEquip Existing
SCE Commercial Miscellaneous ExtLight Existing
SCE Commercial Miscellaneous Misc Existing
SCE Commercial Refrigerated WareCooling Existing
SCE Commercial Refrigerated WareHeating Existing
SCE Commercial Refrigerated WareVent Existing
SCE Commercial Refrigerated WareWaterHeat Existing
SCE Commercial Refrigerated WareCom Cooking Existing
SCE Commercial Refrigerated WareRefrig Existing
SCE Commercial Refrigerated WareIntLight Existing
SCE Commercial Refrigerated WareOfficeEquip Existing
SCE Commercial Refrigerated WareExtLight Existing
SCE Commercial Refrigerated WareMisc Existing
SCE Commercial Restaurant Cooling Existing
SCE Commercial Restaurant Heating Existing
SCE Commercial Restaurant Vent Existing
SCE Commercial Restaurant WaterHeat Existing
SCE Commercial Restaurant Com Cooking Existing
SCE Commercial Restaurant Refrig Existing
SCE Commercial Restaurant IntLight Existing
SCE Commercial Restaurant OfficeEquip Existing
SCE Commercial Restaurant ExtLight Existing
SCE C i l R t t Mi E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
31% 25% 20% 18% 15% 12% 7% 6% 5%

3% 3% 2% 2% 2% 1% 0% 0% 0%
7% 6% 5% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 14% 8% 10% 8% 5% 4% 3% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 4% 3% 3% 3% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 13% 10% 10% 9% 7% 6% 5% 4%
20% 17% 13% 11% 9% 7% 4% 3% 2%

3% 3% 2% 2% 2% 2% 0% 0% 0%
9% 8% 6% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

11% 9% 5% 5% 4% 3% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 0% 0% 0%

14% 13% 10% 12% 11% 9% 6% 6% 4%
25% 21% 17% 18% 15% 12% 8% 7% 5%

1% 1% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SCE Commercial Restaurant Misc Existing

SCE Commercial Retail Cooling Existing
SCE Commercial Retail Heating Existing
SCE Commercial Retail Vent Existing
SCE Commercial Retail WaterHeat Existing
SCE Commercial Retail Com Cooking Existing
SCE Commercial Retail Refrig Existing
SCE Commercial Retail IntLight Existing
SCE Commercial Retail OfficeEquip Existing
SCE Commercial Retail ExtLight Existing
SCE Commercial Retail Misc Existing
SCE Commercial School Cooling Existing
SCE Commercial School Heating Existing
SCE Commercial School Vent Existing
SCE Commercial School WaterHeat Existing
SCE Commercial School Com Cooking Existing
SCE Commercial School Refrig Existing
SCE Commercial School IntLight Existing
SCE Commercial School OfficeEquip Existing
SCE Commercial School ExtLight Existing
SCE Commercial School Misc Existing
SCE Commercial Small Office Cooling Existing
SCE Commercial Small Office Heating Existing
SCE Commercial Small Office Vent Existing
SCE Commercial Small Office WaterHeat Existing
SCE Commercial Small Office Com Cooking Existing
SCE Commercial Small Office Refrig Existing
SCE Commercial Small Office IntLight Existing
SCE Commercial Small Office OfficeEquip Existing
SCE Commercial Small Office ExtLight Existing
SCE Commercial Small Office Misc Existing
SCE Commercial Unrefrigerated WaCooling Existing
SCE Commercial Unrefrigerated WaHeating Existing
SCE Commercial Unrefrigerated WaVent Existing

0% 0% 0% 0% 0% 0% 0% 0% 0%
22% 19% 11% 13% 10% 6% 6% 4% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 4% 3% 3% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

23% 19% 15% 12% 10% 8% 4% 4% 3%
2% 2% 1% 1% 1% 1% 0% 0% 0%
2% 2% 2% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

32% 27% 16% 18% 15% 9% 5% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 3% 2% 3% 2% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 16% 13% 7% 7% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

23% 19% 15% 16% 14% 11% 8% 6% 5%
8% 8% 6% 5% 5% 4% 0% 0% 0%

12% 11% 9% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

24% 20% 12% 16% 13% 8% 5% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

40% 34% 27% 29% 24% 19% 11% 9% 7%
4% 3% 3% 2% 2% 2% 0% 0% 0%
4% 4% 3% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

24% 20% 12% 13% 11% 6% 5% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Unrefrigerated WaWaterHeat Existing
SCE Commercial Unrefrigerated WaCom Cooking Existing
SCE Commercial Unrefrigerated WaRefrig Existing
SCE Commercial Unrefrigerated WaIntLight Existing
SCE Commercial Unrefrigerated WaOfficeEquip Existing
SCE Commercial Unrefrigerated WaExtLight Existing
SCE Commercial Unrefrigerated WaMisc Existing
SCE Industrial Industrial Proc Heat Existing
SCE Industrial Industrial Proc Cool Existing
SCE Industrial Industrial Pumps Existing
SCE Industrial Industrial Fans Existing
SCE Industrial Industrial Comp Air Existing
SCE Industrial Industrial Proc Drives Existing
SCE Industrial Industrial Ind Lighting Existing
SCE Industrial Industrial Refrigeration Existing
SCE Industrial Industrial Ind Other Existing
SCE Industrial Ag 0 Existing
SCE Industrial Construction 0 Existing
SCE Industrial Mining 0 Existing
SCE Industrial TCU 0 Existing
SDG&E Residential Single Family Water Heating Existing
SDG&E Residential Single Family Clothes Dryer Existing
SDG&E Residential Single Family Other Existing
SDG&E Residential Single Family Cooking Existing
SDG&E R id ti l Si l F il R f i t E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

26% 21% 17% 14% 12% 9% 4% 3% 3%
3% 3% 2% 2% 2% 1% 0% 0% 0%
3% 3% 2% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 2% 1% 1% 1% 1% 1%
5% 4% 3% 3% 2% 2% 2% 1% 1%

31% 25% 19% 23% 19% 14% 10% 8% 6%
18% 14% 11% 10% 8% 6% 4% 3% 2%
25% 20% 15% 21% 17% 13% 15% 12% 9%

5% 4% 3% 3% 2% 2% 2% 1% 1%
32% 26% 19% 19% 15% 12% 11% 8% 6%

2% 2% 1% 2% 2% 1% 1% 1% 1%
1% 1% 1% 1% 1% 1% 1% 0% 0%

11% 9% 6% 9% 7% 5% 6% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 12% 10% 11% 10% 8% 11% 10% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

10% 7% 3% 4% 3% 1% 4% 3% 1%SDG&E Residential Single Family Refrigerator Existing
SDG&E Residential Single Family Freezer Existing
SDG&E Residential Single Family Swimming Pool Pump Existing
SDG&E Residential Single Family Space Heat Existing
SDG&E Residential Single Family Furnace Fan Existing
SDG&E Residential Single Family Space Cooling Existing
SDG&E Residential Single Family Lighting Existing
SDG&E Residential Multi Family Water Heating Existing
SDG&E Residential Multi Family Clothes Dryer Existing
SDG&E Residential Multi Family Other Existing
SDG&E Residential Multi Family Cooking Existing
SDG&E Residential Multi Family Refrigerator Existing
SDG&E Residential Multi Family Freezer Existing
SDG&E Residential Multi Family Swimming Pool Pump Existing
SDG&E Residential Multi Family Space Heat Existing
SDG&E Residential Multi Family Furnace Fan Existing
SDG&E Residential Multi Family Space Cooling Existing
SDG&E Residential Multi Family Lighting Existing
SDG&E Commercial College Cooling Existing
SDG&E Commercial College Heating Existing
SDG&E Commercial College Vent Existing
SDG&E Commercial College WaterHeat Existing
SDG&E Commercial College Com Cooking Existing
SDG&E Commercial College Refrig Existing
SDG&E Commercial College IntLight Existing
SDG&E Commercial College OfficeEquip Existing
SDG&E Commercial College ExtLight Existing
SDG&E Commercial College Misc Existing
SDG&E Commercial Food Store Cooling Existing
SDG&E Commercial Food Store Heating Existing
SDG&E Commercial Food Store Vent Existing
SDG&E Commercial Food Store WaterHeat Existing
SDG&E Commercial Food Store Com Cooking Existing
SDG&E Commercial Food Store Refrig Existing

10% 7% 3% 4% 3% 1% 4% 3% 1%
20% 14% 7% 8% 5% 3% 8% 5% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
42% 35% 28% 16% 13% 11% 16% 13% 11%

0% 0% 0% 0% 0% 0% 0% 0% 0%
28% 22% 17% 11% 9% 6% 11% 9% 6%
39% 36% 18% 13% 9% 7% 22% 9% 7%

2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

15% 10% 5% 10% 6% 3% 5% 3% 2%
19% 13% 6% 12% 8% 4% 6% 4% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
17% 15% 12% 4% 3% 3% 3% 3% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
35% 28% 21% 12% 9% 7% 7% 6% 4%
28% 25% 13% 24% 16% 12% 20% 8% 6%
14% 11% 7% 11% 9% 5% 13% 11% 8%

0% 0% 0% 0% 0% 0% 0% 0% 0%
56% 51% 41% 50% 46% 36% 3% 3% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 3% 2% 3% 2% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

20% 16% 13% 11% 9% 8% 6% 5% 4%
2% 2% 2% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

10% 8% 5% 5% 4% 2% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
8% 7% 5% 6% 5% 4% 0% 0% 0%

26% 24% 19% 15% 14% 11% 8% 7% 6%
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SDG&E Commercial Food Store IntLight Existing
SDG&E Commercial Food Store OfficeEquip Existing
SDG&E Commercial Food Store ExtLight Existing
SDG&E Commercial Food Store Misc Existing
SDG&E Commercial Health Cooling Existing
SDG&E Commercial Health Heating Existing
SDG&E Commercial Health Vent Existing
SDG&E Commercial Health WaterHeat Existing
SDG&E Commercial Health Com Cooking Existing
SDG&E Commercial Health Refrig Existing
SDG&E Commercial Health IntLight Existing
SDG&E Commercial Health OfficeEquip Existing
SDG&E Commercial Health ExtLight Existing
SDG&E Commercial Health Misc Existing
SDG&E Commercial Large Office Cooling Existing
SDG&E Commercial Large Office Heating Existing
SDG&E Commercial Large Office Vent Existing
SDG&E Commercial Large Office WaterHeat Existing
SDG&E Commercial Large Office Com Cooking Existing
SDG&E Commercial Large Office Refrig Existing
SDG&E Commercial Large Office IntLight Existing
SDG&E Commercial Large Office OfficeEquip Existing
SDG&E Commercial Large Office ExtLight Existing
SDG&E Commercial Large Office Misc Existing
SDG&E C i l L d i C li E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

23% 20% 16% 17% 14% 11% 6% 5% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

18% 15% 9% 13% 11% 6% 8% 6% 5%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 2% 2% 2% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

10% 9% 7% 7% 6% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 14% 11% 12% 10% 8% 6% 5% 4%
1% 1% 1% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

16% 13% 8% 10% 9% 5% 9% 7% 5%
0% 0% 0% 0% 0% 0% 0% 0% 0%

11% 10% 8% 10% 9% 7% 1% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
9% 8% 6% 6% 6% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 12% 9% 7% 6% 5% 4% 3% 2%
1% 1% 0% 0% 0% 0% 0% 0% 0%
3% 3% 2% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

24% 20% 12% 17% 14% 9% 12% 10% 7%SDG&E Commercial Lodging Cooling Existing
SDG&E Commercial Lodging Heating Existing
SDG&E Commercial Lodging Vent Existing
SDG&E Commercial Lodging WaterHeat Existing
SDG&E Commercial Lodging Com Cooking Existing
SDG&E Commercial Lodging Refrig Existing
SDG&E Commercial Lodging IntLight Existing
SDG&E Commercial Lodging OfficeEquip Existing
SDG&E Commercial Lodging ExtLight Existing
SDG&E Commercial Lodging Misc Existing
SDG&E Commercial Miscellaneous Cooling Existing
SDG&E Commercial Miscellaneous Heating Existing
SDG&E Commercial Miscellaneous Vent Existing
SDG&E Commercial Miscellaneous WaterHeat Existing
SDG&E Commercial Miscellaneous Com Cooking Existing
SDG&E Commercial Miscellaneous Refrig Existing
SDG&E Commercial Miscellaneous IntLight Existing
SDG&E Commercial Miscellaneous OfficeEquip Existing
SDG&E Commercial Miscellaneous ExtLight Existing
SDG&E Commercial Miscellaneous Misc Existing
SDG&E Commercial Refrigerated WareCooling Existing
SDG&E Commercial Refrigerated WareHeating Existing
SDG&E Commercial Refrigerated WareVent Existing
SDG&E Commercial Refrigerated WareWaterHeat Existing
SDG&E Commercial Refrigerated WareCom Cooking Existing
SDG&E Commercial Refrigerated WareRefrig Existing
SDG&E Commercial Refrigerated WareIntLight Existing
SDG&E Commercial Refrigerated WareOfficeEquip Existing
SDG&E Commercial Refrigerated WareExtLight Existing
SDG&E Commercial Refrigerated WareMisc Existing
SDG&E Commercial Restaurant Cooling Existing
SDG&E Commercial Restaurant Heating Existing
SDG&E Commercial Restaurant Vent Existing
SDG&E Commercial Restaurant WaterHeat Existing

24% 20% 12% 17% 14% 9% 12% 10% 7%
0% 0% 0% 0% 0% 0% 0% 0% 0%
6% 5% 4% 6% 5% 4% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

21% 17% 14% 17% 14% 11% 10% 9% 7%
3% 3% 2% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

34% 28% 17% 23% 19% 11% 14% 11% 8%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 12% 10% 10% 9% 7% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

27% 22% 18% 18% 15% 12% 9% 7% 6%
1% 1% 1% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
6% 5% 3% 4% 3% 2% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 6% 5% 5% 5% 4% 3% 3% 2%

13% 11% 9% 8% 7% 5% 3% 3% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
9% 8% 5% 5% 4% 3% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Restaurant Com Cooking Existing
SDG&E Commercial Restaurant Refrig Existing
SDG&E Commercial Restaurant IntLight Existing
SDG&E Commercial Restaurant OfficeEquip Existing
SDG&E Commercial Restaurant ExtLight Existing
SDG&E Commercial Restaurant Misc Existing
SDG&E Commercial Retail Cooling Existing
SDG&E Commercial Retail Heating Existing
SDG&E Commercial Retail Vent Existing
SDG&E Commercial Retail WaterHeat Existing
SDG&E Commercial Retail Com Cooking Existing
SDG&E Commercial Retail Refrig Existing
SDG&E Commercial Retail IntLight Existing
SDG&E Commercial Retail OfficeEquip Existing
SDG&E Commercial Retail ExtLight Existing
SDG&E Commercial Retail Misc Existing
SDG&E Commercial School Cooling Existing
SDG&E Commercial School Heating Existing
SDG&E Commercial School Vent Existing
SDG&E Commercial School WaterHeat Existing
SDG&E Commercial School Com Cooking Existing
SDG&E Commercial School Refrig Existing
SDG&E Commercial School IntLight Existing
SDG&E Commercial School OfficeEquip Existing
SDG&E C i l S h l E tLi ht E i ti

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

5% 4% 4% 4% 4% 3% 0% 0% 0%
24% 22% 17% 21% 19% 15% 10% 9% 7%
25% 20% 16% 19% 16% 13% 9% 8% 6%

0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 14% 9% 11% 9% 5% 7% 6% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 2% 2% 2% 2% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

24% 20% 16% 15% 13% 10% 5% 5% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

31% 26% 15% 19% 16% 10% 11% 9% 6%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

54% 49% 39% 44% 40% 32% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

25% 21% 17% 14% 12% 10% 6% 5% 4%
2% 2% 2% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%SDG&E Commercial School ExtLight Existing

SDG&E Commercial School Misc Existing
SDG&E Commercial Small Office Cooling Existing
SDG&E Commercial Small Office Heating Existing
SDG&E Commercial Small Office Vent Existing
SDG&E Commercial Small Office WaterHeat Existing
SDG&E Commercial Small Office Com Cooking Existing
SDG&E Commercial Small Office Refrig Existing
SDG&E Commercial Small Office IntLight Existing
SDG&E Commercial Small Office OfficeEquip Existing
SDG&E Commercial Small Office ExtLight Existing
SDG&E Commercial Small Office Misc Existing
SDG&E Commercial Unrefrigerated WaCooling Existing
SDG&E Commercial Unrefrigerated WaHeating Existing
SDG&E Commercial Unrefrigerated WaVent Existing
SDG&E Commercial Unrefrigerated WaWaterHeat Existing
SDG&E Commercial Unrefrigerated WaCom Cooking Existing
SDG&E Commercial Unrefrigerated WaRefrig Existing
SDG&E Commercial Unrefrigerated WaIntLight Existing
SDG&E Commercial Unrefrigerated WaOfficeEquip Existing
SDG&E Commercial Unrefrigerated WaExtLight Existing
SDG&E Commercial Unrefrigerated WaMisc Existing
SDG&E Industrial Industrial Proc Heat Existing
SDG&E Industrial Industrial Proc Cool Existing
SDG&E Industrial Industrial Pumps Existing
SDG&E Industrial Industrial Fans Existing
SDG&E Industrial Industrial Comp Air Existing
SDG&E Industrial Industrial Proc Drives Existing
SDG&E Industrial Industrial Ind Lighting Existing
SDG&E Industrial Industrial Refrigeration Existing
SDG&E Industrial Industrial Ind Other Existing
SDG&E Industrial Ag Ag Existing
SDG&E Industrial Construction Construction Existing
SDG&E Industrial Mining Mining Existing

1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

22% 19% 11% 18% 15% 9% 11% 9% 7%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
9% 8% 7% 7% 6% 5% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

38% 32% 26% 27% 23% 18% 13% 11% 9%
1% 1% 1% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

14% 12% 7% 9% 8% 5% 7% 5% 4%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

27% 23% 18% 17% 14% 11% 6% 5% 4%
1% 1% 1% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 1% 0% 0% 0%
2% 2% 1% 1% 1% 1% 1% 1% 0%
4% 3% 2% 2% 2% 1% 2% 1% 1%

29% 23% 18% 23% 19% 14% 10% 8% 6%
16% 13% 9% 10% 8% 6% 4% 3% 2%
24% 20% 15% 21% 17% 13% 16% 13% 9%

4% 3% 2% 3% 2% 2% 2% 1% 1%
31% 25% 18% 24% 19% 14% 15% 12% 9%

1% 0% 0% 1% 0% 0% 0% 0% 0%
2% 2% 1% 2% 1% 1% 1% 1% 1%

11% 9% 6% 9% 7% 5% 6% 4% 3%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Industrial TCU TCU Existing
PG&E Residential Single Family Water Heating New
PG&E Residential Single Family Clothes Dryer New
PG&E Residential Single Family Other New
PG&E Residential Single Family Cooking New
PG&E Residential Single Family Refrigerator New
PG&E Residential Single Family Freezer New
PG&E Residential Single Family Swimming Pool Pump New
PG&E Residential Single Family Space Heat New
PG&E Residential Single Family Furnace Fan New
PG&E Residential Single Family Space Cooling New
PG&E Residential Single Family Lighting New
PG&E Residential Multi Family Water Heating New
PG&E Residential Multi Family Clothes Dryer New
PG&E Residential Multi Family Other New
PG&E Residential Multi Family Cooking New
PG&E Residential Multi Family Refrigerator New
PG&E Residential Multi Family Freezer New
PG&E Residential Multi Family Swimming Pool Pump New
PG&E Residential Multi Family Space Heat New
PG&E Residential Multi Family Furnace Fan New
PG&E Residential Multi Family Space Cooling New
PG&E Residential Multi Family Lighting New
PG&E Commercial College Cooling New
PG&E C i l C ll H ti N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 4% 3% 2% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 1% 3% 2% 1% 2% 1% 1%
4% 3% 1% 3% 2% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 4% 3% 2% 1% 1% 0%
4% 3% 2% 4% 3% 2% 1% 1% 0%
4% 3% 2% 4% 3% 2% 1% 1% 0%

36% 32% 16% 24% 16% 12% 12% 5% 4%
1% 1% 1% 1% 1% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
7% 5% 2% 4% 3% 1% 2% 1% 1%
4% 3% 1% 3% 2% 1% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 0% 0% 0%

29% 26% 13% 20% 13% 10% 14% 6% 5%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%PG&E Commercial College Heating New

PG&E Commercial College Vent New
PG&E Commercial College WaterHeat New
PG&E Commercial College Com Cooking New
PG&E Commercial College Refrig New
PG&E Commercial College IntLight New
PG&E Commercial College OfficeEquip New
PG&E Commercial College ExtLight New
PG&E Commercial College Misc New
PG&E Commercial Food Store Cooling New
PG&E Commercial Food Store Heating New
PG&E Commercial Food Store Vent New
PG&E Commercial Food Store WaterHeat New
PG&E Commercial Food Store Com Cooking New
PG&E Commercial Food Store Refrig New
PG&E Commercial Food Store IntLight New
PG&E Commercial Food Store OfficeEquip New
PG&E Commercial Food Store ExtLight New
PG&E Commercial Food Store Misc New
PG&E Commercial Health Cooling New
PG&E Commercial Health Heating New
PG&E Commercial Health Vent New
PG&E Commercial Health WaterHeat New
PG&E Commercial Health Com Cooking New
PG&E Commercial Health Refrig New
PG&E Commercial Health IntLight New
PG&E Commercial Health OfficeEquip New
PG&E Commercial Health ExtLight New
PG&E Commercial Health Misc New
PG&E Commercial Large Office Cooling New
PG&E Commercial Large Office Heating New
PG&E Commercial Large Office Vent New
PG&E Commercial Large Office WaterHeat New
PG&E Commercial Large Office Com Cooking New

1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial Large Office Refrig New
PG&E Commercial Large Office IntLight New
PG&E Commercial Large Office OfficeEquip New
PG&E Commercial Large Office ExtLight New
PG&E Commercial Large Office Misc New
PG&E Commercial Lodging Cooling New
PG&E Commercial Lodging Heating New
PG&E Commercial Lodging Vent New
PG&E Commercial Lodging WaterHeat New
PG&E Commercial Lodging Com Cooking New
PG&E Commercial Lodging Refrig New
PG&E Commercial Lodging IntLight New
PG&E Commercial Lodging OfficeEquip New
PG&E Commercial Lodging ExtLight New
PG&E Commercial Lodging Misc New
PG&E Commercial Miscellaneous Cooling New
PG&E Commercial Miscellaneous Heating New
PG&E Commercial Miscellaneous Vent New
PG&E Commercial Miscellaneous WaterHeat New
PG&E Commercial Miscellaneous Com Cooking New
PG&E Commercial Miscellaneous Refrig New
PG&E Commercial Miscellaneous IntLight New
PG&E Commercial Miscellaneous OfficeEquip New
PG&E Commercial Miscellaneous ExtLight New
PG&E C i l Mi ll Mi N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 2% 2% 1%
2% 1% 1% 1% 1% 1% 2% 2% 1%
2% 1% 1% 1% 1% 1% 2% 2% 1%
2% 1% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Miscellaneous Misc New

PG&E Commercial Refrigerated WareCooling New
PG&E Commercial Refrigerated WareHeating New
PG&E Commercial Refrigerated WareVent New
PG&E Commercial Refrigerated WareWaterHeat New
PG&E Commercial Refrigerated WareCom Cooking New
PG&E Commercial Refrigerated WareRefrig New
PG&E Commercial Refrigerated WareIntLight New
PG&E Commercial Refrigerated WareOfficeEquip New
PG&E Commercial Refrigerated WareExtLight New
PG&E Commercial Refrigerated WareMisc New
PG&E Commercial Restaurant Cooling New
PG&E Commercial Restaurant Heating New
PG&E Commercial Restaurant Vent New
PG&E Commercial Restaurant WaterHeat New
PG&E Commercial Restaurant Com Cooking New
PG&E Commercial Restaurant Refrig New
PG&E Commercial Restaurant IntLight New
PG&E Commercial Restaurant OfficeEquip New
PG&E Commercial Restaurant ExtLight New
PG&E Commercial Restaurant Misc New
PG&E Commercial Retail Cooling New
PG&E Commercial Retail Heating New
PG&E Commercial Retail Vent New
PG&E Commercial Retail WaterHeat New
PG&E Commercial Retail Com Cooking New
PG&E Commercial Retail Refrig New
PG&E Commercial Retail IntLight New
PG&E Commercial Retail OfficeEquip New
PG&E Commercial Retail ExtLight New
PG&E Commercial Retail Misc New
PG&E Commercial School Cooling New
PG&E Commercial School Heating New
PG&E Commercial School Vent New

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
PG&E Commercial School WaterHeat New
PG&E Commercial School Com Cooking New
PG&E Commercial School Refrig New
PG&E Commercial School IntLight New
PG&E Commercial School OfficeEquip New
PG&E Commercial School ExtLight New
PG&E Commercial School Misc New
PG&E Commercial Small Office Cooling New
PG&E Commercial Small Office Heating New
PG&E Commercial Small Office Vent New
PG&E Commercial Small Office WaterHeat New
PG&E Commercial Small Office Com Cooking New
PG&E Commercial Small Office Refrig New
PG&E Commercial Small Office IntLight New
PG&E Commercial Small Office OfficeEquip New
PG&E Commercial Small Office ExtLight New
PG&E Commercial Small Office Misc New
PG&E Commercial Unrefrigerated WaCooling New
PG&E Commercial Unrefrigerated WaHeating New
PG&E Commercial Unrefrigerated WaVent New
PG&E Commercial Unrefrigerated WaWaterHeat New
PG&E Commercial Unrefrigerated WaCom Cooking New
PG&E Commercial Unrefrigerated WaRefrig New
PG&E Commercial Unrefrigerated WaIntLight New
PG&E C i l U f i t d W Offi E i N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

2% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 1% 0% 0%
1% 1% 0% 0% 0% 0% 1% 0% 0%
1% 1% 0% 0% 0% 0% 1% 0% 0%
1% 1% 0% 0% 0% 0% 1% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 1% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 1% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%PG&E Commercial Unrefrigerated WaOfficeEquip New

PG&E Commercial Unrefrigerated WaExtLight New
PG&E Commercial Unrefrigerated WaMisc New
PG&E Industrial Industrial Proc Heat New
PG&E Industrial Industrial Proc Cool New
PG&E Industrial Industrial Pumps New
PG&E Industrial Industrial Fans New
PG&E Industrial Industrial Comp Air New
PG&E Industrial Industrial Proc Drives New
PG&E Industrial Industrial Ind Lighting New
PG&E Industrial Industrial Refrigeration New
PG&E Industrial Industrial Ind Other New
PG&E Industrial Ag 0 New
PG&E Industrial Construction 0 New
PG&E Industrial Mining 0 New
PG&E Industrial TCU 0 New
SCE Residential Single Family Water Heating New
SCE Residential Single Family Clothes Dryer New
SCE Residential Single Family Other New
SCE Residential Single Family Cooking New
SCE Residential Single Family Refrigerator New
SCE Residential Single Family Freezer New
SCE Residential Single Family Swimming Pool Pump New
SCE Residential Single Family Space Heat New
SCE Residential Single Family Furnace Fan New
SCE Residential Single Family Space Cooling New
SCE Residential Single Family Lighting New
SCE Residential Multi Family Water Heating New
SCE Residential Multi Family Clothes Dryer New
SCE Residential Multi Family Other New
SCE Residential Multi Family Cooking New
SCE Residential Multi Family Refrigerator New
SCE Residential Multi Family Freezer New
SCE Residential Multi Family Swimming Pool Pump New

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 4% 2% 2% 1% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

12% 8% 4% 8% 5% 3% 4% 3% 1%
22% 14% 7% 15% 10% 5% 8% 5% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 4% 2% 2% 1% 0% 0%
4% 3% 2% 4% 2% 2% 1% 0% 0%
4% 3% 2% 4% 2% 2% 1% 0% 0%

39% 35% 18% 33% 22% 16% 19% 8% 6%
2% 1% 1% 1% 1% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

17% 11% 6% 11% 7% 4% 5% 4% 2%
18% 12% 6% 11% 7% 4% 5% 3% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Residential Multi Family Space Heat New
SCE Residential Multi Family Furnace Fan New
SCE Residential Multi Family Space Cooling New
SCE Residential Multi Family Lighting New
SCE Commercial College Cooling New
SCE Commercial College Heating New
SCE Commercial College Vent New
SCE Commercial College WaterHeat New
SCE Commercial College Com Cooking New
SCE Commercial College Refrig New
SCE Commercial College IntLight New
SCE Commercial College OfficeEquip New
SCE Commercial College ExtLight New
SCE Commercial College Misc New
SCE Commercial Food Store Cooling New
SCE Commercial Food Store Heating New
SCE Commercial Food Store Vent New
SCE Commercial Food Store WaterHeat New
SCE Commercial Food Store Com Cooking New
SCE Commercial Food Store Refrig New
SCE Commercial Food Store IntLight New
SCE Commercial Food Store OfficeEquip New
SCE Commercial Food Store ExtLight New
SCE Commercial Food Store Misc New
SCE C i l H lth C li N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

2% 1% 1% 1% 1% 0% 0% 0% 0%
2% 1% 1% 1% 1% 0% 0% 0% 0%
2% 1% 1% 1% 1% 0% 0% 0% 0%

28% 26% 13% 23% 15% 11% 19% 7% 6%
2% 1% 1% 0% 0% 0% 1% 1% 0%
2% 1% 1% 0% 0% 0% 1% 1% 0%
2% 1% 1% 0% 0% 0% 1% 1% 0%
2% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 2% 2% 1%
2% 2% 1% 1% 1% 1% 2% 2% 1%
2% 2% 1% 1% 1% 1% 2% 2% 1%
2% 2% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 0% 1% 1% 1%SCE Commercial Health Cooling New

SCE Commercial Health Heating New
SCE Commercial Health Vent New
SCE Commercial Health WaterHeat New
SCE Commercial Health Com Cooking New
SCE Commercial Health Refrig New
SCE Commercial Health IntLight New
SCE Commercial Health OfficeEquip New
SCE Commercial Health ExtLight New
SCE Commercial Health Misc New
SCE Commercial Large Office Cooling New
SCE Commercial Large Office Heating New
SCE Commercial Large Office Vent New
SCE Commercial Large Office WaterHeat New
SCE Commercial Large Office Com Cooking New
SCE Commercial Large Office Refrig New
SCE Commercial Large Office IntLight New
SCE Commercial Large Office OfficeEquip New
SCE Commercial Large Office ExtLight New
SCE Commercial Large Office Misc New
SCE Commercial Lodging Cooling New
SCE Commercial Lodging Heating New
SCE Commercial Lodging Vent New
SCE Commercial Lodging WaterHeat New
SCE Commercial Lodging Com Cooking New
SCE Commercial Lodging Refrig New
SCE Commercial Lodging IntLight New
SCE Commercial Lodging OfficeEquip New
SCE Commercial Lodging ExtLight New
SCE Commercial Lodging Misc New
SCE Commercial Miscellaneous Cooling New
SCE Commercial Miscellaneous Heating New
SCE Commercial Miscellaneous Vent New
SCE Commercial Miscellaneous WaterHeat New

2% 1% 1% 1% 1% 0% 1% 1% 1%
2% 1% 1% 1% 1% 0% 1% 1% 1%
2% 1% 1% 1% 1% 0% 1% 1% 1%
2% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 1% 1% 0%
2% 2% 1% 0% 0% 0% 1% 1% 0%
2% 2% 1% 0% 0% 0% 1% 1% 0%
2% 2% 1% 0% 0% 0% 1% 1% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Miscellaneous Com Cooking New
SCE Commercial Miscellaneous Refrig New
SCE Commercial Miscellaneous IntLight New
SCE Commercial Miscellaneous OfficeEquip New
SCE Commercial Miscellaneous ExtLight New
SCE Commercial Miscellaneous Misc New
SCE Commercial Refrigerated WareCooling New
SCE Commercial Refrigerated WareHeating New
SCE Commercial Refrigerated WareVent New
SCE Commercial Refrigerated WareWaterHeat New
SCE Commercial Refrigerated WareCom Cooking New
SCE Commercial Refrigerated WareRefrig New
SCE Commercial Refrigerated WareIntLight New
SCE Commercial Refrigerated WareOfficeEquip New
SCE Commercial Refrigerated WareExtLight New
SCE Commercial Refrigerated WareMisc New
SCE Commercial Restaurant Cooling New
SCE Commercial Restaurant Heating New
SCE Commercial Restaurant Vent New
SCE Commercial Restaurant WaterHeat New
SCE Commercial Restaurant Com Cooking New
SCE Commercial Restaurant Refrig New
SCE Commercial Restaurant IntLight New
SCE Commercial Restaurant OfficeEquip New
SCE C i l R t t E tLi ht N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 1% 1% 1% 3% 2% 2%
4% 3% 2% 1% 1% 1% 3% 2% 2%
4% 3% 2% 1% 1% 1% 3% 2% 2%
4% 3% 2% 1% 1% 1% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 1% 1% 1% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 1% 1% 1% 3% 2% 2%SCE Commercial Restaurant ExtLight New

SCE Commercial Restaurant Misc New
SCE Commercial Retail Cooling New
SCE Commercial Retail Heating New
SCE Commercial Retail Vent New
SCE Commercial Retail WaterHeat New
SCE Commercial Retail Com Cooking New
SCE Commercial Retail Refrig New
SCE Commercial Retail IntLight New
SCE Commercial Retail OfficeEquip New
SCE Commercial Retail ExtLight New
SCE Commercial Retail Misc New
SCE Commercial School Cooling New
SCE Commercial School Heating New
SCE Commercial School Vent New
SCE Commercial School WaterHeat New
SCE Commercial School Com Cooking New
SCE Commercial School Refrig New
SCE Commercial School IntLight New
SCE Commercial School OfficeEquip New
SCE Commercial School ExtLight New
SCE Commercial School Misc New
SCE Commercial Small Office Cooling New
SCE Commercial Small Office Heating New
SCE Commercial Small Office Vent New
SCE Commercial Small Office WaterHeat New
SCE Commercial Small Office Com Cooking New
SCE Commercial Small Office Refrig New
SCE Commercial Small Office IntLight New
SCE Commercial Small Office OfficeEquip New
SCE Commercial Small Office ExtLight New
SCE Commercial Small Office Misc New
SCE Commercial Unrefrigerated WaCooling New
SCE Commercial Unrefrigerated WaHeating New

4% 3% 2% 1% 1% 1% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 2% 2% 1%
2% 1% 1% 1% 1% 1% 2% 2% 1%
2% 1% 1% 1% 1% 1% 2% 2% 1%
2% 1% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 1% 1% 1% 1% 1% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 1% 1% 1% 2% 1% 1%
3% 2% 2% 1% 1% 1% 2% 1% 1%
3% 2% 2% 1% 1% 1% 2% 1% 1%
3% 2% 2% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
3% 2% 2% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 0% 0% 0% 0% 0% 0% 0% 0%
1% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SCE Commercial Unrefrigerated WaVent New
SCE Commercial Unrefrigerated WaWaterHeat New
SCE Commercial Unrefrigerated WaCom Cooking New
SCE Commercial Unrefrigerated WaRefrig New
SCE Commercial Unrefrigerated WaIntLight New
SCE Commercial Unrefrigerated WaOfficeEquip New
SCE Commercial Unrefrigerated WaExtLight New
SCE Commercial Unrefrigerated WaMisc New
SCE Industrial Industrial Proc Heat New
SCE Industrial Industrial Proc Cool New
SCE Industrial Industrial Pumps New
SCE Industrial Industrial Fans New
SCE Industrial Industrial Comp Air New
SCE Industrial Industrial Proc Drives New
SCE Industrial Industrial Ind Lighting New
SCE Industrial Industrial Refrigeration New
SCE Industrial Industrial Ind Other New
SCE Industrial Ag 0 New
SCE Industrial Construction 0 New
SCE Industrial Mining 0 New
SCE Industrial TCU 0 New
SDG&E Residential Single Family Water Heating New
SDG&E Residential Single Family Clothes Dryer New
SDG&E Residential Single Family Other New
SDG&E R id ti l Si l F il C ki N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

1% 0% 0% 0% 0% 0% 0% 0% 0%
1% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 4% 3% 2% 2% 2% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Residential Single Family Cooking New

SDG&E Residential Single Family Refrigerator New
SDG&E Residential Single Family Freezer New
SDG&E Residential Single Family Swimming Pool Pump New
SDG&E Residential Single Family Space Heat New
SDG&E Residential Single Family Furnace Fan New
SDG&E Residential Single Family Space Cooling New
SDG&E Residential Single Family Lighting New
SDG&E Residential Multi Family Water Heating New
SDG&E Residential Multi Family Clothes Dryer New
SDG&E Residential Multi Family Other New
SDG&E Residential Multi Family Cooking New
SDG&E Residential Multi Family Refrigerator New
SDG&E Residential Multi Family Freezer New
SDG&E Residential Multi Family Swimming Pool Pump New
SDG&E Residential Multi Family Space Heat New
SDG&E Residential Multi Family Furnace Fan New
SDG&E Residential Multi Family Space Cooling New
SDG&E Residential Multi Family Lighting New
SDG&E Commercial College Cooling New
SDG&E Commercial College Heating New
SDG&E Commercial College Vent New
SDG&E Commercial College WaterHeat New
SDG&E Commercial College Com Cooking New
SDG&E Commercial College Refrig New
SDG&E Commercial College IntLight New
SDG&E Commercial College OfficeEquip New
SDG&E Commercial College ExtLight New
SDG&E Commercial College Misc New
SDG&E Commercial Food Store Cooling New
SDG&E Commercial Food Store Heating New
SDG&E Commercial Food Store Vent New
SDG&E Commercial Food Store WaterHeat New
SDG&E Commercial Food Store Com Cooking New

0% 0% 0% 0% 0% 0% 0% 0% 0%
10% 7% 3% 4% 3% 1% 4% 3% 1%
20% 14% 7% 8% 5% 3% 8% 5% 3%

0% 0% 0% 0% 0% 0% 0% 0% 0%
5% 4% 3% 4% 3% 2% 2% 2% 1%
5% 4% 3% 4% 3% 2% 2% 2% 1%
5% 4% 3% 4% 3% 2% 2% 2% 1%

39% 36% 18% 13% 9% 7% 22% 9% 7%
2% 2% 1% 2% 1% 1% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%

15% 10% 5% 10% 6% 3% 5% 3% 2%
19% 13% 6% 12% 8% 4% 6% 4% 2%

0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 2% 1% 1% 1% 1% 0%
2% 2% 1% 2% 1% 1% 1% 1% 0%
2% 2% 1% 2% 1% 1% 1% 1% 0%

28% 25% 13% 24% 16% 12% 20% 8% 6%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 1% 1% 1% 1%
1% 1% 1% 1% 1% 1% 1% 1% 1%
1% 1% 1% 1% 1% 1% 1% 1% 1%
1% 1% 1% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Food Store Refrig New
SDG&E Commercial Food Store IntLight New
SDG&E Commercial Food Store OfficeEquip New
SDG&E Commercial Food Store ExtLight New
SDG&E Commercial Food Store Misc New
SDG&E Commercial Health Cooling New
SDG&E Commercial Health Heating New
SDG&E Commercial Health Vent New
SDG&E Commercial Health WaterHeat New
SDG&E Commercial Health Com Cooking New
SDG&E Commercial Health Refrig New
SDG&E Commercial Health IntLight New
SDG&E Commercial Health OfficeEquip New
SDG&E Commercial Health ExtLight New
SDG&E Commercial Health Misc New
SDG&E Commercial Large Office Cooling New
SDG&E Commercial Large Office Heating New
SDG&E Commercial Large Office Vent New
SDG&E Commercial Large Office WaterHeat New
SDG&E Commercial Large Office Com Cooking New
SDG&E Commercial Large Office Refrig New
SDG&E Commercial Large Office IntLight New
SDG&E Commercial Large Office OfficeEquip New
SDG&E Commercial Large Office ExtLight New
SDG&E C i l L Offi Mi N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 1% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 1% 0% 0% 1% 1% 1%
1% 1% 0% 1% 0% 0% 1% 1% 1%
1% 1% 0% 1% 0% 0% 1% 1% 1%
1% 1% 0% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 1% 0% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Commercial Large Office Misc New

SDG&E Commercial Lodging Cooling New
SDG&E Commercial Lodging Heating New
SDG&E Commercial Lodging Vent New
SDG&E Commercial Lodging WaterHeat New
SDG&E Commercial Lodging Com Cooking New
SDG&E Commercial Lodging Refrig New
SDG&E Commercial Lodging IntLight New
SDG&E Commercial Lodging OfficeEquip New
SDG&E Commercial Lodging ExtLight New
SDG&E Commercial Lodging Misc New
SDG&E Commercial Miscellaneous Cooling New
SDG&E Commercial Miscellaneous Heating New
SDG&E Commercial Miscellaneous Vent New
SDG&E Commercial Miscellaneous WaterHeat New
SDG&E Commercial Miscellaneous Com Cooking New
SDG&E Commercial Miscellaneous Refrig New
SDG&E Commercial Miscellaneous IntLight New
SDG&E Commercial Miscellaneous OfficeEquip New
SDG&E Commercial Miscellaneous ExtLight New
SDG&E Commercial Miscellaneous Misc New
SDG&E Commercial Refrigerated WareCooling New
SDG&E Commercial Refrigerated WareHeating New
SDG&E Commercial Refrigerated WareVent New
SDG&E Commercial Refrigerated WareWaterHeat New
SDG&E Commercial Refrigerated WareCom Cooking New
SDG&E Commercial Refrigerated WareRefrig New
SDG&E Commercial Refrigerated WareIntLight New
SDG&E Commercial Refrigerated WareOfficeEquip New
SDG&E Commercial Refrigerated WareExtLight New
SDG&E Commercial Refrigerated WareMisc New
SDG&E Commercial Restaurant Cooling New
SDG&E Commercial Restaurant Heating New
SDG&E Commercial Restaurant Vent New

0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 2% 1% 1%
2% 2% 1% 1% 1% 1% 2% 1% 1%
2% 2% 1% 1% 1% 1% 2% 1% 1%
2% 2% 1% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 1% 1% 1% 2% 1% 1%
4% 3% 2% 1% 1% 1% 2% 1% 1%
4% 3% 2% 1% 1% 1% 2% 1% 1%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Commercial Restaurant WaterHeat New
SDG&E Commercial Restaurant Com Cooking New
SDG&E Commercial Restaurant Refrig New
SDG&E Commercial Restaurant IntLight New
SDG&E Commercial Restaurant OfficeEquip New
SDG&E Commercial Restaurant ExtLight New
SDG&E Commercial Restaurant Misc New
SDG&E Commercial Retail Cooling New
SDG&E Commercial Retail Heating New
SDG&E Commercial Retail Vent New
SDG&E Commercial Retail WaterHeat New
SDG&E Commercial Retail Com Cooking New
SDG&E Commercial Retail Refrig New
SDG&E Commercial Retail IntLight New
SDG&E Commercial Retail OfficeEquip New
SDG&E Commercial Retail ExtLight New
SDG&E Commercial Retail Misc New
SDG&E Commercial School Cooling New
SDG&E Commercial School Heating New
SDG&E Commercial School Vent New
SDG&E Commercial School WaterHeat New
SDG&E Commercial School Com Cooking New
SDG&E Commercial School Refrig New
SDG&E Commercial School IntLight New
SDG&E C i l S h l Offi E i N

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

4% 3% 2% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
4% 3% 2% 1% 1% 1% 2% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 1% 1% 0% 1% 1% 1%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%SDG&E Commercial School OfficeEquip New

SDG&E Commercial School ExtLight New
SDG&E Commercial School Misc New
SDG&E Commercial Small Office Cooling New
SDG&E Commercial Small Office Heating New
SDG&E Commercial Small Office Vent New
SDG&E Commercial Small Office WaterHeat New
SDG&E Commercial Small Office Com Cooking New
SDG&E Commercial Small Office Refrig New
SDG&E Commercial Small Office IntLight New
SDG&E Commercial Small Office OfficeEquip New
SDG&E Commercial Small Office ExtLight New
SDG&E Commercial Small Office Misc New
SDG&E Commercial Unrefrigerated WaCooling New
SDG&E Commercial Unrefrigerated WaHeating New
SDG&E Commercial Unrefrigerated WaVent New
SDG&E Commercial Unrefrigerated WaWaterHeat New
SDG&E Commercial Unrefrigerated WaCom Cooking New
SDG&E Commercial Unrefrigerated WaRefrig New
SDG&E Commercial Unrefrigerated WaIntLight New
SDG&E Commercial Unrefrigerated WaOfficeEquip New
SDG&E Commercial Unrefrigerated WaExtLight New
SDG&E Commercial Unrefrigerated WaMisc New
SDG&E Industrial Industrial Proc Heat New
SDG&E Industrial Industrial Proc Cool New
SDG&E Industrial Industrial Pumps New
SDG&E Industrial Industrial Fans New
SDG&E Industrial Industrial Comp Air New
SDG&E Industrial Industrial Proc Drives New
SDG&E Industrial Industrial Ind Lighting New
SDG&E Industrial Industrial Refrigeration New
SDG&E Industrial Industrial Ind Other New
SDG&E Industrial Ag Ag New
SDG&E Industrial Construction Construction New

0% 0% 0% 0% 0% 0% 0% 0% 0%
1% 1% 1% 0% 0% 0% 1% 1% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 2% 1% 1% 3% 2% 2%
2% 2% 1% 2% 1% 1% 3% 2% 2%
2% 2% 1% 2% 1% 1% 3% 2% 2%
2% 2% 1% 2% 1% 1% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 2% 1% 1% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
2% 2% 1% 2% 1% 1% 3% 2% 2%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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Utility_Name Sector_Name Bld_Name End_Use_Name Vintage_Na
SDG&E Industrial Mining Mining New
SDG&E Industrial TCU TCU New

Scenario: C&S (IOU,CC) - full Scenario: C&S (IOU,CC) - base Scenario: Nat-occurring - Huffma
Savings relative to base year Savings relative to base year Savings relative to base year
Year 2020 Year 2020 Year 2020

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

High 
Savings

Mid 
Savings

Low 
Savings

0% 0% 0% 0% 0% 0% 0% 0% 0%
0% 0% 0% 0% 0% 0% 0% 0% 0%
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