
CH2M HILL 

2485 Natomas Park Drive 

Suite 600 

Sacramento, CA 95833 

Tel 916-920-0300 

Fax 916-920-8463 
  

 
 
February 18, 2010 
 
382914 
 
Mr. Craig Hoffman 
Project Manager 
California Energy Commission 
1516 Ninth Street, MS 15 
Sacramento, CA 95814-5512 
 
Subject: Mariposa Energy Project (09-AFC-03) 

Robert Sarvey Data Response Set 1, Responses to Robert Sarvey  
Data Requests 1 through 8 

 
Dear Mr. Hoffman: 

Attached please find one hard copy and one electronic copy on CD-ROM of the Mariposa 
Energy Project’s Robert Sarvey Data Response Set 1. This Data Response Set was prepared in 
response to Mr. Robert Sarvey’s Data Requests 1 through 8 for the Application of Certification 
for the Mariposa Energy Project (MEP) (09-AFC-03) dated January 29, 2010.  

If you have any questions about this matter, please contact me at (916) 286-0348. 
 
Sincerely, 
 
CH2M HILL 
 
 
 
 
Doug Urry 
AFC Project Manager 
 
Attachment 
 
cc: B. Buchynsky, Mariposa Energy, LLC. 

DOCKET
09-AFC-3

 DATE FEB 18 2010

 RECD. FEB 22 2010



APPLICATION FOR CERTIFICATIONAAAPPLICCATIOON FOOR CCERTIFICCATIOON

FOR THE

Mariposa Energy Project

FEBRUARY 2010

SUBMITTED BY

SUBMITTED TO THE

California Energy Commission

TECHNICAL ASSISTANCE BY

ROBERT SARVEY DATA RESPONSES, SET 1
(RESPONSE TO DATA REQUESTS 1 TO 8)

EY012009005SAC



 

 

Mariposa Energy Project 
(09-AFC-03) 

 
 

Robert Sarvey Data Responses, 
Set 1 

(Response to Data Requests 1 to 8) 

Submitted to 

California Energy Commission 

Submitted by 

Mariposa Energy, LLC 

 

With Assistance from 

 
2485 Natomas Park Drive 

Suite 600 
Sacramento, CA 95833 

 

 

February 2010



 

EY012009005SAC/382914/100470001 (MARIPOSA SARVEY DR SET 1.DOC) ii 

Contents 

Section Page 

Introduction .......................................................................................................................................... 1 

Air Quality (1–3) .................................................................................................................................. 2 

Land Use (4–8) ..................................................................................................................................... 4 

 
Attachments 

RSDR1-1 SJVAPCD Agreement 
RSDR2-1 Byron Cogen BAAQMD Permit 
RSDR2-2 BAAQMD E-mail Response 
RSDR3-1 Bethany Compressor Station BAAQMD Permit 
RSDR4-1  Letter from Allen Matkins to Alameda County 
RSDR4-2 Letter from Mariposa Energy to California Department of Conservation 
 
 



 

EY012009005SAC/382914/100470001 (MARIPOSA SARVEY DR SET 1.DOC) 1 

Introduction 

Attached are Mariposa Energy’s responses to Mr. Robert Sarvey’s Data Request Set 1 
(numbers 1 through 8) regarding the Mariposa Energy Project (MEP) (09-AFC-03) 
Application for Certification (AFC). 

The responses are grouped by individual discipline or topic area. Within each discipline 
area, the responses are presented in the same order as Mr. Robert Sarvey presented them 
and are keyed to the Data Request numbers (1 through 8). New or revised graphics or tables 
are numbered in reference to the Data Request number. For example, the first table used in 
response to Mr. Robert Sarvey’s Data Request 36 would be numbered Table RSDR 36-1. 
The first figure used in response to Mr. Robert Sarvey’s Data Request 42 would be 
Figure RSDR 42-1, and so on.  

Additional tables, figures, or documents submitted in response to a data request 
(supporting data, stand-alone documents such as plans, folding graphics, etc.) are found at 
the end of each discipline-specific section and are not sequentially page-numbered 
consistently with the remainder of the document, though they may have their own internal 
page numbering system.
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Air Quality (1–3) 

Data Requests 
RSDR1. Please provide a copy of the mitigation agreement with San Joaquin 

Valley Air Pollution Control district that provides $644,000 to the 
SJVAPCD for air quality programs. Provide the detailed analysis, work 
papers, and the mitigation plan for the funding. 

Response:  

A copy of the fully executed mitigation agreement between Mariposa Energy, LLC, and the 
SJVAPCD is provided as Attachment RSDR1-1. The details of the methodology used to 
determine the mitigation values and the associated calculations are included as attachments 
to the fully executed agreement. A copy of the agreement may also be found in the list of 
consent items on the SJVAPCD December 2009 board meeting agenda (Consent Item 22), 
available online at: http://www.valleyair.org/Board_meetings/GB/ 
governing_board_schedules.htm.  

RSDR2. Please provide details of the emissions from the Byron Cogen Plant 
that is on the same parcel as the proposed Mariposa Project. 

Response: 

Based on the Bay Area Air Quality Management District (BAAQMD) operating permit, the 
Byron Power Cogen Plant consists of five natural-gas-fired Waukesha 7042 GSI engines with 
a total electric generating capacity of 6.5 megawatts and the following emission limits: 
0.3 grams per brake horsepower-hour (g/bhp-hr) NOx; 0.6 g/bhp-hr precursor organic 
compounds (POC); and 0.5 g/bhp-hr carbon monoxide (CO). A copy of the permit is 
included as Attachment RSDR2-1. The Applicant previously submitted a public records 
request to the BAAQMD requesting the annual hours of operation for each engine over the 
past 4 years. Based on the response from the BAAQMD, we understand that the owner is 
not required to routinely provide annual hours of operation to the BAAQMD 
(Attachment RSDR2-2). Therefore, the annual hours of operation are not available via the 
BAAQMD.  

Byron Power Partners, L.P., and JRW Associates, L.P. – San Joaquin (collectively referred to 
as “Norcals”) are wholly owned subsidiaries of Ridgewood Electric Power Trust III (SEC, 
20091

                                                 
1 Reference: United States Securities Exchange Commission (SEC). 2009. Form 10-Q for the Quarterly Period Ended 
September 30, 2009, November 6. 

). According to the September 2009 Securities Exchange Commission 10_Q Filing, “the 
Norcals suspended their operations in the fourth quarter of 2008 and both Byron and San Joaquin 
remain closed as of November 6, 2009. The Trust’s management is continuing to evaluate as to when 
the Norcals will resume operations, if at all. As a result, in the 2009 period, neither San Joaquin nor 
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Byron is expected to operate at their minimum rated capacities which will likely result in lower 
capacity payments if the Norcals were to resume operations.” (SEC, 2009) 

Therefore, there are no current exhaust emissions from the Byron Power Cogen Plant.  

RSDR3. Please provide the details of the emissions from the PG&E natural gas 
compressor station near the project. 

Response: 

The Applicant previously submitted a public records request to the BAAQMD for a copy of 
PG&E’s Bethany Compressor Station permit application, current operating permit, and 
AB2588 Inventory Report. In response, the BAAQMD provided a permit indicating the only 
source at the facility is a stationary emergency standby engine with a limit of 100 hours per 
year for reliability-related activities (Attachment RSDR3-1). No additional information was 
provided. Our understanding is that the compressor station is powered with electrically 
driven motors with power supplied from the adjacent Kelso Substation, which was built 
contemporaneously with the gas compression station.  

CH2M HILL staff spoke with BAAQMD staff on February 10, 2009, to request any 
additional available source or emissions information; as of the date of this publication no 
further information has been received. If additional information is provided by the 
BAAQMD, it will be filed at a later date.  



 

 

Attachment RSDR1-1 
SJVAPCD Agreement 



























 

 

 

Attachment RSDR2-1 
Byron Cogen BAAQMD Permit 



PLANT # 10437
Byron Power Company,c/o Ridgewood Power Mgnt 
4901 Bruns Road, Byron, CA  94514 
 -------------------------------------------------------------------- 
Facility Wide Conditions: None 
 
source    current conditions     application    condition type 
------   --------------------    -----------    -------------------- 
      1            3785                   0        
      2            3785                   0        
      3            3785                   0        
      4            3785                   0        
      5            3785                   0        
      6            5984                4157        
      7            5984                4157        
      8            5984                4157        
      9            5984                4157        
     10            5984                4157        
 
 
            COND#  3785    -------------------------------------- 
 
     Plant 10437, Byron Power Company 
     Condition 3785 
     Sources S-1, S-2, S-3, S-4 and S-5 
     1. Hours of operation of each Waukesha 7042 GSI Engine 
        (Sources S-1, S-2, S-3, S-4, and S-5) shall not exceed 24 
        hours per day.Basis:cum.increase 
 
     2. Each of the five Waukesha 7042 GSI Engines (Sources S-1, 
        S-2, S-3, S-4, and S-5) shall not exceed 8760 hours per 
        year.Basis:cum increase 
 
     3. The five Waukesha 7042 GSI Engines (Sources S-1, S-2, S- 
        3, S-4, and S-5) shall be fired on pipeline quality 
        natural gas only.Basis:BACT 
 
     4. Total combined natural gas consumption of the five 
        Waukesha 7042 GSI Engines (Sources S-1, S-2, S-3, S-4, 
        and S-5) shall not exceed 1,740,000 cubic feet per day or 
        635,000,000 cubic feet per year. 
 
 
 
 
 
 
 
 
 



    5. Within sixty (60) days of initial startup of any emitting
        source at the cogeneration facility, the owner/operator 
        shall perform a District approved Source Test of 
        emissions of Nitrogen Oxides (NOx), Precursor Organic 
        Compounds (POC) and Carbon Monoxide (CO) from each of the 
        five Waukesha 7042 GSI Engines (Sources S-1, S-2, S-3, S- 
        4, and S-5) controlled by Catalytic Converters (A-1, A-2, 
        A-3, A-4 and A-5) in order to demonstrate compliance with 
        the emission limitations of Conditions No.  7, 8 and 9 
        respectively.Basis:BACT 
 
     6. No later than one year after the initial source tests 
        required by Condition No. 5, and at least once a year 
        thereafter, the owner/operator shall certify to the 
        satisfaction of the APCO that the five Catalytic 
        Converters (A-1, A-2, A-3, A-4 and A-5) are controlling 
        emissions of Nitrogen Oxides (NOx), Precursor Organic 
        Compounds (POC) and Carbon Monoxide (CO) as required to 
        satisfy the emission limitations of Conditions No. 7, 8 
        and 9 respectively.Basis: BACT 
 
     7. Emissions of Nitrogen Oxides (NOx calculated as NO2) from 
        each of the five Waukesha 7042 GSI Engines (Sources S-1, 
        S-2, S-3, S-4, and S-5) shall not exceed 0.3 grams per 
        brake horsepower-hour as determined using District 
        Source Test Method 13A.Basis:BACT 
 
     8. Emissions of Precursor Organic Compounds (POC) from each 
        of the five Waukesha 7042 GSI Engines (Sources S-1, S-2, 
        S-3, S-4, and S-5) shall not exceed 0.6 grams per 
        brake horsepower-hour as determined using District Source 
        Test Method 7.Basis:BACT 
 
     9. Emissions of Carbon Monoxide (CO) from each of the five 
        Waukesha 7042 GSI Engines (Sources S-1, S-2, S-3, S-4, 
        and S-5) shall not exceed .5 gram per brake horsepower- 
        hour as determined using District Source Test 
        Method 6.Basis:BACT                                      
 
     10.A District approved NOx emission monitor and recorder 
        shall be on the premises and operational at all times 
        that any of the five engines S-1 through S-5 are 
        operating.  Emissions from each of the five engines shall 
        be monitored and recorded at least once a week for a 
        continuous period of no less than thirty (30) minutes per 
        week per engine.  After a period of at least three 
        months of continuous compliance with Condition No. 7, the 
        owner/operator may request the APCO to change the daily 
        testing requirement to a weekly basis [Approved 5-1-96].T 
        In the event the monitor indicates that the NOx emission 
        from an engine will cause an excess of the limitation of 



 
        Condition No. 7, the owner/operator shall immediately 
        shut down the engine and make the necessary repairs to 
        the engine or catalytic converter to assure compliance. 
        The engine should be retested immediately after it is 
        restarted to demonstrate compliance with Condition No. 
        7.  The District shall be notified within forty eight 
        (48) hours of each occurrence of such a NOx excess. 
        The monitor shall be calibrated at least once every two 
        weeks against a known NOx standard gas.  All engine test 
        results and all calibration test records shall be made 
        available to District personnel upon request and these 
        records shall be maintained for at least one year from 
        the date of the test.Basis:BACT 
 
     11.A District approved natural gas flow rate meter shall be 
        installed and operational at all times.  This meter shall 
        record total natural gas flow to the five engines, S-1 
        through S-5.Basis:Record 
 
     12.The stack opacity from the Catalytic Converters (A-1 
        through A-5) shall not exceed Ringelmann 0.25 or 5% 
        opacity for a period not to exceed three (3) minutes in 
        any one (1) hour.Basis:District Reg. 
 
      
list condition NUMBER >> 5984 
 
            COND#  5984    -------------------------------------- 
 
     ALTAMONT COGENERATION CORP.,APPL. #4157,PLANT #5185 
     CONDITIONS FOR SOURCES 6 THROUGH 10 
     1.   Hours of operation of each Water Evaporator (Sources S- 
     6, S-7, S-8, S-9, and S-10) shall not exceed 24 hours per 
     day. 
 
     2.   Total hours of operation of each five Water 
     Evaporators (Sources S-6, S-7, S-8, S-9, and S-10) shall not 
     exceed 8760 hours per year. 
 
     3.   A.   The stack opacity from each of the five Water 
     Evaporators, S-6 through S-10, shall not exceed Ringelmann 
     0. 
          B.   In the event that there is a steam plume from the 
     evaporator stack, the residual plume, after dissipation of 
     the steam, shall not exceed Ringelmann 0. 
               In addition, the owner/operator shall perform a 
     District approved source test to determine particulate 
     (PM10) mass emissions from the evaporators if either of the 
     opacity limits above are exceeded.  This test shall be 



    performed within 30 days of the date of the excess, and the
     results submitted to the District no later than 30 days 
     after the test date. 
     4.   In accordance with Regulation 2-2-411, at such time as 
     the applicability of any requirement of this Rule would be 
     triggered solely by virtue of a relaxation of one or more of 
     the above conditions which limit the emissions from the 
     permitted sources (including hours of operation), the 
     requirements of this Rule shall apply to the source or 
     stationary source in the same way as they would apply to a 
     new or modified source or stationary source otherwise 
     subject to this Rule. 
     5.   The owner/operator shall comply with all conditions of 
     the Negative Declaration, Resolution No. Z-6824, issued by 
     Alameda County on October 4, 1989 for this project. 
 
 
 



 

 

 

Attachment RSDR2-2 
BAAQMD E-mail Response 



 

From: Public Records [PublicRecords@baaqmd.gov]
Sent: Wednesday, February 03, 2010 12:36 PM
To: McGregor, Keith/SAC
Subject: RE: Annual Hours of Operation at the Byron Cogeneration Facility - Byron, CA
Attachments: 10-02-03_McGregor.DOC; 10-02-03_Response to McGregor.pdf

Page 1 of 1

2/9/2010

Good afternoon Keith, 
  
I have enclosed the permit conditions.   This company is not required to give up what you are asking for.  Any 
questions, you can email or call.   
  
Thanks 
  
Thank you, 
Public Records Staff 
In house: Public Records 
publicrecords@baaqmd.gov 
  
Rochelle Henderson,  
Public Records Coordinator 
415-749-4784 
  

From: Keith.McGregor@CH2M.com [mailto:Keith.McGregor@CH2M.com]  
Sent: Monday, February 01, 2010 4:13 PM 
To: Public Records 
Subject: MEP: Annual Hours of Operation at the Byron Cogeneration Facility - Byron, CA 
  
Please see the attached data request form. 
  
If you have any questions, please give me a call. 
  
Thank you, 
  
Keith McGregor 
Associate Project Manager 
CH2MHILL 
2485 Natomas Park Drive Suite 600 
Sacramento, CA 95833 
Direct: (916) 286-0221 
Mobile: (916) 992-3365 
Fax: (916) 614-3450 
  



BAY AREA AIR QUALITY MANAGEMENT DISTRICT Office Use Only 
939 ELLIS STREET P.R.R. NUMBER 

SAN FRANCISCO,  CA.  94109 
 

ATTENTION:  ADMINISTRATIVE SERVICES DIVISION 
10-02-03 

e-mail request to:  publicrecords@baaqmd.gov  
 Direct Dial: (415) 749-4761

 FAX: (415) 749-5111
PUBLIC RECORDS REQUEST FORM 

 
ATTENTION REQUESTOR:  To expedite your request for District records, please fill out this form completely.  
Specifically identify the type of records you are requesting from the list below.  NOTE:  There is a limit of one facility or 
one site address per request form. 

 
REQUESTOR INFORMATION      

NAME:  Keith McGregor DATE:  02/01/2010 
COMPANY:  CH2MHILL 
MAILING ADDRESS:  2485 Natomas Park Drive, Suite 600 
CITY:  Sacramento STATE:  CA ZIP CODE:  95833 PHONE NUMBER: (916) 286-0221 

 
REQUESTED FACILITY INFORMATION     

FACILITY NAME:  Byron Power Company, c/o Ridgewood Power Mgmt 
FACILITY ADDRESS:  4901 Bruns Road 
CITY:Byron STATE:CA ZIP CODE:94514 
TIME PERIOD OF DOCUMENTS REQUESTED:Annual From:2006 To:2009 

 
REQUESTED RECORDS   (Check no more than three applicable items)  

Complaint Information Notice Of Violation Information OTHER: * * * 
  Complaint Printout   NOV Printout Annual hours of operation for each 

of the five Waukesha 7042 GSI 
engines for 2006, 2007, 2008, and 
2009. 

  Specific Complaint #        Specific NOV #            
Episode Information   AB2588 Inventory       

  Episode Printout   Source Test Reports       
  Specific Episode #        Lab Report #             

Permit Application Information   Review Permit Files *       
  Permit Application Printout   Review Enforcement Files **       
  Specific Application #        Review Rule Development Files **       
  Permit Conditions   Asbestos Notifications       

*  Subject to facility review (i.e., trade secrets). 
** You will be contacted to schedule an appointment date to review records. 
***  If what you are seeking is not on this Form, you may attach a letter with additional information on the request. 
 
Cost:  Copies:  $.10 per page;   Diskette $5.00;   CD $10.00;   Audiotape $5.00;   Microfiche sheet $8.00.  
Note:  After a preliminary estimate, advance payment may be required. 
 

   I hereby agree to reimburse the BAAQMD for the direct cost of duplicating the information requested in accordance with Gov’t 
Code Section 6253(b). 

 
 

OFFICE USE ONLY: 
 

  Enclosed are the records you requested. 
 

  We are unable to provide the records you requested. 
        A search was made but no records were found. 
        We are unable to find the record you requested because the request did not include sufficient information to find it. 



        Out of District’s Jurisdiction. 

 
G:admin:doamgr/prrform.doc (RH:ROZ07/28/04)fillable 



 

 

 

Attachment RSDR3-1 
Bethany Compressor Station BAAQMD Permit 



 

From: Public Records [PublicRecords@baaqmd.gov]
Sent: Wednesday, February 03, 2010 2:03 PM
To: McGregor, Keith/SAC
Subject: RE: Operating Permit and Annual Hours of Operation at the PG&E Bethany Compressor 

Station - Byron, CA
Attachments: 10-02-07_Response to McGregor.pdf; 10-02-07_McGregor.DOC

Page 1 of 1

2/9/2010

  
  
Thank you, 
Public Records Staff 
In house: Public Records 
publicrecords@baaqmd.gov 
  
Rochelle Henderson,  
Public Records Coordinator 
415-749-4784 
  

From: Keith.McGregor@CH2M.com [mailto:Keith.McGregor@CH2M.com]  
Sent: Tuesday, February 02, 2010 2:57 PM 
To: Public Records 
Subject: MEP: Operating Permit and Annual Hours of Operation at the PG&E Bethany Compressor Station - 
Byron, CA 
  
Please see the attached data request form.  
  
If you have any questions, please give me a call. 
  
Thank you, 
  
Keith McGregor 
Associate Project Manager 
CH2MHILL 
2485 Natomas Park Drive Suite 600 
Sacramento, CA 95833 
Direct: (916) 286-0221 
Mobile: (916) 992-3365 
Fax: (916) 614-3450 
  



BAY AREA AIR QUALITY MANAGEMENT DISTRICT Office Use Only 
939 ELLIS STREET P.R.R. NUMBER 

SAN FRANCISCO,  CA.  94109 
 

ATTENTION:  ADMINISTRATIVE SERVICES DIVISION 
10-02-07 

e-mail request to:  publicrecords@baaqmd.gov  
 Direct Dial: (415) 749-4761

 FAX: (415) 749-5111
PUBLIC RECORDS REQUEST FORM 

 
ATTENTION REQUESTOR:  To expedite your request for District records, please fill out this form completely.  
Specifically identify the type of records you are requesting from the list below.  NOTE:  There is a limit of one facility or 
one site address per request form. 

 
REQUESTOR INFORMATION      

NAME:  Keith McGregor DATE:  02/02/2010 
COMPANY:  CH2MHILL 
MAILING ADDRESS:  2485 Natomas Park Drive, Suite 600 
CITY:  Sacramento STATE:  CA ZIP CODE:  95833 PHONE NUMBER: (916) 286-0221 

 
REQUESTED FACILITY INFORMATION     

FACILITY NAME:  PG&E Bethany Compressor Station 
FACILITY ADDRESS:  14750 Kelso Road 
CITY:Byron STATE:CA ZIP CODE:94514 
TIME PERIOD OF DOCUMENTS REQUESTED:Annual From:2006 To:2009 

 
REQUESTED RECORDS   (Check no more than three applicable items)  

Complaint Information Notice Of Violation Information OTHER: * * * 
  Complaint Printout   NOV Printout       
  Specific Complaint #        Specific NOV #            

Episode Information   AB2588 Inventory       
  Episode Printout   Source Test Reports       
  Specific Episode #        Lab Report #             

Permit Application Information   Review Permit Files *       
  Permit Application Printout   Review Enforcement Files **       
  Specific Application #        Review Rule Development Files **       
  Permit Conditions   Asbestos Notifications       

*  Subject to facility review (i.e., trade secrets). 
** You will be contacted to schedule an appointment date to review records. 
***  If what you are seeking is not on this Form, you may attach a letter with additional information on the request. 
 
Cost:  Copies:  $.10 per page;   Diskette $5.00;   CD $10.00;   Audiotape $5.00;   Microfiche sheet $8.00.  
Note:  After a preliminary estimate, advance payment may be required. 
 

   I hereby agree to reimburse the BAAQMD for the direct cost of duplicating the information requested in accordance with Gov’t 
Code Section 6253(b). 

 
 

OFFICE USE ONLY: 
 

  Enclosed are the records you requested. 
 

  We are unable to provide the records you requested. 
        A search was made but no records were found. 
        We are unable to find the record you requested because the request did not include sufficient information to find it. 
        Out of District’s Jurisdiction. 

 
G:admin:doamgr/prrform.doc (RH:ROZ07/28/04)fillable 



PLANT # 14218 
Pacific Gas and Electric Co 
14750 Kelso Road, Byron, CA  94514 
 -------------------------------------------------------------------- 
Facility Wide Conditions: None 
 
source    current conditions     application    condition type 
------   --------------------    -----------    -------------------- 
      1           23442                4948        
 
 
 
            COND#  23442   -------------------------------------- 
 
     1.  The  owner  or  operator  shall operate  the  stationary 
         emergency  standby  engine, only to  mitigate  emergency 
         conditions   or   for   reliability-related   activities 
         (maintenance  and testing).  Operating while  mitigating 
         emergency conditions and while emission testing to  show 
         compliance  with this part is unlimited.  Operating  for 
         reliability-related activities are limited to 100  hours 
         per year.                                               
 
          (Basis:  Emergency Standby Engines, Hours of  Operation 
       Regulation 9-8-330)                                       
 
     2.  The  Owner/Operator  shall equip the  emergency  standby 
         engine(s)  with: a non-resettable totalizing meter  that 
         measures hours of operation or fuel usage               
 
       (Basis:  Emergency Standby Engines, Monitoring  and              
       Recordkeeping 9-8-530)                                         
 
     3.  Records: The Owner/Operator shall maintain the following 
         monthly records in a 
          District- approved log for at least 36 months from  the 
          date  of entry.  Log entries shall be retained on-site, 
          either  at  a  central  location  or  at  the  engine's 
          location,  and  made  immediately  available   to   the 
          District staff upon request.                           
 
         a.  Hours of operation (maintenance and testing). 
         b.  Hours of operation for emission testing. 
         c.  Hours of operation (emergency). 
         d.  For  each  emergency, the nature  of  the  emergency 
             condition. 
         e.  Fuel usage for engine. 
         f.  CARB Certification Executive Order for the engine.  
 
          (Basis:  Emergency  Standby  Engines,  Monitoring   and 
       Recordkeeping 9-8-530) 
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Land Use (4–8) 

Background 
Mariposa Energy received a reply letter from the Department of Conservation on 
July 6, 2209 [sic] titled Alameda County: Mariposa Energy Project Proposed 
Electric Facility as "Compatible Use". The letter states, “Given the stated facts in 
your letter dated June 2, 2009, the Mariposa Energy Project appears to be a 
compatible use with the on-going agricultural activities occurring on the 158-acre 
parcel. While the final decision is in the hands of the County of Alameda, the 
Department of Conservation could certainly concur with that conclusion should 
Alameda County arrive at it.” 

Data Requests 
RSDR4. Please provide all correspondence with Alameda County, Memos. [sic] 

Emails, Records of conversations, etc. related to the Projects [sic] 
compatibility with the Williamson Act. 

Response: 

Attachment RSDR4-1 is a letter dated June 3, 2009, from Mr. David Blackwell of Allen 
Matkins to Mr. Bruce Jensen of the Alameda County Community Development Agency. 
This letter and its accompanying memorandum provide a detailed legislative history of the 
compatible use provisions in the Williamson Act. Additionally, a letter dated June 2, 2009, 
from Mariposa Energy to Mr. Brian R. Leahy of the California Department of Conservation 
is included as Attachment RSDR4-2.  

The June 3, 2009, letter is the only correspondence between the Applicant and Alameda 
County pertaining to the Williamson Act. To the extent that RSDR4 requests other 
documents “etc.,” the Applicant will file a formal objection to the request on the grounds 
that it is vague, burdensome, and irrelevant. 

RSDR5. Please provide the hearing dates, meetings, etc. for Alameda 
County’s determination that the project is a compatible use with the 
Williamson Act. 

Response: 

Mariposa Energy is not aware of any scheduled hearing dates or meetings for Alameda 
County’s determination that the project is a compatible use with the Williamson Act. 



LAND USE (4-8) 
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RSDR6. Has the Mariposa Project applied for a Conditional Use Permit for the 
Project? 

Response: 

Mariposa Energy has not applied for a Conditional Use Permit for the project; under the 
Warren-Alquist Act the California Energy Commission has sole jurisdiction for licensing of 
the project.  

RSDR7. Please provide the application if one has been filed for the conditional 
use permit. 

Response: 

Mariposa Energy has not applied for a Conditional Use Permit for the project.  

RSDR8. Please provide the distance from the Mariposa Project to the Mountain 
House Community when the project has reaches full build out. 

Response: 

The shortest distance between the MEP project site boundary and the border of San Joaquin 
County, which is also the border of the Mountain House Community, is 2.3 miles.  

 



 

 

 

Attachment RSDR4-1 
Letter from Allen Matkins to Alameda County 































 

 

 

Attachment RSDR4-2 
Letter from Mariposa Energy to California 

Department of Conservation 











 

 

 
   BEFORE THE ENERGY RESOURCES CONSERVATION AND DEVELOPMENT                     

COMMISSION OF THE STATE OF CALIFORNIA 
1516 NINTH STREET, SACRAMENTO, CA  95814 

1-800-822-6228 – WWW.ENERGY.CA.GOV 

 
 

APPLICATION FOR CERTIFICATION    Docket No. 09-AFC-3 
FOR THE MARIPOSA ENERGY PROJECT 
(MEP)        PROOF OF SERVICE 

(Revised 2/8/2010) 
 
 

APPLICANT 
 
Bo Buchynsky 
Diamond Generating Corporation 
333 South Grand Avenue, #1570 
Los Angeles, California  90071 
b.buchynsky@dgc-us.com 
 
APPLICANT’S CONSULTANTS 
 
Doug Urry 
2485 Natomas Park Dr #600 
Sacramento, CA 95833-2975 
Doug.Urry@CH2M.com 
 
COUNSEL FOR APPLICANT 
 
Gregg Wheatland 
Ellison, Schneider & Harris L.L.P. 
2600 Capitol Avenue, Suite 400 
Sacramento, CA  95816-5905 
glw@eslawfirm.com 
 
INTERESTED AGENCIES 
 
California ISO 
e-recipient@caiso.com 
 
 
 

 
INTERVENORS 
 
 Mr. Robert Sarvey 
501 W. Grantline Road 
Tracy, California 95376 
Sarveybob@aol.com 
 
 
 
 

*Rajesh Dighe 
395 W. Conejo Avenue 
Mountain House, CA 95391 
dighe.rajesh@gmail.com 
 
Morgan K. Groover 
Development Director 
Mountain House Community 
     Services District 
230 S. Sterling Drive, Suite 100 
Mountain House,   CA  95391 
mgroover@sjgov.org 
 

ENERGY COMMISSION  
 
JEFFREY D. BYRON 
Commissioner and Presiding Member 
jbyron@energy.state.ca.us 
 

*ROBERT B. WEISENMILLER 
Commissioner and Associate Member 
rweisenm@energy.state.ca.us 
 
Kristy Chew 
Advisor to Commissioner Byron 
kchew@energy.state.ca.us 
 
Kenneth Celli 
Hearing Officer 
kcelli@energy.state.ca.us 
 

Craig Hoffman 
Siting Project Manager 
choffman@energy.state.ca.us 
 

Kerry Willis 
Staff Counsel 
kwillis@energy.state.ca.us 
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publicadviser@energy.state.ca.us 
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DECLARATION OF SERVICE 
 

 
I, Stephanie Moore, declare that on February 18, 2010, I served and filed copies of the 
attached Mariposa Energy Project Robert Sarvey Data Responses, Set 1.  The original 
document, filed with the Docket Unit, is accompanied by a copy of the most recent Proof 
of Service list, located on the web page for this project at: 
[http://www.energy.ca.gov/sitingcases/mariposa/index.html]. 
The document has been sent to both the other parties in this proceeding (as shown on 
the Proof of Service list) and to the Commission’s Docket Unit, in the following manner:   
 
(Check all that Apply) 
 
For service to all other parties: 
_x_ sent electronically to all email addresses on the Proof of Service list; 
 
_    by personal delivery or by depositing in the United States mail at Sacramento, 

California, with first-class postage thereon fully prepaid and addressed as 
provided on the Proof of Service list above to those addresses NOT marked 
“email preferred.” 

AND 

For filing with the Energy Commission: 

  x_sending an original paper copy and one electronic copy, mailed and emailed 
respectively, to the address below (preferred method); 

OR 
_____depositing in the mail an original and 12 paper copies, as follows: 

 
CALIFORNIA ENERGY COMMISSION  
Attn:  Docket No. 09-AFC-3 
1516 Ninth Street, MS-4 
Sacramento, CA 95814-5512 
docket@energy.state.ca.us 

 
 
I declare under penalty of perjury that the foregoing is true and correct. 
 
 
      _Original signed by:________ 
       Stephanie Moore 
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