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Storage for Renewable Integration

• Technology is not a barrier
+ Track record of using storage for grid benefit, 20,000 MW of P.S.

+ Unique attributes of new Fast, Modular, Flexible, and Accurate 
Advanced Energy Storage introduce new solution options and    
value‐add opportunities

• Cost is not a barrier
+ But, does limit opportunities right now

• Regulatory Rules for Storage, needs work
+ G or T or D  ‐ who invests and mechanisms for investment recovery? 

+ Operating experience will support policy effort focus & investment

+ Modeling in CAISO and CA IOU and Muni utility transmission and 
resource planning studies will expand consideration and 
incorporation of effective storage alternatives 

– Load Flow and Dynamic Stability

– Production Simulation
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>90 MW of A123 Advanced Battery Systems 
Performing Grid Applications
Completed installations:
• Nov 2008 – 2MVA/500kWh, California (to PJM ‘12) Frequency Regulation 
• Nov 2009 – 12MVA/4MWh, Atacama, Chile  ……… A/S, and release generation for energy
• Oct 2010 – 400kVA/100kWh, Denmark …………….. Wind Ramp Rate Control
• Jan 2011 – 20MVA/5MWh, New York ……………….. Frequency Regulation 
• Sep 2011 – 32MVA/8MWh,  W. VA/PJM ……………. A/S, and Renewable Integration
• Oct 2011 – 4MVA/1MWh, California …………………. Smart Grid Resource (Multi‐T&D Services)
• Nov 2011 – 20MVA/5MWh at Angamos, Chile …… A/S, and release generation for energy

Under construction:
• Aug 2012 – 500kVA/125kWh, China ………………….. Renewable Integration Demo
• Jun 2012 – 2MVA/500kWh, Massachusetts ………..  Frequency Regulation 
• Aug 2012 – 8MVA/32MWh, Tehachapi California.. Grid‐Side Wind Integration Demo
• Sep 2012 – 500kVA/250kWh, Detroit ………….……… PV Integration Demo
• Oct 2012 – 11MW/4.4MWh Maui ……………………… Wind Ramp Rate Control
• Nov 2012 – 1MVA/3MWh, Europe …………….……… T&D Support, Load Shifting & Voltage Reg.
• Dec 2012 – 1MVA/1MWh, Maui …………..… ………… T&D Support, Load Shifting & Voltage Reg.
• Dec 2012 – (1) 5MWh & (5) 100KWh systems, U.K. T&D Support, Load Shifting & Voltage Reg.
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Traditional Storage is a vital grid resource today at 20 GW of Pumped Storage

Advanced Storage is growing . 170 MW per DoE, http://www.energystorageexchange.org/

http://www.energystorageexchange.org/
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Frequency Regulation & Wind Integration:              
32 MW, PJM, commercial operation 2011
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Photo courtesy of AES Storage 

Presenter
Presentation Notes
SKIP



©2012 A123 Systems, Inc. All rights reserved.

Frequency Regulation (F/R): Sample Output
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Faster and  more accurate response = better grid system performance, and lower 
total cost for meeting F/R Ancillary Service requirement 
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Spinning Reserve for Generation Capacity Release: 
Chile, 12 MW 2012, 20 MW 2011

6

Presenter
Presentation Notes
High Reliability and PerformanceResponded to all generator assisted fault recoveries since Jan. 2010209 reported faults in 2010Only unit to respond this consistentlyResponse speed consistently higher than other unitsImproved thermal generator efficiencyPower previously required to be held in reserve can now be soldIncrease power generation by 4 percentHighly ConfigurableSpeed and shape of response are programmable via SGDC
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CDEC‐SING Fault Report No. 2777, June 3, 2011

Chile System, A123 Response to Grid Outage

Presenter
Presentation Notes
The next two slides have info I pulled off the web about this system’s performance during loss of generation and transmission events recently.Here’s an annotated strip chart showing the response of the system to a frequency event.  With the nearby copper mines, these frequency excursions from the nominal 50Hz are pretty common.As you can see, there is a large change in frequency (on the order of 1.1Hz, down to 48.9Hz that recovers after a little less than 5 minutes, aided in part by the quick injection of 12MW from our energy storage system.This algorithm uses a threshold of nominal -.3Hz to initiate a spinning reserve cycle, where all containers are brought to full-power in response to the event.  Upon recovery above a second threshold (in this case -.1Hz) the system reverts to its standby mode of operation.As you can see, the system response is very quick.  In fact, the speed of SCADA strip chart sample exaggerates the time between the start of the event and the response.  Actual response times are less than one second to go from 0MW output to 12MW output.Due to the nature of the power quality in the area of this energy storage system, these spinning reserve events happen 2 to 3 times a week and typically last 6 to 9 minutes.Having this system available for instantaneous delivery of power has permitted this customer to free up 4% of their generation that was being held in reserve – resulting in a payback period of months, not years for the system.Link to fault reports: http://cdec2.cdec-sing.cl/pls/portal/cdec.pck_web_cdec_pages.pagina?p_id=5016
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Renewable Integration Pilot – Denmark 2011
Ramp Rate Management demo system
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Storage for Meeting Ramp Rate Control Req’t
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ESS power centered around zero results 
in battery Target SOC being maintained.
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Extending Advanced Storage App’s to Bulk 
Transmission And Regional Support

+‐

PMU-equipped Storage Systems  
Detect and Damp Inter-area 

Oscillations.

Higher Dynamic Stability Limit = 
More Useable Transmission & 

Import Capacity +‐

1000 MWe

1000 MWe

CA Load Center

Source, SCE, EPRI 10

(GE) ES‐PSS, In Action, 1994

Presenter
Presentation Notes
Storage and PMU’s for Smart WAMSImport not only a function of transmission capacity, can also be function of  system inertia
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BACKUP SLIDES

Applying Energy Storage to 
Electric Grids
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High Power Applications:

• Regulation

• Spinning Reserve

• Renewable Integration
+ Ramp Management

• Requirements:
+ Very high Charge/Discharge Rates

+ Short Duration (<1hr)

+ Many cycles (100s per day)

+ Continuous use

High Energy Applications:

• Peak Load Shifting

• Renewable Integration
+ Firming, Shifting & Curtailment Recovery

• Energy Arbitrage

• T&D Asset Support

• Requirements:
+ Minimum Size(1+ hrs of energy)
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Multiple Applications for Grid Storage

Discharge

Storage

Day Time

Night 
Time
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A123’s Expanding System 
Options

GBS‐C‐53
0.5 MWh

GBS‐P‐53
4 MWh

Systems Engineering

High Power Applications High Energy Applications

• Frequency Regulation

• Reserve

• Renewable Ramping
+ Enabling Access to Full Energy Value

• Peak Shifting and Arbitrage

• Renewable Integration

• Firming, Shifting & Curtailment 
Recovery

• T&D Support & Investment
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Spec’s for Standard GBS‐P and GBS‐C Systems
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